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NOTICE TO BIDDERS 

 
 
The City of Jamaica Beach (Owner) is accepting sealed bids for the Rehabilitation at Blackbeard Lift Station at City 

Hall. All bids must be clearly marked “Sealed Bid #E2493 - Jamaica Beach – Rehabilitation of Blackbeard Lift 

Station” and received at City Hall, 16628 San Luis Pass Rd, Jamaica Beach, TX 77554, or mailing: 5264 Jamaica 

Beach, Jamaica Beach, TX 77554, by 2:00 PM on June 9, 2021, at which time they will be publicly opened and read 

aloud in the City Hall Council Chambers. 

 

Any bids received after the above-stated date and time will be returned unopened. 

 

A bid bond in the amount of 5% of the bid issued by an acceptable surety shall be submitted with each bid. A certified 

check or bank draft payable to the City of Jamaica Beach or negotiable U.S. Government Bonds (as par value) may 

be submitted in lieu of the Bid Bond.  

 

The project will consist of the following types of work:   

 

1. Remove & replace existing pipes and valves 

2. Clean & coat interior of lift station 

3. Bypass Pumping 

4. appurtenant items 

 

A Pre-Bid Conference will be held at 2:00 PM on May 26, 2021 at City Hall, 16628 San Luis Pass Rd, Jamaica 

Beach, TX 77554. 

 

Bid/Contract Documents, Specifications and Drawings are on file and may be examined without charge at John D. 

Mercer & Associates (Engineer), 118 E. Main St., Edna, TX 77957. Copies may be procured from John D. Mercer & 

Associates at the above address for a $50.00 non-refundable fee per set, or $35.00 via email.  

 

The City reserves the right to waive any or all formalities in the bid and to reject any or all bids. 

 

City of Jamaica Beach 

Clay Morris, Mayor 
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INSTRUCTIONS TO BIDDERS 

 
 

1.   PROJECT 

 

The work proposed by these Specifications is titled “Rehabilitation of Blackbeard Lift Station”. 

 

2.   PREPARATION OF BIDS 

 

Bids for this project shall be prepared in accordance with the "Notice to Bidders", the instructions herein 

contained, and the requirements of the Proposal form.  All blank spaces of the Proposal form must be 

filled in, in ink, and all unit prices written in words and figures, with all unit prices extended and totaled.  

In event of a conflict, written amounts will take precedence over numerical amounts.  Any bid deemed 

irregular in respect to omissions, additions, erasures, alterations, or unbalancing of prices shall be subject 

to rejection. Enclose the bid in a sealed envelope addressed to the Owner.  Note on the exterior of the 

envelope “REHABILITATION OF BLACKBEARD LIFT STATION - DO NOT OPEN IN 

MAILROOM.” 

 

A. DOCUMENTS TO BE SUBMITTED WITH BID 

 

Bidder shall submit, as part of the Bid Package, the following documents: 

 

1) Statement of Bidder’s Qualifications (form provided) 

2) Bid Proposal (form provided) 

3) Bid Bond (may use either the form provided or surety company’s standard form) 

 

Failure to submit all listed above may result in disqualification of Bid. 

 

B. BID SECURITY 

 

A bid must be accompanied by bid security in the amount of five percent (5%) of 

Bidder’s maximum Bid Price in the form of a certified check, bank money order, or Bid 

Bond issued by a surety meeting the requirements of Paragraphs 5.01 and 5.02 of the 

General Conditions. 

 

3.   INTERPRETATION OF DRAWINGS, SPECIFICATIONS, AND ADDENDA 

 

The ENGINEER, John D. Mercer & Associates shall be the only source for clarification and/or 

interpretation of the Specifications and Drawings.  Prospective Bidders desiring further information, 

clarification or interpretation of a substantial nature should make such requests to the ENGINEER prior to 

72 hours before the bid opening to allow time for issuance of an addendum to all prospective bidders.  All 

such addenda will be made a part of the Contract.  The Drawings pertinent to this proposed project of 

construction are intended to portray a reasonable facsimile of the project's design.  Effort has been made 

to accurately portray the intent of design, but the governing consideration will be the attainment of the 

workability and performance of the finished installation. 

 

Answers to all requests for clarification and/or interpretation will be given in writing to all bidders, in 

addendum form, and all addenda will be bound with, and made a part of, the Contract Documents.  No 

other explanation or interpretation will be considered official or binding.  Should a bidder find 

discrepancies in, or omissions from, the plans, specifications, or other Contract Documents, or should he 
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be in doubt as to their meaning, he should at once notify the ENGINEER in order that a written addendum 

may be sent to all bidders.  Any addenda issued prior to 24 hours of the opening of bids will be mailed or 

delivered to each CONTRACTOR contemplating the submission of a proposal on this work.  The 

proposal as submitted by the CONTRACTOR will be so constructed as to include any addenda, if such 

are issued by the ENGINEER prior to 24 hours of the opening of bids. 

4.   MODIFICATION & WITHDRAWAL OF BID 

 

A. A Bid may be withdrawn by an appropriate document duly executed in the same manner 

that a Bid must be executed and delivered to the place where Bids are to be submitted 

prior to the date and time for the opening of Bids. Upon receipt of such notice, the 

unopened Bid will be returned to the Bidder. 

 

B. If a Bidder wishes to modify its Bid prior to Bid opening, Bidder must withdraw its initial 

Bid in the manner specified in Paragraph A and submit a new Bid prior to the date and 

time for the opening of Bids. 

 

C. If within 24 hours after Bids are opened any Bidder files a duly signed written notice with 

Owner and promptly thereafter demonstrates to the reasonable satisfaction of Owner that 

there was a material and substantial mistake in the preparation of its Bid, that Bidder may 

withdraw its Bid, and the Bid security will be returned. Thereafter, if the Work is rebid, 

that Bidder will be disqualified from further bidding on the Work. 

 

5.   DELIVERY OF PROPOSALS 

 

It is the responsibility of the bidder to deliver his sealed proposal to the proper place at the proper time.  

The fact that a proposal has been dispatched but has not arrived will not alter this consideration. 

 

6.   ACCEPTANCE OF PROPOSALS 

 

The OWNER reserves the right to reject any or all proposals.  Any bid deemed irregular in respect to 

omissions, additions, erasures, alterations, or unbalancing of prices shall be subject to rejection.  Any bid 

not accompanied by a properly prepared bid security shall be subject to rejection.  A bidder may, after 

turning in his bid, withdraw his bid upon written request, at any time up to the closing time for accepting 

bids. 

 

7.   AWARD OF CONTRACT 

 

Unless the OWNER elects to reject all bids, the contract shall be awarded within sixty (60) days of receipt 

of bids. 

 

8.   EXECUTION OF CONTRACT 

 

Any bidder whose proposal is chosen shall, upon written notification, have fifteen (15) calendar days to 

present to the OWNER the properly executed contract, failure to do so shall constitute a breach of 

agreement affected by acceptance of the bidder's proposal.  Loss to the OWNER due to such breach of 

agreement shall include loss due to interference with a timely construction program and other items 

whose value is difficult to compute.  The amount of the bid security presented with the bidder's proposal 

shall be retained by the OWNER as liquidated damages for failure to enter into contract.  Failure of the 

chosen bidder to execute a contract within the stipulated time frame shall indicate the bidder has 
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abandoned the contract and his proposal and the OWNER's acceptance of that proposal shall be null and 

void. 

 

9.   SUBCONTRACTS 

 

The successful bidder will furnish to the OWNER a list of subcontractors whom he proposes to use to 

supplement the work of his own forces.  This list shall be submitted prior to the award of the contract. 

 

10.   CONDITIONS OF WORK 

 

Each bidder is expected to inform himself fully of the conditions relating to construction and labor under 

which the work will be performed and will be presumed to have inspected the site and to have read and to 

be thoroughly familiar with the Contract Documents.  

 

11.   TIME FOR BEGINNING AND COMPLETING THE WORK 

 

Except as may be modified in the Special Conditions, the CONTRACTOR shall commence the work 

within ten (10) calendar days after the date written notice shall have been given to him, and shall progress 

therewith so that the work shall be substantially completed in accordance with the terms of the contract 

documents within the number of days therein specified.  

 

12.   SUBSTITUTIONS 

 

Where materials or equipment are specified by a trade or brand name it is not the intent of the OWNER to 

discriminate against a product of equal standards of performance or manufacture, but to establish a basis 

for an equal comparison of bids.  If, in preparation of his proposal, a bidder wishes to substitute for items 

of material or equipment which have been specified by name, it must be on the basis of written 

confirmation from the ENGINEER who shall be the only source of such determinations.  Bids containing 

unapproved substitutions shall be subject to rejection due to irregularities in preparation of the bid. 

 

13.   PERFORMANCE AND PAYMENT BOND 

 

The successful bidder will be required to furnish a performance bond and payment bond, both in the full 

amount of the contract sum, from a company licensed to operate in the State of Texas and listed with the 

Texas State Board of Insurance Commissioners. 

 

14.   NUMBER OF SETS OF DOCUMENTS 

The Contractual agreement and bonds shall be executed in not less than five (5) original sets.  OWNER 

will supply the CONTRACTOR five (5) sets of Specifications and Drawings for use during construction, 

free of charge.  Additional sets can be obtained at commercial production rates. 
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STATEMENT OF BIDDER’S QUALIFICATIONS 

 
 

The Undersigned certifies under oath the truth and correctness of all statements and of all answers to questions made 

hereinafter.  All items are to be completely filled in as requested.  If additional space is required, attach separate 

sheets. 

 

SUBMITTED TO:      

 

 

 

SUBMITTED BY: 

 

NAME: 

 

ADDRESS: 

 

PRINCIPAL OFFICE: 

 

CHECK ONE:    Corporation 

 

    Partnership 

 

    Individual 

 

    Joint Venture 

 

    Other 

 

1. How many years has your organization been in business as a Contractor? 

 

2. How many years has your organization been in business under its present business name? 

 

3. If a corporation, answer the following: 

 

 a. Date of incorporation: 

 

 b. State of incorporation: 

 

 c. President's name: 

 

 d. Vice President's name: 

 

 e. Secretary's or Clerk's name: 

 

 f. Treasurer's name: 

 

4. If individual or partnership, answer the following: 

 

 a. Date of organization: 

 

 b. Name and address of all partners:  (State whether general or limited partnership.) 
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5. Have you ever failed to complete any work awarded to you? (If so, note when, where and why.) 

 

 

 

 

 

6. Has any officer or partner of your organization ever been an officer or partner of another organization that 

 failed to complete a construction contract?  (If so, state circumstances.) 

 

 

 

 

 

7. List name of project, owner, engineer, contract amount, percent complete, and scheduled completion of the 

 major construction projects your organization has in process on this date: 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

8. List name of project, owner, engineer, contract amount, date of completion of the major projects of a 

 similar nature to this project that your organization has completed in the past five (5) years.  Indicate all 

 projects on which your organization acted as prime contractor.  Include name and telephone number of 

 owner's representative to contact on each project for further information. 
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9. List the construction experience of the principal individuals of your organization: 

 

 

 

 

 

 

 

10. Proposed construction superintendent: 

 

 a. Name: 

 

 b. General construction experience: 

 

 c. Experience in similar types of projects: 

 

 

 

 

 

11. List states and categories in which your organization is legally qualified to do business: 

 

 

 

 

 

 

 

 

 

 

12. Professional References:  (List names, addresses, and telephone numbers.) 

 

 

 

 

 

 

 

 

 

 

 

13. Bank References:  (Include names, addresses, and telephone numbers of officers familiar with your 

 company.) 
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14. Name of Bonding Company:  (Include name, address, and telephone number of agent.) 

 

 

 

15. The City reserves the right to request a Certified Statement of Financial Condition, including Contractor's 

latest regular dated financial statement or balance sheet which must contain current assets including cash, 

joint venture accounts, accounts receivable, notes receivable, accrued interest on notes, deposits, materials, 

prepaid expenses, net fixed assets, and other  assets, and current liabilities including accounts payable, 

notes payable, accrued interest on notes, provision for income taxes, advances received from owners, 

accrued salaries, accrued payroll taxes, other liabilities and capital (capital stock, authorized and 

outstanding shares per values and earned surplus).  Date of statement must be within 12 months of current 

date.   

 

16. Dated at    _______________________________ 

  

 this  _______  day of _________________, 20____. 

 

 Name of Organization: 

                               

   By:                                          

 

   Title:                                          

 

 

17.  ______________________ being duly sworn, deposes and says that he (she) is the ___________________  

 

 of __________________________________________Contractor(s), and that answers to the foregoing  

 

 questions and all statements therein contained are true and correct. 

 

 Subscribed and sworn before me this _______day of ________________ , 20____. 

 

        Notary Public:                                 SEAL 

         

        My Commission Expires:                           
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BID PROPOSAL 

 
  

 
The Bidder shall fill in all blanks with the required information and acknowledge receipt of all addenda in the 

indicated place. 

  

Submitted To: 

 

City of Jamaica Beach 

16628 San Luis Pass Rd. 

Jamaica Beach, TX 77554 

 

Gentlemen: 

 

The undersigned, as Bidder, declares that the only person or parties interested in this Proposal, as principals are 

those named herein; that this Proposal is made without collusion with any other person, firm or corporation; that 

I/We have examined the Notice to Contractors, Instructions to Bidders, Standard Form of Agreement, Addenda (if 

any), the Specifications and the Drawings; that I/We have examined all of the conditions pertaining to the proposed 

Work, and hereby offer to and will furnish all necessary materials, supplies, equipment, appliances, tools, labor, 

supervision, insurance and other accessories and services required by said documents for the following work: 

 

“Rehabilitation of Blackbeard Lift Station” 

 

I/We, the undersigned, propose to complete the Work as described in the Contract Documents and Specifications, 

for the prices listed herein which bear our signature for identification. 

 

I/We, the undersigned, agree to enter into the Standard Form of Agreement with the City for furnishing all required 

supplies/services for the prices listed herein which bear our signature for identification. 

 

The Work described in this Project will be commenced at a date no later than ten (10) calendar days after the date of 

written Notice to Proceed, and will be pursued with all reasonable diligence (excepting acts of God, civil disturbance 

or other situations agreed to by the Owner as being beyond the responsibility of the Contractor) to 

SUBSTANTIALLY COMPLETE THE WORK WITHIN __________ CALENDAR DAYS. 

 

The City is exempt from the payment of Texas State sales tax. 

 

I/We shall comply with all applicable local, State and Federal laws, codes, ordinances and regulations. 

 

I/We will obtain all necessary permits and licenses except those permits as may already be obtained by the City, if 

enumerated herein. 

  

The total amount of this Proposal includes all costs, insurance, commissions, overhead, permits, licenses and 

payments required and necessary for the complete Work as specified. 

 

I/We acknowledge receipt of the addenda listed below and the total amount of this Proposal has been adjusted 

accordingly. 

 

ADDENDA RECEIVED             DATE 

 

1. ______________   _____________ 

 

2. ______________   _____________ 
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Enclosed herewith is a Cashier’s Check, Certified Check or Bidder’s Bond in the sum of $____________________, 

which represents five percent (5%) of the greatest total amount of this proposal. 

 

If I/We are notified of the acceptance of this Proposal, I/We will: 

 

a. Furnish Performance and Payment Bonds in accordance with approved forms, to be paid by me/us for the 

proper completion of the Work as specified and in the time allotted, the said bonds to be issued for one-

hundred percent (100%) of the amount of the total contract sum.  Said bonds shall confirm to the laws of 

the State of Texas. 

 

b. Furnish a warranty against defective parts, materials and workmanship as provided elsewhere in these 

documents. 

 

It is agreed that, in the event the undersigned fails to enter into a Contract and furnish such bonds within the time 

and the manner required, the Bidder will pay to the City, as liquidated damages for failure to enter into formal 

written Contract, and to perform the Work as proposed and accepted, an amount equal to five percent (5%) of the 

Proposal made by the Undersigned and duly accepted by the City. 

 

It is further agreed that if the Bidder Bond or Certified or Cashier’s Check deposited for Bid Security is in an 

amount greater than five percent (5%) of such Proposal made and accepted, that such fact shall not operate to 

prevent the City from appropriating and holding from the proceeds of such Bond or Certified or Cashier’s Check, 

the same certain determinable amount as liquidated damages, refunding the rest. 

 

I/We agree that a period of ninety (90) days from the date of opening of Proposals is a reasonable time for 

inspection, analysis and consideration of this Proposal by the City, and that this Proposal cannot, and will not, be 

withdrawn by me/us prior to ninety (90) days after opening of Proposals, and that the City may accept this Proposal 

at any time prior to ninety (90) days after opening of Proposals. 

 

I/We agree and understand that the City reserves the right to accept or reject any or all Proposals, as stated in the 

Instructions to Bidders. 

 

In submitting this Proposal, I/We do so with the understanding that all Contract Documents and Drawings, 

Specifications and Addenda are completely understood and that there is no doubt as to the intent and the scope of 

the Work to be accomplished. 

 

I/We propose to perform all the Work in accordance with the requirements of the Contract Documents and 

Specifications for the following prices.  The prices Bid will include all costs for labor, material, equipment, supplies, 

appliances, tools, supervision, insurance, bonding and services required. 

 

SCHEDULE OF ITEMS 

 

All item prices are to be considered “complete and in place” prices. 

 

ITEM BID ITEM DESCRIPTION QTY UNITS UNIT PRICE TOTAL PRICE 

1 Mobilization and Demobilization 1 LS $ $ 

2 Bonding and Insurance 1 LS $ $ 

3 
Remove Existing Pumps 

1 LS $ $ 

4 Demolition of Existing Piping Per Plans 1 LS $ $ 

5 
Rehabilitate Lift Station Walls with Cementitious 

Material and 100 Mils of Epoxy Coating 
490 SF $ $ 
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6 
Install Proposed Piping According to Plans and 

Specs 
1 LS $ $ 

7 Provide By-Pass Pumping (2 Pumps Required) 20 Day $ $ 

8 Set Up By-Pass Pumping  2 EA $ $ 

9 Demolition of Existing Fence 1 LS $ $ 

10 
Install New 6' Chain Link Fence with 3 Strands of 

Barbwire Per Plans and Spec 
64 LF $ $ 

11 
Replace Screws and Conduit Cover (See Picture 

#1) 
1 LS $ $ 

12 
Replace Nuts on Pump Rail Brackets with 

Stainless Steel Nuts (See Picture #2) 
1 LS $ $ 

13 
Replace Pump Chains with Stainless Steel Chain 

(See Picture #3 & #4) 
1 LS $ $ 

14 
Repair Well Cover Lid Handle (See Picture 5 & 

6) 
1 LS $ $ 

15 Re-Install and Connect Pumps  1 LS $ $ 

16 Install Riser for By-Pass Pumping 1 EA $ $ 

17 Install 4" Gate Valve and Box 1 EA $ $ 

TOTAL $ 

 

Note:  See attached photos 

 

The AWARD of the CONTRACT will be made to the lowest responsive, responsible BIDDER that meets the 

requirements of these Specifications and Contract Documents, based on the Bid Proposal with the lowest Total Base 

Bid Price. 

 

The undersigned Bidder certifies that the work, materials and equipment will be completed, furnished and installed 

in accordance with the plans, specifications and Contract documents. 

 

 

Signature:  Date:  

Printed Name:    

Title:  (Seal if Bidder is a Corporation) 

Company Name:    

Company Address:  

Company Phone:    

Email:    

Attest:  Date:  

Printed Name:    



PICTURES OF REPAIRS 

 

 

PICTURE #1 

Replace conduit cover and replace missing screws. 

 

 

PICTURE #2 

Replace all nuts on the pump rail brackets with Stainless Steel Nuts.  

 



              

PICTURE #3      PICTURE #4 

Replace pump chains with stainless steel chain.   

      

PICTURE #5      PICTURE #6 

Repair middle well cover lid handle.   



BID BOND 



BID BOND 

 
 

 

KNOW ALL MEN BY THESE PRESENTS, that we the undersigned,       

as PRINCIPAL, and        , as SURETY are held and 

firmly bound unto        hereinafter called the "Owner", in the 

penal sum of         Dollars, ($  ), lawful money 

of the United States, for the payment of which sum well and truly to be made, we bind ourselves, our 

heirs, executors, administrators, successors, and assigns, jointly and severally, firmly by these presents. 

 

THE CONDITION OF THIS OBLIGATION IS SUCH, that whereas the Principal has submitted the 

Accompanying Bid, dated     , for        

 

NOW, THEREFOR, if the Principal shall not withdraw said Bid within the period specified therein after 

the opening of the same, or, if no period be specified, within thirty (30) days after the said opening, and 

shall within the period specified therefore, or if no period be specified, within ten (10) days after the 

prescribed forms are presented to him for signature, enter into a written contract with the Owner in 

accordance with the Bid as accepted, and give bond with good and sufficient surety or sureties, as may be 

required, for the faithful performance and proper fulfillment of such contract; or in the event of the 

withdrawal of said Bid within the period specified, or the failure to enter into such Contract and give such 

bond within the time specified, if the Principal shall pay the Owner the difference between the amount 

specified in said Bid and the amount for which the local Public Agency may procure the required work or 

supplies or both, if the latter be in excess of the former, then the above obligation shall be void and of no 

effect, otherwise to remain in full force and virtue. 

 

IN WITNESS THEREOF, the above-bounded parties have executed this instrument under their several 

seals this    day of     , the name and corporate seal of each corporate 

party being hereto affixed and these present signed by its undersigned representative, pursuant to 

authority of its governing body. 

 

(SEAL) 

       

(SEAL) 

 

Attest:        By:        

Affix Corporate  Seal 

 

 

Attest:        By:        

Affix Corporate Seal 

 

 

Attest:        By:        

 

 

Countersigned 

 

By               

  



* Attorney-in-Fact, State of      

 

CERTIFICATE AS TO CORPORATE PRINCIPAL 

 

I,    , certify that I am the    ,    , Secretary of 

the Corporation named as Principal in the within bond; that    , who signed the said 

bond on behalf of the Principal was then     of said corporation; that I know his 

signature, and his signature thereto is genuine; and that said bond was duly signed, sealed, and attested to, 

for and in behalf of said corporation by authority of this governing body. 

 

 

Corporate Seal 

 

Title:          

 

 

* Power-of-attorney for person signing for surety company must be attached to bond. 
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STANDARD FORM OF AGREEMENT 

BETWEEN OWNER AND CONTRACTOR 

 
 

 

STATE OF TEXAS § 

 

COUNTY OF GALVESTON  § 

 

THIS AGREEMENT is dated as of the ______day of ___________________, in the year 2021, by and between 

the CITY OF JAMAICA BEACH, (hereinafter called OWNER), and ___________________________________ 

(hereinafter called CONTRACTOR). 

 

OWNER and CONTRACTOR, in consideration of the mutual covenants hereinafter set forth, agree as follows: 

 

Article 1 - WORK: 

 

CONTRACTOR shall complete all Work as specified or indicated in the Contract Documents.  The Work is 

generally described as follows: 

            

"Rehabilitation of Blackbeard Lift Station" 

 

Article 2 - ENGINEER: 

 

The Project has been designed by JOHN D. MERCER & ASSOCIATES who is hereinafter called ENGINEER 

and who is to act as OWNER's representative, assume all duties and responsibilities and have the rights and 

authority assigned to ENGINEER in the Contract Documents in connection with completion of the Work in 

accordance with the Contract Documents. 

 

Article 3 - CONTRACT TIME: 

 

3.1 The CONTRACTOR shall commence the work within ten (10) calendar days after the date 

 written  notice shall be given to him, and shall progress therewith so that the work shall be 

 substantially completed in accordance with the terms of the Contract Documents. 

  

3.2 Liquidated Damages.  The successful bidder agrees that time is of the essence of this Contract, 

 and that for each day of delay beyond the number of days specified for the substantial completion 

 of his work, after due allowances for such extension of time as may be provided, the OWNER 

 may withhold permanently from the CONTRACTOR's total compensation, the sum of $375.00 

 per day  as stipulated liquidated damages for such delay. 

 

Article 4 - CONTRACT PRICE: 

 

4.1 OWNER shall pay CONTRACTOR for completion of the Work in accordance with the Contract 

 Documents in current funds as follows: 

   

in accordance with the Unit Price Bid Proposal dated _________________ and attached hereto, 

having a Total Base Bid of: 

 

___________________________________________________  Dollars and _______ Cents.    

 

$____________                                  
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Article 5 - PAYMENT PROCEDURES: 

 

CONTRACTOR shall submit Applications for Payment in accordance with Article 14 of the General Conditions.  

Applications for Payment will be processed by ENGINEER as provided in the General Conditions. 

 

5.1 Progress Payments.  OWNER shall make progress payments on account of the Contract Price on 

 the basis of CONTRACTOR's Applications for Payment as recommended by ENGINEER, on 

 or about the last day of each month during construction as provided below.  All progress 

 payments will be on the basis of the progress of the Work measured by the schedule of values 

 prepared by the Contractor and accepted by the Engineer.   In the event there is no schedule of 

 values, payment shall be made based on the actual units of work done, as otherwise provided in 

 the General Requirements. 

 

5.1.1 Prior to Substantial Completion, progress payments will be made in an amount equal to the 

 percentage indicated below, but in each case, less the aggregate of payments previously made and 

 less such amounts as ENGINEER shall determine, or OWNER may withhold, in accordance with 

 Article 14 of the General Conditions. 

 

 The value of the work completed, less the appropriate retainage amount. 

 

 The value of materials and equipment not incorporated in the Work, but delivered, suitably stored 

and accompanied by documentation satisfactory to OWNER may withhold, in accordance with 

Article 14 of the General Conditions, less the appropriate retainage amount. 

            

5.1.2 Upon Substantial Completion, the full amount of the contract price, less the appropriate retainage 

amount, and such amounts as the ENGINEER shall determine, or OWNER may withhold, in 

accordance with Article 14 of the General Conditions. 

 

5.2 Final Payment.  Upon final completion and acceptance of the Work in accordance with Article 14 

of the General Conditions, OWNER shall pay the remainder of the Contract Price as 

recommended by ENGINEER as provided in said Article 14. 

 

Article 6 - INTEREST: 

 

Except for retainage, all moneys not paid when due as provided for in Article 14 of the General Conditions, 

assuming prompt submittals by the CONTRACTOR, shall bear interest at the passbook savings rate as determined 

at the location of the Project. 

 

Article 7 - CONTRACTOR'S REPRESENTATIVES: 

 

In order to induce OWNER to enter into this Agreement, CONTRACTOR makes the following representations: 

 

7.1 CONTRACTOR has familiarized itself with the nature and extent of the Contract Documents, 

 Work, site, locality, and all local conditions and Laws and Regulations that in any manner may 

 affect cost, progress, performance or furnishing of the Work. 

 

7.2 CONTRACTOR has reviewed and checked all information and data shown or indicated on the 

 Contract Documents with respect to existing underground facilities at or contiguous to the site, 

 and assumes responsibility for the accurate location of said under-ground facilities.  No additional 

 examinations, investigations, explorations, tests, reports, studies or similar information or data in 

 respect of said underground facilities are or will be required by CONTRACTOR in order to 

 perform and furnish the Work at the Contract Price, within the Contract Time and in accordance 

 with the other terms and conditions of the Contract Documents. 

 

7.3 CONTRACTOR has correlated the results of all such observations, examinations, investigations, 

 explorations, tests, reports and studies with the terms and conditions of the Contract Documents. 
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7.4 CONTRACTOR has given ENGINEER written notice of all conflicts, errors or discrepancies 

 that he has discovered in the Contract Documents and the written resolution thereof by 

 ENGINEER is acceptable to CONTRACTOR. 

 

Article 8 - CONTRACT DOCUMENTS: 

 

The Contract Documents, which comprise the entire agreement between OWNER and CONTRACTOR 

concerning the Work, consist of the following: 

 

8.1 Notice to Bidders 1 

8.2 Instructions to Bidders 3 

8.3 Statement of Bidder’s Qualifications 2 

8.4 Bid Proposal 3 

8.5 Bid Bond 2 

8.6 Standard Form of Agreement 4 

8.7 Performance Bond 2 

8.8 Payment Bond 2 

8.9 Certificate of Insurance 1 

8.10 Certificate of Interested Parties – Form 1295 2 

8.11 General Contract Conditions 15 

8.12 Supplementary Conditions 7 

8.13 Technical Specifications  

 

There are no Contract Documents other than those listed above in this Article 8.  The Contract Documents may only 

be amended, modified or supplemented as provided in Article 3 of the General Conditions. 

 

Article 9 - MISCELLANEOUS 

 

9.1 Terms used in this Agreement which are defined in Article 1 of the General Conditions will have 

the meanings indicated in the General Conditions. 

 

9.2 No assignment by a party hereto of any rights under or interests in the Contract Documents will be 

 binding on another party hereto without the written consent of the party sought to be bound; and 

 specifically, but without limitation, moneys that may become due and moneys that are due may 

 not be assigned without such consent (except to the extent that the effect of this restriction may be 

 limited by law), and unless specifically stated to the contrary in any written consent to an 

 assignment no assignment will release or discharge the assignor from any duty or responsibility 

 under the Contract Documents. 

 

9.3 OWNER and CONTRACTOR each binds itself, its partners, successors, assigns and legal 

 representatives to the other party hereto, its partners, successors, assigns and legal representatives 

 in respect of all covenants, agreements and obligations contained in the Contract Documents. 
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IN WITNESS WHEREOF, OWNER and CONTRACTOR have signed this Agreement in five (5) counterparts.  

Two counterparts each have been delivered to OWNER and CONTRACTOR, and one has been delivered to the 

ENGINEER.  All portions of the Contract Documents have been signed or identified by OWNER and 

CONTRACTOR. 

 

This Agreement will be effective  __________________________ , 2021. 

 

        

OWNER: City of Jamaica Beach 

 

BY: _________________________________  Address for giving notices: 

       5264 Jamaica Beach 

Attest: _______________________________   Jamaica Beach, Texas 77554   

     

 

(CORPORATE SEAL)       

 

CONTRACTOR:  

               

By: __________________________________  Address for giving notices: 

                                                              

Attest: _______________________________    

 

License No. __________________________  (CORPORATE SEAL) 

 

Agent for service of process: __________________________________  

 

  

(If CONTRACTOR is a corporation, attach evidence of authority to sign.) 



 

EJCDC® C-610, Performance Bond. 
Copyright© 2018 National Society of Professional Engineers, American Council of Engineering Companies, 

and American Society of Civil Engineers. All rights reserved. 

This document has important legal consequences; consultation with an attorney is encouraged with 
respect to its use or modification. This document should be adapted to the particular circumstances of 
the contemplated Project and the controlling Laws and Regulations. 

PERFORMANCE BOND 

Prepared By 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Endorsed By 

 

 

 

 

 

 

 



 

EJCDC® C-610, Performance Bond. 
Copyright© 2018 National Society of Professional Engineers, American Council of Engineering Companies, 

and American Society of Civil Engineers. All rights reserved. 

Copyright© 2018 

National Society of Professional Engineers 

1420 King Street, Alexandria, VA 22314-2794 

(703) 684-2882 

www.nspe.org 

American Council of Engineering Companies 

1015 15th Street N.W., Washington, DC 20005 

(202) 347-7474 

www.acec.org 

American Society of Civil Engineers 

1801 Alexander Bell Drive, Reston, VA 20191-4400 

(800) 548-2723 

www.asce.org 

The copyright for this EJCDC document is owned jointly by the three sponsoring organizations listed 
above. The National Society of Professional Engineers is the Copyright Administrator for the EJCDC 
documents; please direct all inquiries regarding EJCDC copyrights to NSPE. 

NOTE: EJCDC publications may be purchased at www.ejcdc.org, or from any of the sponsoring 
organizations above. 

 

http://www.nspe.org/
http://www.acec.org/
http://www.asce.org/
http://www.ejcdc.org/


 

EJCDC® C-610, Performance Bond. 
Copyright© 2018 National Society of Professional Engineers, American Council of Engineering Companies, 

and American Society of Civil Engineers. All rights reserved. 
Page 1 of 4 

PERFORMANCE BOND 

Contractor Surety 

Name:  Name:  

Address (principal place of business): Address (principal place of business): 

  

Owner Contract 

Name:  Description (name and location): 

Mailing address (principal place of business):  

 

Contract Price:  

Effective Date of Contract:  

Bond  

Bond Amount:  

Date of Bond:  

(Date of Bond cannot be earlier than Effective Date of Contract) 

Modifications to this Bond form: 

☐ None ☐ See Paragraph 16 

Surety and Contractor, intending to be legally bound hereby, subject to the terms set forth in this 
Performance Bond, do each cause this Performance Bond to be duly executed by an authorized officer, 
agent, or representative. 

Contractor as Principal  Surety 

   

(Full formal name of Contractor)  (Full formal name of Surety) (corporate seal) 

By:   By:  

 (Signature)   (Signature)(Attach Power of Attorney) 

Name:   Name:  

 (Printed or typed)   (Printed or typed) 

Title:   Title:  

 
Attest:   Attest:  

 (Signature)   (Signature) 

Name:   Name:  

 (Printed or typed)   (Printed or typed) 

Title:   Title:  

Notes: (1) Provide supplemental execution by any additional parties, such as joint venturers. (2) Any singular reference to 
Contractor, Surety, Owner, or other party is considered plural where applicable. 
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1. The Contractor and Surety, jointly and severally, bind themselves, their heirs, executors, 
administrators, successors, and assigns to the Owner for the performance of the Construction 
Contract, which is incorporated herein by reference. 

2. If the Contractor performs the Construction Contract, the Surety and the Contractor shall have no 
obligation under this Bond, except when applicable to participate in a conference as provided in 
Paragraph 3. 

3. If there is no Owner Default under the Construction Contract, the Surety’s obligation under this Bond 
will arise after: 

3.1. The Owner first provides notice to the Contractor and the Surety that the Owner is considering 
declaring a Contractor Default. Such notice may indicate whether the Owner is requesting a 
conference among the Owner, Contractor, and Surety to discuss the Contractor’s performance. 
If the Owner does not request a conference, the Surety may, within five (5) business days after 
receipt of the Owner’s notice, request such a conference. If the Surety timely requests a 
conference, the Owner shall attend. Unless the Owner agrees otherwise, any conference 
requested under this Paragraph 3.1 will be held within ten (10) business days of the Surety’s 
receipt of the Owner’s notice. If the Owner, the Contractor, and the Surety agree, the 
Contractor shall be allowed a reasonable time to perform the Construction Contract, but such 
an agreement does not waive the Owner’s right, if any, subsequently to declare a Contractor 
Default; 

3.2. The Owner declares a Contractor Default, terminates the Construction Contract and notifies the 
Surety; and 

3.3. The Owner has agreed to pay the Balance of the Contract Price in accordance with the terms of 
the Construction Contract to the Surety or to a contractor selected to perform the Construction 
Contract. 

4. Failure on the part of the Owner to comply with the notice requirement in Paragraph 3.1 does not 
constitute a failure to comply with a condition precedent to the Surety’s obligations, or release the 
Surety from its obligations, except to the extent the Surety demonstrates actual prejudice. 

5. When the Owner has satisfied the conditions of Paragraph 3, the Surety shall promptly and at the 
Surety’s expense take one of the following actions: 

5.1. Arrange for the Contractor, with the consent of the Owner, to perform and complete the 
Construction Contract; 

5.2. Undertake to perform and complete the Construction Contract itself, through its agents or 
independent contractors; 

5.3. Obtain bids or negotiated proposals from qualified contractors acceptable to the Owner for a 
contract for performance and completion of the Construction Contract, arrange for a contract 
to be prepared for execution by the Owner and a contractor selected with the Owners 
concurrence, to be secured with performance and payment bonds executed by a qualified 
surety equivalent to the bonds issued on the Construction Contract, and pay to the Owner the 
amount of damages as described in Paragraph 7 in excess of the Balance of the Contract Price 
incurred by the Owner as a result of the Contractor Default; or 

5.4. Waive its right to perform and complete, arrange for completion, or obtain a new contractor, 
and with reasonable promptness under the circumstances: 
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5.4.1 After investigation, determine the amount for which it may be liable to the Owner and, 
as soon as practicable after the amount is determined, make payment to the Owner; or 

5.4.2 Deny liability in whole or in part and notify the Owner, citing the reasons for denial. 

6. If the Surety does not proceed as provided in Paragraph 5 with reasonable promptness, the Surety 
shall be deemed to be in default on this Bond seven days after receipt of an additional written notice 
from the Owner to the Surety demanding that the Surety perform its obligations under this Bond, and 
the Owner shall be entitled to enforce any remedy available to the Owner. If the Surety proceeds as 
provided in Paragraph 5.4, and the Owner refuses the payment, or the Surety has denied liability, in 
whole or in part, without further notice, the Owner shall be entitled to enforce any remedy available 
to the Owner. 

7. If the Surety elects to act under Paragraph 5.1, 5.2, or 5.3, then the responsibilities of the Surety to 
the Owner will not be greater than those of the Contractor under the Construction Contract, and the 
responsibilities of the Owner to the Surety will not be greater than those of the Owner under the 
Construction Contract. Subject to the commitment by the Owner to pay the Balance of the Contract 
Price, the Surety is obligated, without duplication for: 

7.1. the responsibilities of the Contractor for correction of defective work and completion of the 
Construction Contract; 

7.2. additional legal, design professional, and delay costs resulting from the Contractor’s Default, 
and resulting from the actions or failure to act of the Surety under Paragraph 5; and 

7.3. liquidated damages, or if no liquidated damages are specified in the Construction Contract, 
actual damages caused by delayed performance or non-performance of the Contractor. 

8. If the Surety elects to act under Paragraph 5.1, 5.3, or 5.4, the Surety’s liability is limited to the amount 
of this Bond. 

9. The Surety shall not be liable to the Owner or others for obligations of the Contractor that are 
unrelated to the Construction Contract, and the Balance of the Contract Price will not be reduced or 
set off on account of any such unrelated obligations. No right of action will accrue on this Bond to any 
person or entity other than the Owner or its heirs, executors, administrators, successors, and assigns. 

10. The Surety hereby waives notice of any change, including changes of time, to the Construction 
Contract or to related subcontracts, purchase orders, and other obligations. 

11. Any proceeding, legal or equitable, under this Bond must be instituted in any court of competent 
jurisdiction in the location in which the work or part of the work is located and must be instituted 
within two years after a declaration of Contractor Default or within two years after the Contractor 
ceased working or within two years after the Surety refuses or fails to perform its obligations under 
this Bond, whichever occurs first. If the provisions of this paragraph are void or prohibited by law, the 
minimum periods of limitations available to sureties as a defense in the jurisdiction of the suit will be 
applicable. 

12. Notice to the Surety, the Owner, or the Contractor must be mailed or delivered to the address shown 
on the page on which their signature appears. 

13. When this Bond has been furnished to comply with a statutory or other legal requirement in the 
location where the construction was to be performed, any provision in this Bond conflicting with said 
statutory or legal requirement will be deemed deleted therefrom and provisions conforming to such 
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statutory or other legal requirement will be deemed incorporated herein. When so furnished, the 
intent is that this Bond will be construed as a statutory bond and not as a common law bond. 

14. Definitions 

14.1. Balance of the Contract Price—The total amount payable by the Owner to the Contractor under 
the Construction Contract after all proper adjustments have been made including allowance for 
the Contractor for any amounts received or to be received by the Owner in settlement of 
insurance or other claims for damages to which the Contractor is entitled, reduced by all valid 
and proper payments made to or on behalf of the Contractor under the Construction Contract. 

14.2. Construction Contract—The agreement between the Owner and Contractor identified on the 
cover page, including all Contract Documents and changes made to the agreement and the 
Contract Documents. 

14.3. Contractor Default—Failure of the Contractor, which has not been remedied or waived, to 
perform or otherwise to comply with a material term of the Construction Contract. 

14.4. Owner Default—Failure of the Owner, which has not been remedied or waived, to pay the 
Contractor as required under the Construction Contract or to perform and complete or comply 
with the other material terms of the Construction Contract. 

14.5. Contract Documents—All the documents that comprise the agreement between the Owner and 
Contractor. 

15. If this Bond is issued for an agreement between a contractor and subcontractor, the term Contractor 
in this Bond will be deemed to be Subcontractor and the term Owner will be deemed to be Contractor. 

16. Modifications to this Bond are as follows: [Describe modification or enter “None”] 
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PAYMENT BOND 

Contractor Surety 

Name:  Name:  

Address (principal place of business): Address (principal place of business): 

  

Owner Contract 

Name:  Description (name and location): 

Mailing address (principal place of business):  

 

Contract Price:  

Effective Date of Contract:  

Bond  

Bond Amount:  

Date of Bond:  

(Date of Bond cannot be earlier than Effective Date of Contract) 

Modifications to this Bond form: 

☐ None ☐ See Paragraph 18 

Surety and Contractor, intending to be legally bound hereby, subject to the terms set forth in this 
Payment Bond, do each cause this Payment Bond to be duly executed by an authorized officer, agent, or 
representative. 
Contractor as Principal  Surety 

   
(Full formal name of Contractor)  (Full formal name of Surety) (corporate seal) 

By:   By:  

 (Signature)   (Signature)(Attach Power of Attorney) 

Name:   Name:  

 (Printed or typed)   (Printed or typed) 

Title:   Title:  

 
Attest:   Attest:  

 (Signature)   (Signature) 

Name:   Name:  

 (Printed or typed)   (Printed or typed) 

Title:   Title:  

Notes: (1) Provide supplemental execution by any additional parties, such as joint venturers. (2) Any singular reference to 
Contractor, Surety, Owner, or other party is considered plural where applicable. 
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1. The Contractor and Surety, jointly and severally, bind themselves, their heirs, executors, 
administrators, successors, and assigns to the Owner to pay for labor, materials, and equipment 
furnished for use in the performance of the Construction Contract, which is incorporated herein by 
reference, subject to the following terms. 

2. If the Contractor promptly makes payment of all sums due to Claimants, and defends, indemnifies, 
and holds harmless the Owner from claims, demands, liens, or suits by any person or entity seeking 
payment for labor, materials, or equipment furnished for use in the performance of the Construction 
Contract, then the Surety and the Contractor shall have no obligation under this Bond. 

3. If there is no Owner Default under the Construction Contract, the Surety’s obligation to the Owner 
under this Bond will arise after the Owner has promptly notified the Contractor and the Surety (at the 
address described in Paragraph 13) of claims, demands, liens, or suits against the Owner or the 
Owner’s property by any person or entity seeking payment for labor, materials, or equipment 
furnished for use in the performance of the Construction Contract, and tendered defense of such 
claims, demands, liens, or suits to the Contractor and the Surety. 

4. When the Owner has satisfied the conditions in Paragraph 3, the Surety shall promptly and at the 
Surety’s expense defend, indemnify, and hold harmless the Owner against a duly tendered claim, 
demand, lien, or suit. 

5. The Surety’s obligations to a Claimant under this Bond will arise after the following: 

5.1. Claimants who do not have a direct contract with the Contractor 

5.1.1. have furnished a written notice of non-payment to the Contractor, stating with 
substantial accuracy the amount claimed and the name of the party to whom the 
materials were, or equipment was, furnished or supplied or for whom the labor was 
done or performed, within ninety (90) days after having last performed labor or last 
furnished materials or equipment included in the Claim; and 

5.1.2. have sent a Claim to the Surety (at the address described in Paragraph 13). 

5.2. Claimants who are employed by or have a direct contract with the Contractor have sent a Claim 
to the Surety (at the address described in Paragraph 13). 

6. If a notice of non-payment required by Paragraph 5.1.1 is given by the Owner to the Contractor, that 
is sufficient to satisfy a Claimant’s obligation to furnish a written notice of non-payment under 
Paragraph 5.1.1. 

7. When a Claimant has satisfied the conditions of Paragraph 5.1 or 5.2, whichever is applicable, the 
Surety shall promptly and at the Surety’s expense take the following actions: 

7.1. Send an answer to the Claimant, with a copy to the Owner, within sixty (60) days after receipt 
of the Claim, stating the amounts that are undisputed and the basis for challenging any amounts 
that are disputed; and 

7.2. Pay or arrange for payment of any undisputed amounts. 

7.3. The Surety’s failure to discharge its obligations under Paragraph 7.1 or 7.2 will not be deemed 
to constitute a waiver of defenses the Surety or Contractor may have or acquire as to a Claim, 
except as to undisputed amounts for which the Surety and Claimant have reached agreement. 
If, however, the Surety fails to discharge its obligations under Paragraph 7.1 or 7.2, the Surety 
shall indemnify the Claimant for the reasonable attorney’s fees the Claimant incurs thereafter 
to recover any sums found to be due and owing to the Claimant. 
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8. The Surety’s total obligation will not exceed the amount of this Bond, plus the amount of reasonable 
attorney’s fees provided under Paragraph 7.3, and the amount of this Bond will be credited for any 
payments made in good faith by the Surety. 

9. Amounts owed by the Owner to the Contractor under the Construction Contract will be used for the 
performance of the Construction Contract and to satisfy claims, if any, under any construction 
performance bond. By the Contractor furnishing and the Owner accepting this Bond, they agree that 
all funds earned by the Contractor in the performance of the Construction Contract are dedicated to 
satisfying obligations of the Contractor and Surety under this Bond, subject to the Owner’s priority to 
use the funds for the completion of the work. 

10. The Surety shall not be liable to the Owner, Claimants, or others for obligations of the Contractor that 
are unrelated to the Construction Contract. The Owner shall not be liable for the payment of any costs 
or expenses of any Claimant under this Bond, and shall have under this Bond no obligation to make 
payments to or give notice on behalf of Claimants, or otherwise have any obligations to Claimants 
under this Bond. 

11. The Surety hereby waives notice of any change, including changes of time, to the Construction 
Contract or to related subcontracts, purchase orders, and other obligations. 

12. No suit or action will be commenced by a Claimant under this Bond other than in a court of competent 
jurisdiction in the state in which the project that is the subject of the Construction Contract is located 
or after the expiration of one year from the date (1) on which the Claimant sent a Claim to the Surety 
pursuant to Paragraph 5.1.2 or 5.2, or (2) on which the last labor or service was performed by anyone 
or the last materials or equipment were furnished by anyone under the Construction Contract, 
whichever of (1) or (2) first occurs. If the provisions of this paragraph are void or prohibited by law, 
the minimum period of limitation available to sureties as a defense in the jurisdiction of the suit will 
be applicable. 

13. Notice and Claims to the Surety, the Owner, or the Contractor must be mailed or delivered to the 
address shown on the page on which their signature appears. Actual receipt of notice or Claims, 
however accomplished, will be sufficient compliance as of the date received. 

14. When this Bond has been furnished to comply with a statutory or other legal requirement in the 
location where the construction was to be performed, any provision in this Bond conflicting with said 
statutory or legal requirement will be deemed deleted here from and provisions conforming to such 
statutory or other legal requirement will be deemed incorporated herein. When so furnished, the 
intent is that this Bond will be construed as a statutory bond and not as a common law bond. 

15. Upon requests by any person or entity appearing to be a potential beneficiary of this Bond, the 
Contractor and Owner shall promptly furnish a copy of this Bond or shall permit a copy to be made. 

16. Definitions 

16.1. Claim—A written statement by the Claimant including at a minimum: 

16.1.1. The name of the Claimant; 

16.1.2. The name of the person for whom the labor was done, or materials or equipment 
furnished; 

16.1.3. A copy of the agreement or purchase order pursuant to which labor, materials, or 
equipment was furnished for use in the performance of the Construction Contract; 

16.1.4. A brief description of the labor, materials, or equipment furnished; 
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16.1.5. The date on which the Claimant last performed labor or last furnished materials or 
equipment for use in the performance of the Construction Contract; 

16.1.6. The total amount earned by the Claimant for labor, materials, or equipment furnished 
as of the date of the Claim; 

16.1.7. The total amount of previous payments received by the Claimant; and 

16.1.8. The total amount due and unpaid to the Claimant for labor, materials, or equipment 
furnished as of the date of the Claim. 

16.2. Claimant—An individual or entity having a direct contract with the Contractor or with a 
subcontractor of the Contractor to furnish labor, materials, or equipment for use in the 
performance of the Construction Contract. The term Claimant also includes any individual or 
entity that has rightfully asserted a claim under an applicable mechanic’s lien or similar statute 
against the real property upon which the Project is located. The intent of this Bond is to include 
without limitation in the terms of “labor, materials, or equipment” that part of the water, gas, 
power, light, heat, oil, gasoline, telephone service, or rental equipment used in the Construction 
Contract, architectural and engineering services required for performance of the work of the 
Contractor and the Contractor’s subcontractors, and all other items for which a mechanic’s lien 
may be asserted in the jurisdiction where the labor, materials, or equipment were furnished. 

16.3. Construction Contract—The agreement between the Owner and Contractor identified on the 
cover page, including all Contract Documents and all changes made to the agreement and the 
Contract Documents. 

16.4. Owner Default—Failure of the Owner, which has not been remedied or waived, to pay the 
Contractor as required under the Construction Contract or to perform and complete or comply 
with the other material terms of the Construction Contract. 

16.5. Contract Documents—All the documents that comprise the agreement between the Owner and 
Contractor. 

17. If this Bond is issued for an agreement between a contractor and subcontractor, the term Contractor 
in this Bond will be deemed to be Subcontractor and the term Owner will be deemed to be Contractor. 

18. Modifications to this Bond are as follows: [Describe modification or enter “None”] 



CERTIFICATE OF INSURANCE 
 

 



CERTIFICATE OF INTERESTED PARTIES FORM 1295

 



Instructions for Completing the Certificate of Interested Parties Form 1295 

 
 

 

Please note that effective January 1, 2016, pursuant to Texas Government Code, Section 2252.908 (the “Interested 

Party Disclosure Act”), the City may not award a contract unless the vendor submits a Certificate of Interested Parties 

Form 1295 (the “Disclosure Form”) to the City as prescribed by the Texas Ethics Commission. 

 

This notification will serve as conditional acceptance of your proposal until the Disclosure Form is received.1   The 

City must receive this prior to executing your contract but no later than 21 days after this notice.  Please promptly 

submit the materials described below.   

 

The Disclosure Form can be found at https://www.ethics.state.tx.us/forms/1295.pdf, and reference should be made to 

the following information in order to complete it: 

 

(a) item 2 – Name of Owner (“City of Jamaica Beach”) 

(b) item 3 – the identification number (“E2493”), and 

(c) item 3 – description of the goods or services assigned to this contract by the City (“Rehabilitation of Blackbeard 

Lift Station for the City of Jamaica Beach”)  

 

 

You must: 

(i) complete the Disclosure Form electronically at the TEC’s “electronic portal”, and 

(ii) print, sign and deliver a copy (scanned and emailed is fine) of the Disclosure Form and Certification of Filing that 

is generated by the TEC’s “electronic portal." 

 

The following link will take you to the electronic portal for filing:  

https://www.ethics.state.tx.us/TECCertInt/pages/login/certLogin.jsf 

 

Also, a detailed instruction video may be found here: 

https://www.ethics.state.tx.us/whatsnew/elf_info_form1295.htm 

 

Neither the City nor its consultants have the ability to verify the information included in a Disclosure Form, and neither 

have an obligation nor undertake responsibility for advising any business entity with respect to the proper completion 

of the Disclosure Form.  

 

 

 

 

 

 

 

 

 

 
 
1   A completed Form 1295 is not required for: 

• a sponsored research contract of an institution of higher education; 

• an interagency contract of a state agency or an institution of higher education; 

• a contract related to health and human services if: 
o the value of the contract cannot be determined at the time the contract is executed; and 

o any qualified vendor is eligible for the contract; 

• a contract with a publicly traded business entity, including a wholly owned subsidiary of the business entity; 
• a contract with an electric utility, as that term is defined by Section 31.002, Utilities Code; or 

• a contract with a gas utility, as that term is defined by Section 121.001, Utilities Code. 

https://www.ethics.state.tx.us/forms/1295.pdf
https://www.ethics.state.tx.us/TECCertInt/pages/login/certLogin.jsf
https://www.ethics.state.tx.us/whatsnew/elf_info_form1295.htm




STANDARD GENERAL CONDITIONS 
 

 



 



This document has important legal consequences; consultation with an attorney is encouraged with 

respect to its use or modification.  This document should be adapted to the particular circumstances of 

the contemplated Project and the Controlling Law. 

 

STANDARD 
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GENERAL CONDITIONS 

 

ARTICLE 1 - DEFINITIONS AND TERMINOLOGY 

 

1.01 Defined Terms  

 

 A. Wherever used in the Contract Documents and 

printed with initial or all capital letters, the terms listed 

below will have the meanings indicated which are applicable 

to both the singular and plural thereof. 

 

1. Addenda--Written or graphic instruments issued 

prior to the opening of Bids which clarify, correct, or 

change the Bidding Requirements or the Contract 

Documents. 

 

2. Agreement--The written instrument which is 

evidence of the agreement between OWNER and 

CONTRACTOR covering the Work.   

 

3. Application for Payment--The form acceptable to 

ENGINEER which is to be used by CONTRACTOR 

during the course of the Work in requesting progress or 

final payments and which is to be accompanied by such 

supporting documentation as is required by the Contract 

Documents. 

 

4. Asbestos--Any material that contains more than one 

percent asbestos and is friable or is releasing asbestos 

fibers into the air above current action levels established 

by the United States Occupational Safety and Health 

Administration. 

 

5. Bid--The offer or proposal of a bidder submitted on 

the prescribed form setting forth the prices for the Work 

to be performed. 

 

6. Bidding Documents--The Bidding Requirements and 

the proposed Contract Documents (including all Adden-

da issued prior to receipt of Bids). 

 

7. Bidding Requirements--The Advertisement or 

Invitation to Bid, Instructions to Bidders, Bid security 

form, if any, and the Bid form with any supplements. 

 

8. Bonds--Performance and payment bonds and other 

instruments of security. 

 

9. Change Order--A document recommended by 

ENGINEER which is signed by CONTRACTOR and 

OWNER and authorizes an addition, deletion, or 

revision in the Work or an adjustment in the Contract 

Price or the Contract Times, issued on or after the 

Effective Date of the Agreement. 

 

10. Claim--A demand or assertion by OWNER or 

CONTRACTOR seeking an adjustment of Contract Price 

or Contract Times, or both, or other relief with respect to 

the terms of the Contract.  A demand for money or 

services by a third party is not a Claim. 

 

11. Contract--The entire and integrated written agree-

ment between the OWNER and CONTRACTOR 

concerning the Work.  The Contract supersedes prior 

negotiations, representations, or agreements, whether 

written or oral. 

 

12. Contract Documents--The Contract Documents 

establish the rights and obligations of the parties and 

include the Agreement, Addenda (which pertain to the 

Contract Documents), CONTRACTOR’s Bid (including 

documentation accompanying the Bid and any post Bid 

documentation submitted prior to the Notice of Award) 

when attached as an exhibit to the Agreement, the Notice 

to Proceed, the Bonds, these General Conditions, the 

Supplementary Conditions, the Specifications and the 

Drawings as the same are more specifically identified in 

the Agreement, together with all Written Amendments, 

Change Orders, Work Change Directives, Field Orders, 

and ENGINEER’s written interpretations and 

clarifications issued  on or after the Effective Date of the 

Agreement.  Approved Shop Drawings and the reports 

and drawings of subsurface and physical conditions are 

not Contract Documents.  Only printed or hard copies of 

the items listed in this paragraph are Contract 

Documents.  Files in electronic media format of text, 

data, graphics, and the like that may be furnished by 

OWNER to CONTRACTOR are not Contract 

Documents. 

 

13. Contract Price--The moneys payable by OWNER to 

CONTRACTOR for completion of the Work in 

accordance with the Contract Documents as stated in the 

Agreement (subject to the provisions of paragraph 11.03 

in the case of Unit Price Work). 

 

14. Contract Times--The number of days or the dates 

stated in the Agreement to: (i) achieve Substantial 

Completion; and (ii) complete the Work so that it is 

ready for final payment as evidenced by ENGINEER’s 

written recommendation of final payment. 

  

15. CONTRACTOR--The individual or entity with whom 

OWNER has entered into the Agreement. 

 

 16. Cost of the Work--See paragraph 11.01.A for 

definition. 

 

17. Drawings--That part of the Contract Documents 

prepared or approved by ENGINEER which graphically 

shows the scope, extent, and character of the Work to be 

performed by CONTRACTOR.   Shop Drawings and 

other CONTRACTOR submittals are not Drawings as so 

defined. 



  

00700 - 7 

18. Effective Date of the Agreement--The date indicated 

in the Agreement on which it becomes effective, but if no 

such date is indicated, it means the date on which the 

Agreement is signed and delivered by the last of the two 

parties to sign and deliver. 

 

19. ENGINEER--The individual or entity named as such 

in the Agreement. 

 

20. ENGINEER's Consultant--An individual or entity 

having a contract with ENGINEER to furnish services as 

ENGINEER’s independent professional associate or 

consultant with respect to the Project and who is 

identified as such in the Supplementary Conditions. 

 

21. Field Order--A written order issued by ENGINEER 

which requires minor changes in the Work but which 

does not involve a change in the Contract Price or the 

Contract Times. 

 

22. General Requirements--Sections of Division 1 of the 

Specifications.  The General Requirements pertain to all 

sections of the Specifications. 

 

23. Hazardous Environmental Condition--The presence 

at the Site of Asbestos, PCBs, Petroleum, Hazardous 

Waste, or Radioactive Material in such quantities or 

circumstances that may present a substantial danger to 

persons or property exposed thereto in connection with 

the Work. 

 

24. Hazardous Waste--The term Hazardous Waste shall 

have the meaning provided in Section 1004 of the Solid 

Waste Disposal Act (42 USC Section 6903) as amended 

from time to time. 

 

25. Laws and Regulations; Laws or Regulations--Any 

and all applicable laws, rules, regulations, ordinances, 

codes, and orders of any and all governmental bodies, 

agencies, authorities, and courts having jurisdiction. 

 

26. Liens--Charges, security interests, or encumbrances 

upon Project funds, real property, or personal property. 

 

27. Milestone--A principal event specified in the 

Contract Documents relating to an intermediate comple-

tion date or time prior to Substantial Completion of all 

the Work. 

28. Notice of Award--The written notice by OWNER to 

the apparent successful bidder stating that upon timely  

 

29. Notice to Proceed--A written notice given by 

OWNER to CONTRACTOR fixing the date on which 

the Contract Times will commence to run and on which 

CONTRACTOR shall start to perform the Work under 

the Contract Documents. 

 

30. OWNER--The individual, entity, public body, or 

authority with whom CONTRACTOR has entered into 

the Agreement and for whom the Work is to be 

performed. 

 

31. Partial Utilization--Use by OWNER of a substan-

tially completed part of the Work for the purpose for 

which it is intended (or a related purpose) prior to 

Substantial Completion of all the Work. 

 

32. PCBs--Polychlorinated biphenyls. 

 

33. Petroleum--Petroleum, including crude oil or any 

fraction thereof which is liquid at standard conditions of 

temperature and pressure (60 degrees Fahrenheit and 

14.7 pounds per square inch absolute), such as oil, 

petroleum, fuel oil, oil sludge, oil refuse, gasoline, 

kerosene, and oil mixed with other non-Hazardous Waste 

and crude oils. 

 

34. Project--The total construction of which the Work to 

be performed under the Contract Documents may be the 

whole, or a part as may be indicated elsewhere in the 

Contract Documents. 

 

35. Project Manual--The bound documentary 

information prepared for bidding and constructing the 

Work.  A listing of the contents of the Project Manual, 

which may be bound in one or more volumes, is 

contained in the table(s) of contents. 

 

36. Radioactive Material--Source, special nuclear, or 

byproduct material as defined by the Atomic Energy Act 

of 1954 (42 USC Section 2011 et seq.) as amended from 

time to time. 

 

37. Resident Project Representative--The authorized 

representative of ENGINEER who may be assigned to 

the Site or any part thereof. 

 

38. Samples--Physical examples of materials, 

equipment, or workmanship that are representative of 

some portion of the Work and which establish the 

standards by which such portion of the Work will be 

judged. 

 

39. Shop Drawings--All drawings, diagrams, illustra-

tions, schedules, and other data or information which are 

specifically prepared or assembled by or for CON-

TRACTOR and submitted by CONTRACTOR to 

illustrate some portion of the Work. 

 

40. Site--Lands or areas indicated in the Contract 

Documents as being furnished by OWNER upon which 

the Work is to be performed, including rights-of-way and 

easements for access thereto, and such other lands 

furnished by OWNER which are designated for the use 

of CONTRACTOR. 
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41. Specifications--That part of the Contract Documents 

consisting of written technical descriptions of materials, 

equipment, systems, standards, and workmanship as 

applied to the Work and certain administrative details 

applicable thereto. 

 

42. Subcontractor--An individual or entity having a 

direct contract with CONTRACTOR or with any other 

Subcontractor for the performance of a part of the Work 

at the Site. 

 

43. Substantial Completion--The time at which the 

Work (or a specified part thereof) has progressed to the 

point where, in the opinion of ENGINEER, the Work (or 

a specified part thereof) is sufficiently complete, in 

accordance with the Contract Documents, so that the 

Work (or a specified part thereof) can be utilized for the 

purposes for which it is intended.  The terms 

“substantially complete” and “substantially completed” 

as applied to all or part of the Work refer to Substantial 

Completion thereof. 

 

44. Supplementary Conditions--That part of the 

Contract Documents which amends or supplements these 

General Conditions. 

 

45. Supplier--A manufacturer, fabricator, supplier, 

distributor, material man, or vendor having a direct 

contract with CONTRACTOR or with any Subcontractor 

to furnish materials or equipment to be incorporated in 

the Work by CONTRACTOR or any Subcontractor. 

 

46. Underground Facilities--All underground pipelines, 

conduits, ducts, cables, wires, manholes, vaults, tanks, 

tunnels, or other such facilities or attachments, and any 

encasements containing such facilities, including those 

that convey electricity, gases, steam, liquid petroleum 

products, telephone or other communications, cable 

television, water, wastewater, storm water, other liquids 

or chemicals, or traffic or other control systems.  

 

47. Unit Price Work--Work to be paid for on the basis 

of unit prices. 

 

48. Work--The entire completed construction or the 

various separately identifiable parts thereof required to 

be provided under the Contract Documents.  Work 

includes and is the result of performing or providing all 

labor, services, and documentation necessary to produce 

such construction, and furnishing, installing, and 

incorporating all materials and equipment into such 

construction, all as required by the Contract Documents. 

 

49. Work Change Directive--A written statement to 

CONTRACTOR issued on or after the Effective Date of 

the Agreement and signed by OWNER and recom-

mended by ENGINEER ordering an addition, deletion, 

or revision in the Work, or responding to differing or 

unforeseen subsurface or physical conditions under 

which the Work is to be performed or to emergencies.  A 

Work Change Directive will not change the Contract 

Price or the Contract Times but is evidence that the 

parties expect that the change ordered or documented by 

a Work Change Directive will be incorporated in a 

subsequently issued Change Order following 

negotiations by the parties as to its effect, if any, on the 

Contract Price or Contract Times.  

 

50. Written Amendment--A written statement modifying 

the Contract Documents, signed by OWNER and 

CONTRACTOR on or after the Effective Date of the 

Agreement and normally dealing with the non 

engineering or nontechnical rather than strictly 

construction-related aspects of the Contract Documents. 

 

1.02 Terminology  

 

 A. Intent of Certain Terms or Adjectives 

 

1. Whenever in the Contract Documents the terms “as 

allowed,” “as approved,” or terms of like effect or import 

are used, or the adjectives “reasonable,” “suitable,” 

“acceptable,” “proper,” “satisfactory,” or adjectives of 

like effect or import are used to describe an action or 

determination of ENGINEER as to the Work, it is 

intended that such action or determination will be solely 

to evaluate, in general, the completed Work for 

compliance with the requirements of and information in 

the Contract Documents and conformance with the 

design concept of the completed Project as a functioning 

whole as shown or indicated in the Contract Documents 

(unless there is a specific statement indicating 

otherwise).  The use of any such term or adjective shall 

not be effective to assign to ENGINEER any duty or 

authority to supervise or direct the performance of the 

Work or any duty or authority to undertake responsibility 

contrary to the provisions of paragraph 9.10 or any other 

provision of the Contract Documents. 

 

 B. Day 

 

1. The word “day” shall constitute a calendar day of 24 

hours measured from midnight to the next midnight. 

 

 C. Defective 

 

1. The word “defective,” when modifying the word 

“Work,” refers to Work that is unsatisfactory, faulty, or 

deficient in that it does not conform to the Contract 

Documents or does not meet the requirements of any 

inspection, reference standard, test, or approval referred 

to in the Contract Documents, or has been damaged prior 

to ENGINEER’s recommendation of final payment 

(unless responsibility for the protection thereof has been 

assumed by OWNER at Substantial Completion in accor-

dance with paragraph 14.04 or 14.05). 
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 D. Furnish, Install, Perform, Provide 

 

1. The word “furnish,” when used in connection with 

services, materials, or equipment, shall mean to supply 

and deliver said services, materials, or equipment to the 

Site (or some other specified location) ready for use or 

installation and in usable or operable condition. 

 

2. The word “install,” when used in connection with 

services, materials, or equipment, shall mean to put into 

use or place in final position said services, materials, or 

equipment complete and ready for intended use. 

 

3. The words “perform” or “provide,” when used in 

connection with services, materials, or equipment, shall 

mean to furnish and install said services, materials, or 

equipment complete and ready for intended use. 

 

4. When “furnish,” “install,” “perform,” or “provide” is 

not used in connection with services, materials, or 

equipment in a context clearly requiring an obligation of 

CONTRACTOR, “provide” is implied. 

 

 E. Unless stated otherwise in the Contract Documents, 

words or phrases which have a well-known technical or 

construction industry or trade meaning are used in the 

Contract Documents in accordance with such recognized 

meaning. 

 

ARTICLE 2 - PRELIMINARY MATTERS 

 

2.01 Delivery of Bonds  

 

 A. When CONTRACTOR delivers the executed 

Agreements to OWNER, CONTRACTOR shall also deliver 

to OWNER such Bonds as CONTRACTOR may be 

required to furnish. 

 

2.02 Copies of Documents  

 

 A. OWNER shall furnish to CONTRACTOR up to ten 

copies of the Contract Documents.  Additional copies will 

be furnished upon request at the cost of reproduction. 

 

2.03 Commencement of Contract Times; Notice to 

Proceed  

 

 A. The Contract Times will commence to run on the 

thirtieth day after the Effective Date of the Agreement or, if 

a Notice to Proceed is given, on the day indicated in the 

Notice to Proceed.  A Notice to Proceed may be given at 

any time within 30 days after the Effective Date of the 

Agreement.  In no event will the Contract Times commence 

to run later than the sixtieth day after the day of Bid opening 

or the thirtieth day after the Effective Date of the 

Agreement, whichever date is earlier. 

 

 

2.04 Starting the Work  

  

 A. CONTRACTOR shall start to perform the Work on 

the date when the Contract Times commence to run.  No 

Work shall be done at the Site prior to the date on which the 

Contract Times commence to run. 

 

2.05 Before Starting Construction 

 

 A. CONTRACTOR’s Review of Contract Documents:  

Before undertaking each part of the Work, CONTRACTOR 

shall carefully study and compare the Contract Documents 

and check and verify pertinent figures therein and all 

applicable field measurements.  CONTRACTOR shall 

promptly report in writing to ENGINEER any conflict, 

error, ambiguity, or discrepancy which CONTRACTOR 

may discover and shall obtain a written interpretation or 

clarification from ENGINEER before proceeding with any 

Work affected thereby; however, CONTRACTOR shall not 

be liable to OWNER or ENGINEER for failure to report 

any conflict, error, ambiguity, or discrepancy in the Contract 

Documents unless CONTRACTOR knew or reasonably 

should have known thereof. 

 

 B. Preliminary Schedules:  Within ten days after the 

Effective Date of the Agreement (unless otherwise specified 

in the General Requirements), CONTRACTOR shall submit 

to ENGINEER for its timely review: 

 

1. a preliminary progress schedule indicating the times 

(numbers of days or dates) for starting and completing 

the various stages of the Work, including any Milestones 

specified in the Contract Documents; 

 

2. a preliminary schedule of Shop Drawing and Sample 

submittals which will list each required submittal and the 

times for submitting, reviewing, and processing such 

submittal; and 

 

3. a preliminary schedule of values for all of the Work 

which includes quantities and prices of items which when 

added together equal the Contract Price and subdivides 

the Work into component parts in sufficient detail to 

serve as the basis for progress payments during 

performance of the Work.  Such prices will include an 

appropriate amount of overhead and profit applicable to 

each item of Work. 

 

 C. Evidence of Insurance:  Before any Work at the Site 

is started, CONTRACTOR and OWNER shall each deliver 

to the other, with copies to each additional insured identified 

in the Supplementary Conditions, certificates of insurance 

(and other evidence of insurance which either of them or any 

additional insured may reasonably request) which 

CONTRACTOR and OWNER respectively are required to 

purchase and maintain in accordance with Article 5. 
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2.06 Preconstruction Conference  

 

 A. Within 20 days after the Contract Times start to run, 

but before any Work at the Site is started, a conference 

attended by CONTRACTOR, ENGINEER, and others as 

appropriate will be held to establish a working 

understanding among the parties as to the Work and to 

discuss the schedules referred to in paragraph 2.05.B, proce-

dures for handling Shop Drawings and other submittals, 

processing Applications for Payment, and maintaining 

required records. 

 

2.07 Initial Acceptance of Schedules  

 

 A. Unless otherwise provided in the Contract Docu-

ments, at least ten days before submission of the first 

Application for Payment a conference attended by CON-

TRACTOR, ENGINEER, and others as appropriate will be 

held to review for acceptability to ENGINEER as provided 

below the schedules submitted in accordance with paragraph 

2.05.B.  CONTRACTOR shall have an additional ten days 

to make corrections and adjustments and to complete and 

resubmit the schedules.  No progress payment shall be made 

to CONTRACTOR until acceptable schedules are submitted 

to ENGINEER. 

 

1. The progress schedule will be acceptable to 

ENGINEER if it provides an orderly progression of the 

Work to completion within any specified Milestones and 

the Contract Times.  Such acceptance will not impose on 

ENGINEER responsibility for the progress schedule, for 

sequencing, scheduling, or progress of the Work nor 

interfere with or relieve CONTRACTOR from 

CONTRACTOR’s full responsibility therefore. 

 

2. CONTRACTOR’s schedule of Shop Drawing and 

Sample submittals will be acceptable to ENGINEER if it 

provides a workable arrangement for reviewing and 

processing the required submittals. 

 

3. CONTRACTOR’s schedule of values will be accept-

able to ENGINEER as to form and substance if it 

provides a reasonable allocation of the Contract Price to 

component parts of the Work. 

 

ARTICLE 3 - CONTRACT DOCUMENTS: INTENT, 

AMENDING, REUSE 

 

3.01 Intent  

  

 A.   The Contract Documents are complementary; what 

is called for by one is as binding as if called for by all.   

 

 B. It is the intent of the Contract Documents to describe 

a functionally complete Project (or part thereof) to be 

constructed in accordance with the Contract Documents.  

Any labor, documentation, services, materials, or equipment 

that may reasonably be inferred from the Contract Docu-

ments or from prevailing custom or trade usage as being 

required to produce the intended result will be provided 

whether or not specifically called for at no additional cost to 

OWNER. 

 

 C. Clarifications and interpretations of the Contract 

Documents shall be issued by ENGINEER as provided in 

Article 9. 

 

3.02 Reference Standards   

 

 A. Standards, Specifications, Codes, Laws, and 

Regulations 

 

1. Reference to standards, specifications, manuals, or 

codes of any technical society, organization, or 

association, or to Laws or Regulations, whether such 

reference be specific or by implication, shall mean the  

standard, specification, manual, code, or Laws or 

Regulations in effect at the time of opening of Bids (or 

on the Effective Date of the Agreement if there were no 

Bids), except as may be otherwise specifically stated in 

the Contract Documents. 

 

2. No provision of any such standard, specification, 

manual or code, or any instruction of a Supplier shall be 

effective to change the duties or responsibilities of 

OWNER, CONTRACTOR, or ENGINEER, or any of 

their subcontractors, consultants, agents, or employees 

from those set forth in the Contract Documents, nor shall 

any such provision or instruction be effective to assign to 

OWNER, ENGINEER, or any of ENGINEER’s 

Consultants, agents, or employees any duty or authority 

to supervise or direct the performance of the Work or 

any duty or authority to undertake responsibility 

inconsistent with the provisions of the Contract 

Documents. 

 

3.03 Reporting and Resolving Discrepancies  

 

 A. Reporting Discrepancies 

 

1. If, during the performance of the Work, 

CONTRACTOR discovers any conflict, error, ambigu-

ity, or discrepancy within the Contract Documents or 

between the Contract Documents and any provision of 

any Law or Regulation applicable to the performance of 

the Work or of any  standard, specification, manual or 

code, or of any instruction of any Supplier, CONTRAC-

TOR shall report it to ENGINEER in writing at once.  

CONTRACTOR shall not proceed with the Work 

affected thereby (except in an emergency as required by 

paragraph 6.16.A) until an amendment or supplement to 

the Contract Documents has been issued by one of the 

methods indicated in paragraph 3.04; provided, however, 

that CONTRACTOR shall not be liable to OWNER or 

ENGINEER for failure to report any such conflict, error, 
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ambiguity, or discrepancy unless CONTRACTOR knew 

or reasonably should have known thereof. 

 

 B. Resolving Discrepancies 

 

1. Except as may be otherwise specifically stated in the 

Contract Documents, the provisions of the Contract 

Documents shall take precedence in resolving any 

conflict, error, ambiguity, or discrepancy between the 

provisions of the Contract Documents and: 

 

a. the provisions of any standard, specification, 

manual, code, or instruction (whether or not specifi-

cally incorporated by reference in the Contract 

Documents); or 

 

b. the provisions of any  Laws or Regulations 

applicable to the performance of the Work (unless 

such an interpretation of the provisions of the 

Contract Documents would result in violation of 

such Law or Regulation). 

 

3.04 Amending and Supplementing Contract Documents  

 

 A. The Contract Documents may be amended to 

provide for additions, deletions, and revisions in the Work 

or to modify the terms and conditions thereof in one or more 

of the following ways: (i) a Written Amendment; (ii) a 

Change Order; or (iii) a Work Change Directive. 

 

 B. The requirements of the Contract Documents may be 

supplemented, and minor variations and deviations in the 

Work may be authorized, by one or more of the following 

ways: (i) a Field Order; (ii) ENGINEER’s approval of a 

Shop Drawing or Sample; or (iii) ENGINEER’s written 

interpretation or clarification.  

 

3.05 Reuse of Documents  

 

 A. CONTRACTOR and any Subcontractor or Supplier 

or other individual or entity performing or furnishing any of 

the Work under a direct or indirect contract with OWNER: 

(i) shall not have or acquire any title to or ownership rights 

in any of the Drawings, Specifications, or other documents 

(or copies of any thereof) prepared by or bearing the seal of 

ENGINEER or ENGINEER’s Consultant, including 

electronic media editions; and (ii) shall not reuse any of such 

Drawings, Specifications, other documents, or copies 

thereof on extensions of the Project or any other project 

without written consent of OWNER and ENGINEER and 

specific written verification or adaption by ENGINEER.  

This prohibition will survive final payment, completion, and 

acceptance of the Work, or termination or completion of the 

Contract.  Nothing herein shall preclude CONTRACTOR 

from retaining copies of the Contract Documents for record 

purposes. 

ARTICLE 4 - AVAILABILITY OF LANDS; 

SUBSURFACE AND PHYSICAL CONDITIONS; 

REFERENCE POINTS 

 

4.01 Availability of Lands  

 

 A. OWNER shall furnish the Site.  OWNER shall 

notify CONTRACTOR of any encumbrances or restrictions 

not of general application but specifically related to use of 

the Site with which CONTRACTOR must comply in 

performing the Work.  OWNER will obtain in a timely 

manner and pay for easements for permanent structures or 

permanent changes in existing facilities.  If CONTRACTOR 

and OWNER are unable to agree on entitlement to or on the 

amount or extent, if any, of any adjustment in the Contract 

Price or Contract Times, or both, as a result of any delay in 

OWNER’s furnishing the Site, CONTRACTOR may make a 

Claim therefore as provided in paragraph 10.05. 

 

 B. Upon reasonable written request, OWNER shall 

furnish CONTRACTOR with a current statement of record 

legal title and legal description of the lands upon which the 

Work is to be performed and OWNER’s interest therein as 

necessary for giving notice of or filing a mechanic's or 

construction lien against such lands in accordance with 

applicable Laws and Regulations. 

 

 C. CONTRACTOR shall provide for all additional 

lands and access thereto that may be required for temporary 

construction facilities or storage of materials and equipment. 

 

4.02 Subsurface and Physical Conditions  

 

 A. Reports and Drawings:  The Supplementary 

Conditions identify: 

 

1. those reports of explorations and tests of subsurface 

conditions at or contiguous to the Site that  ENGINEER 

has used in preparing the Contract Documents; and 

 

2.   those drawings of physical conditions in or relating 

to existing surface or subsurface structures at or 

contiguous to the Site (except Underground Facilities) 

that ENGINEER has used in preparing the Contract 

Documents. 

 

 B. Limited Reliance by CONTRACTOR on Technical 

Data Authorized:   CONTRACTOR may rely upon the 

general accuracy of the “technical data” contained in such 

reports and drawings, but such reports and drawings are not 

Contract Documents.  Such “technical data” is identified in 

the Supplementary Conditions.  Except for such reliance on 

such “technical data,” CONTRACTOR may not rely upon or 

make any Claim against OWNER, ENGINEER, or any of 

ENGINEER’s Consultants with respect to: 

 

1. the completeness of such reports and drawings for 

CONTRACTOR’s purposes, including, but not limited 
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to, any aspects of the means, methods, techniques, 

sequences, and procedures of construction to be 

employed by CONTRACTOR, and safety precautions 

and programs incident thereto; or 

 

2. other data, interpretations, opinions, and information 

contained in such reports or shown or indicated in such 

drawings; or 

 

3. any CONTRACTOR interpretation of or conclusion 

drawn from any "technical data" or any such other data, 

interpretations, opinions, or information. 

 

4.03  Differing Subsurface or Physical Conditions  

 

 A. Notice:  If CONTRACTOR believes that any 

subsurface or physical condition at or contiguous to the Site 

that is uncovered or revealed either: 

 

1. is of such a nature as to establish that any “technical 

data” on which CONTRACTOR is entitled to rely as 

provided in paragraph 4.02 is materially inaccurate; or 

 

2. is of such a nature as to require a change in the 

Contract Documents; or 

 

3. differs materially from that shown or indicated in the 

Contract Documents; or 

 

4. is of an unusual nature, and differs materially from 

conditions ordinarily encountered and generally 

recognized as inherent in work of the character provided 

for in the Contract Documents;  

 

then CONTRACTOR shall, promptly after becoming aware 

thereof and before further disturbing the subsurface or 

physical conditions or performing any Work in connection 

therewith (except in an emergency as required by paragraph 

6.16.A), notify OWNER and ENGINEER in writing about 

such condition.  CONTRACTOR shall not further disturb 

such condition or perform any Work in connection therewith 

(except as aforesaid) until receipt of written order to do so. 

 

 B. ENGINEER’s Review:  After receipt of written 

notice as required by paragraph 4.03.A, ENGINEER will 

promptly review the pertinent condition, determine the 

necessity of OWNER's obtaining additional exploration or 

tests with respect thereto, and advise OWNER in writing 

(with a copy to CONTRACTOR) of ENGINEER’s findings 

and conclusions. 

 

 C. Possible Price and Times Adjustments  

 

1.  The Contract Price or the Contract Times, or both, 

will be equitably adjusted to the extent that the existence 

of such differing subsurface or physical condition causes 

an increase or decrease in CONTRACTOR’s cost of, or 

time required for, performance of the Work; subject, 

however, to the following: 

 

a. such condition must meet any one or more of 

the categories described in paragraph 4.03.A; and 

 

b. with respect to Work that is paid for on a Unit 

Price Basis, any adjustment in Contract Price will be 

subject to the provisions of paragraphs 9.08 and 

11.03.  

 

2. CONTRACTOR shall not be entitled to any 

adjustment in the Contract Price or Contract Times if: 

 

a. CONTRACTOR knew of the existence of such 

conditions at the time CONTRACTOR made a final 

commitment to OWNER in respect of Contract Price 

and Contract Times by the submission of a Bid or 

becoming bound under a negotiated contract; or 

 

b. the existence of such condition could reasonably 

have been discovered or revealed as a result of any 

examination, investigation, exploration, test, or 

study of the Site and contiguous areas required by 

the Bidding Requirements or Contract Documents to 

be conducted by or for CONTRACTOR prior to 

CONTRACTOR's making such final commitment; 

or 

 

c. CONTRACTOR failed to give the written 

notice within the time and as required by paragraph 

4.03.A. 

 

3. If OWNER and CONTRACTOR are unable to agree 

on entitlement to or on the amount or extent, if any, of 

any adjustment in the Contract Price or Contract Times, 

or both, a Claim may be made therefore as provided in 

paragraph 10.05.  However, OWNER, ENGINEER, and 

ENGINEER’s Consultants shall not be liable to 

CONTRACTOR for any claims, costs, losses, or 

damages (including but not limited to all fees and 

charges of engineers, architects, attorneys, and other 

professionals and all court or arbitration or other dispute 

resolution costs) sustained by CONTRACTOR on or in 

connection with any other project or anticipated project. 

 

4.04 Underground Facilities  

 

 A. Shown or Indicated: The information and data 

shown or indicated in the Contract Documents with respect 

to existing Underground Facilities at or contiguous to the 

Site is based on information and data furnished to OWNER 

or ENGINEER by the owners of such Underground Facili-

ties, including OWNER, or by others.  Unless it is otherwise 

expressly provided in the Supplementary Conditions: 
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1. OWNER and ENGINEER shall not be responsible 

for the accuracy or completeness of any such information 

or data; and 

 

2. the cost of all of the following will be included in 

the Contract Price, and CONTRACTOR shall have full 

responsibility for:  

 

a. reviewing and checking all such information and 

data,  

 

b. locating all Underground Facilities shown or 

indicated in the Contract Documents,  

 

c. coordination of the Work with the owners of 

such Underground Facilities, including OWNER, 

during construction, and  

 

d. the safety and protection of all such Under-

ground Facilities  and repairing any damage thereto 

resulting from the Work. 

 

 B. Not Shown or Indicated  

 

1. If an Underground Facility is uncovered or revealed 

at or contiguous to the Site which was not shown or 

indicated, or not shown or indicated with reasonable 

accuracy in the Contract Documents, CONTRACTOR 

shall, promptly after becoming aware thereof and before 

further disturbing conditions affected thereby or 

performing any Work in connection therewith (except in 

an emergency as required by paragraph 6.16.A), identify 

the owner of such Underground Facility and give written 

notice to that owner and to OWNER and ENGINEER.  

ENGINEER will promptly review the Underground 

Facility and determine the extent, if any, to which a 

change is required in the Contract Documents to reflect 

and document the consequences of the existence or 

location of the Underground Facility.  During such time, 

CONTRACTOR shall be responsible for the safety and 

protection of such Underground Facility.  

 

2. If ENGINEER concludes that a change in the 

Contract Documents is required, a Work Change 

Directive or a Change Order will be issued to reflect and 

document such consequences.  An equitable adjustment 

shall be made in the Contract Price of Contract Times, or 

both, to the extent that they are attributable to the 

existence or location of any Underground Facility that 

was not shown or indicated or not shown or indicated 

with reasonable accuracy in the Contract Documents and 

that CONTRACTOR did not know of and could not 

reasonably have been expected to be aware of or to have 

anticipated.  If OWNER and CONTRACTOR are unable 

to agree on entitlement to or on the amount or extent, if 

any, of any such adjustment in Contract Price or Contract 

Times, OWNER or CONTRACTOR may make a Claim 

therefore as provided in paragraph 10.05.   

4.05 Reference Points  

 

 A. OWNER shall provide engineering surveys to 

establish reference points for construction which in 

ENGINEER’s judgment are necessary to enable CON-

TRACTOR to proceed with the Work.  CONTRACTOR 

shall be responsible for laying out the Work, shall protect 

and preserve the established reference points and property 

monuments, and shall make no changes or relocations 

without the prior written approval of OWNER.  

CONTRACTOR shall report to ENGINEER whenever any 

reference point or property monument is lost or destroyed or 

requires relocation because of necessary changes in grades 

or locations, and shall be responsible for the accurate 

replacement or relocation of such reference points or 

property monuments by professionally qualified personnel. 

 

4.06 Hazardous Environmental Condition at Site  

 

 A. Reports and Drawings:  Reference is made to the 

Supplementary Conditions for the identification of those 

reports and drawings relating to a Hazardous Environmental 

Condition identified at the Site, if any, that have been 

utilized by the ENGINEER in the preparation of the 

Contract Documents. 

 

 B. Limited Reliance by CONTRACTOR on Technical 

Data Authorized:  CONTRACTOR may rely upon the 

general accuracy of the “technical data” contained in such 

reports and drawings, but such reports and drawings are not 

Contract Documents.   Such “technical data” is identified in 

the Supplementary Conditions.  Except for such reliance on 

such “technical data,” CONTRACTOR may not rely upon or 

make any Claim against OWNER, ENGINEER or any of 

ENGINEER’s Consultants with respect to: 

 

1. the completeness of such reports and drawings for 

CONTRACTOR’s purposes, including, but not limited 

to, any aspects of the means, methods, techniques, 

sequences and procedures of construction to be 

employed by CONTRACTOR and safety precautions 

and programs incident thereto; or   

 

2. other data, interpretations, opinions and information 

contained in such reports or shown or indicated in such 

drawings; or 

 

3. any CONTRACTOR interpretation of or conclusion 

drawn from any “technical data” or any such other data, 

interpretations, opinions or information. 

 

 C. CONTRACTOR shall not be responsible for any 

Hazardous Environmental Condition uncovered or revealed 

at the Site which was not shown or indicated in Drawings or 

Specifications or identified in the Contract Documents to be 

within the scope of the Work.  CONTRACTOR shall be 

responsible for a Hazardous Environmental Condition 

created with any materials brought to the Site by CON-
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TRACTOR, Subcontractors, Suppliers, or anyone else for 

whom CONTRACTOR is responsible. 

  

 D. If CONTRACTOR encounters a Hazardous 

Environmental Condition or if CONTRACTOR or anyone 

for whom CONTRACTOR is responsible creates a 

Hazardous Environmental Condition, CONTRACTOR shall 

immediately: (i) secure or otherwise isolate such condition; 

(ii) stop all Work in connection with such condition and in 

any area affected thereby (except in an emergency as 

required by paragraph 6.16); and (iii) notify OWNER and 

ENGINEER (and promptly thereafter confirm such notice in 

writing).  OWNER shall promptly consult with ENGINEER 

concerning the necessity for OWNER to retain a qualified 

expert to evaluate such condition or take corrective action, if 

any.   

 

 E. CONTRACTOR shall not be required to resume 

Work in connection with such  condition or in any  affected 

area until after OWNER has obtained any required permits 

related thereto and delivered to CONTRACTOR written 

notice: (i) specifying that such condition and any affected 

area is or has been rendered safe for the resumption of 

Work; or (ii) specifying any special conditions under which 

such Work may be resumed safely.  If OWNER and 

CONTRACTOR cannot agree as to entitlement to or on the 

amount or extent, if any, of any adjustment in Contract Price 

or Contract Times, or both, as a result of such Work stop-

page or such special conditions under which Work is agreed 

to be resumed by CONTRACTOR, either party may make a 

Claim therefore as provided in paragraph 10.05. 

 

 F. If after receipt of such written notice 

CONTRACTOR does not agree to resume such Work based 

on a reasonable belief it is unsafe, or does not agree to 

resume such Work under such special conditions, then 

OWNER may order the portion of the Work that is in the 

area affected by such condition to be deleted from the Work.  

If OWNER and CONTRACTOR cannot agree as to 

entitlement to or on the amount or extent, if any, of an 

adjustment in Contract Price or Contract Times as a result of 

deleting such portion of the Work, then either party may 

make a Claim therefore as provided in paragraph 10.05.  

OWNER may have such deleted portion of the Work 

performed by OWNER’s own forces or others in accordance 

with Article 7. 

 

 G. To the fullest extent permitted by Laws and 

Regulations, OWNER shall indemnify and hold harmless 

CONTRACTOR, Subcontractors, ENGINEER, 

ENGINEER’s Consultants and the officers, directors, 

partners, employees, agents, other consultants, and 

subcontractors of each and any of them from and against all 

claims, costs, losses, and damages (including but not limited 

to all fees and charges of engineers, architects, attorneys, 

and other professionals and all court or arbitration or other 

dispute resolution costs) arising out of or relating to a 

Hazardous Environmental Condition, provided that such 

Hazardous Environmental Condition:  (i) was not shown or 

indicated in the Drawings or Specifications or identified in 

the Contract Documents to be included within the scope of 

the Work, and (ii) was not created by CONTRACTOR or by 

anyone for whom CONTRACTOR is responsible.  Nothing 

in this paragraph 4.06.E shall obligate OWNER to 

indemnify any individual or entity from and against the 

consequences of that individual’s or entity’s own negli-

gence. 

  

 H. To the fullest extent permitted by Laws and 

Regulations, CONTRACTOR shall indemnify and hold 

harmless OWNER, ENGINEER, ENGINEER’s Consul-

tants, and the officers, directors, partners, employees, 

agents, other consultants, and subcontractors of each and 

any of them from and against all claims, costs, losses, and 

damages (including but not limited to all fees and charges of 

engineers, architects, attorneys, and other professionals and 

all court or arbitration or other dispute resolution costs) 

arising out of or relating to a Hazardous Environmental 

Condition created by CONTRACTOR or by anyone for 

whom CONTRACTOR is responsible.  Nothing in this 

paragraph 4.06.F shall obligate CONTRACTOR to 

indemnify any individual or entity from and against the 

consequences of that individual’s or entity’s own negli-

gence. 

 

 I. The provisions of paragraphs 4.02, 4.03, and 4.04 

are not intended to apply to a Hazardous Environmental 

Condition uncovered or revealed at the Site. 

 

ARTICLE 5 - BONDS AND INSURANCE 

 

5.01 Performance, Payment, and Other Bonds  

 

 A. CONTRACTOR shall furnish performance and 

payment Bonds, each in an amount at least equal to the 

Contract Price as security for the faithful performance and 

payment of all CONTRACTOR’s obligations under the 

Contract Documents.  These Bonds shall remain in effect at 

least until one year after the date when final payment 

becomes due, except as provided otherwise by Laws or 

Regulations or by the Contract Documents.  CONTRAC-

TOR shall also furnish such other Bonds as are required by 

the Contract Documents.   

 

 B. All Bonds shall be in the form prescribed by the 

Contract Documents except as provided otherwise by Laws 

or Regulations, and shall be executed by such sureties as are 

named in the current list of “Companies Holding Certificates 

of Authority as Acceptable Sureties on Federal Bonds and as 

Acceptable Reinsuring Companies” as published in Circular 

570 (amended) by the Financial Management Service, 

Surety Bond Branch, U.S. Department of the Treasury.  All 

Bonds signed by an agent must be accompanied by a 

certified copy of such agent’s authority to act. 
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 C. If the surety on any Bond furnished by CON-

TRACTOR is declared bankrupt or becomes insolvent or its 

right to do business is terminated in any state where any part 

of the Project is located or it ceases to meet the requirements 

of paragraph 5.01.B, CONTRACTOR shall within 20 days 

thereafter substitute another Bond and surety, both of which 

shall comply with the requirements of paragraphs 5.01.B 

and 5.02. 

 

5.02 Licensed Sureties and Insurers   

 

 A. All Bonds and insurance required by the Contract 

Documents to be purchased and maintained by OWNER or 

CONTRACTOR shall be obtained from surety or insurance 

companies that are duly licensed or authorized in the 

jurisdiction in which the Project is located to issue Bonds or 

insurance policies for the limits and coverage so required.  

Such surety and insurance companies shall also meet such 

additional requirements and qualifications as may be 

provided in the Supplementary Conditions. 

 

5.03 Certificates of Insurance  

 

 A. CONTRACTOR shall deliver to OWNER, with 

copies to each additional insured identified in the Supple-

mentary Conditions, certificates of insurance (and other 

evidence of insurance requested by OWNER or any other 

additional insured) which CONTRACTOR is required to 

purchase and maintain.  OWNER shall deliver to 

CONTRACTOR, with copies to each additional insured 

identified in the Supplementary Conditions, certificates of 

insurance (and other evidence of insurance requested by 

CONTRACTOR or any other additional insured) which 

OWNER is required to purchase and maintain.  

 

5.04 CONTRACTOR’s Liability Insurance  

 

 A. CONTRACTOR shall purchase and maintain such 

liability and other insurance as is appropriate for the Work 

being performed and as will provide protection from claims 

set forth below which may arise out of or result from 

CONTRACTOR’s performance of the Work and 

CONTRACTOR’s other obligations under the Contract 

Documents, whether it is to be performed by 

CONTRACTOR, any Subcontractor or Supplier, or by 

anyone directly or indirectly employed by any of them to 

perform any of the Work, or by anyone for whose acts any 

of them may be liable: 

 

1. claims under workers’ compensation, disability 

benefits, and other similar employee benefit acts; 

 

2. claims for damages because of bodily injury, 

occupational sickness or disease, or death of 

CONTRACTOR’s employees; 

 

3. claims for damages because of bodily injury, 

sickness or disease, or death of any person other than 

CONTRACTOR’s employees; 

 

4. claims for damages insured by reasonably available 

personal injury liability coverage which are sustained: (i) 

by any person as a result of an offense directly or 

indirectly related to the employment of such person by 

CONTRACTOR, or (ii) by any other person for any 

other reason; 

 

5. claims for damages, other than to the Work itself, 

because of injury to or destruction of tangible property 

wherever located, including loss of use resulting there 

from; and 

 

6. claims for damages because of bodily injury or death 

of any person or property damage arising out of the 

ownership, maintenance or use of any motor vehicle. 

  

A. The policies of insurance so required by this 

paragraph 5.04 to be purchased and maintained shall: 

 

1. with respect to insurance required by paragraphs 

5.04.A.3 through 5.04.A.6 inclusive, include as 

additional insureds (subject to any customary exclusion 

in respect of professional liability) OWNER, ENGI-

NEER, ENGINEER's Consultants, and any other 

individuals or entities identified in the Supplementary 

Conditions, all of whom shall be listed as additional 

insureds, and include coverage for the respective 

officers, directors, partners, employees, agents, and other 

consultants and subcontractors of each and any of all 

such additional insureds, and the insurance afforded to 

these additional insureds shall provide primary coverage 

for all claims covered thereby; 

 

2. include at least the specific coverage and be written 

for not less than the limits of liability provided in the 

Supplementary Conditions or required by Laws or 

Regulations, whichever is greater; 

 

 3. include completed operations insurance; 

 

4. include contractual liability insurance covering 

CONTRACTOR’s indemnity obligations under para-

graphs 6.07, 6.11, and 6.20; 

 

5. contain a provision or endorsement that the coverage 

afforded will not be canceled, materially changed or 

renewal refused until at least thirty days prior written 

notice has been given to OWNER and CONTRACTOR 

and to each other additional insured identified in the 

Supplementary Conditions to whom a certificate of 

insurance has been issued (and the certificates of 

insurance furnished by the CONTRACTOR pursuant to 

paragraph 5.03 will so provide); 
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6. remain in effect at least until final payment and at all 

times thereafter when CONTRACTOR may be 

correcting, removing, or replacing defective Work in 

accordance with paragraph 13.07; and 

7. with respect to completed operations insurance, and 

any insurance coverage written on a claims-made basis, 

remain in effect for at least two years after final payment 

(and CONTRACTOR shall furnish OWNER and each 

other additional insured identified in the Supplementary 

Conditions, to whom a certificate of insurance has been 

issued, evidence satisfactory to OWNER and any such 

additional insured of continuation of such insurance at 

final payment and one year thereafter). 

 

5.05 OWNER’s Liability Insurance  

 

 A. In addition to the insurance required to be provided 

by CONTRACTOR under paragraph 5.04, OWNER, at 

OWNER’s option, may purchase and maintain at OWNER’s 

expense OWNER’s own liability insurance as will protect 

OWNER against claims which may arise from operations 

under the Contract Documents. 

 

5.06 Property Insurance  

 

 A. Unless otherwise provided in the Supplementary 

Conditions, OWNER shall purchase and maintain property 

insurance upon the Work at the Site in the amount of the full 

replacement cost thereof (subject to such deductible 

amounts as may be provided in the Supplementary 

Conditions or required by Laws and Regulations).  This 

insurance shall: 

 

1. include the interests of OWNER, CONTRACTOR, 

Subcontractors, ENGINEER, ENGINEER’s Consultants, 

and any other individuals or entities identified in the 

Supplementary Conditions, and the officers, directors, 

partners, employees, agents, and other consultants and 

subcontractors of each and any of them, each of whom is 

deemed to have an insurable interest and shall be listed 

as an additional insured; 

 

2. be written on a Builder’s Risk “all-risk” or open 

peril or special causes of loss policy form that shall at 

least include insurance for physical loss or damage to the 

Work, temporary buildings, false work, and materials 

and equipment in transit, and shall insure against at least 

the following perils or causes of loss: fire, lightning, 

extended coverage, theft, vandalism and malicious 

mischief, earthquake, collapse, debris removal, 

demolition occasioned by enforcement of Laws and 

Regulations, water damage, and such other perils or 

causes of loss as may be specifically required by the 

Supplementary Conditions; 

 

3. include expenses incurred in the repair or 

replacement of any insured property (including but not 

limited to fees and charges of engineers and architects); 

4. cover materials and equipment stored at the Site or 

at another location that was agreed to in writing by 

OWNER prior to being incorporated in the Work, 

provided that such materials and equipment have been 

included in an Application for Payment recommended by 

ENGINEER; 

 

5. allow for partial utilization of the Work by 

OWNER; 

 

6. include testing and startup; and 

 

7. be maintained in effect until final payment is made 

unless otherwise agreed to in writing by OWNER, 

CONTRACTOR, and ENGINEER with 30 days written 

notice to each other additional insured to whom a certifi-

cate of insurance has been issued. 

 

 B. OWNER shall purchase and maintain such boiler 

and machinery insurance or additional property insurance as 

may be required by the Supplementary Conditions or Laws 

and Regulations which will include the interests of 

OWNER, CONTRACTOR, Subcontractors, ENGINEER, 

ENGINEER’s Consultants, and any other individuals or 

entities identified in the Supplementary Conditions, each of 

whom is deemed to have an insurable interest and shall be 

listed as an insured or additional insured. 

 

 C. All the policies of insurance (and the certificates or 

other evidence thereof) required to be purchased and 

maintained in accordance with paragraph 5.06 will contain a 

provision or endorsement that the coverage afforded will not 

be canceled or materially changed or renewal refused until at 

least 30 days prior written notice has been given to OWNER 

and CONTRACTOR and to each other additional insured to 

whom a certificate of insurance has been issued and will 

contain waiver provisions in accordance with paragraph 

5.07. 

 

 D. OWNER shall not be responsible for purchasing and 

maintaining any property insurance specified in this 

paragraph 5.06 to protect the interests of CONTRACTOR, 

Subcontractors, or others in the Work to the extent of any 

deductible amounts that are identified in the Supplementary 

Conditions.  The risk of loss within such identified 

deductible amount will be borne by CONTRACTOR, 

Subcontractors, or others suffering any such loss, and if any 

of them wishes property insurance coverage within the limits 

of such amounts, each may purchase and maintain it at the 

purchaser’s own expense. 

 

 E. If CONTRACTOR requests in writing that other 

special insurance be included in the property insurance 

policies provided under paragraph 5.06, OWNER shall, if 

possible, include such insurance, and the cost thereof will be 

charged to CONTRACTOR by appropriate Change Order or 

Written Amendment.  Prior to commencement of the Work 

at the Site, OWNER shall in writing advise CONTRACTOR 
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whether or not such other insurance has been procured by 

OWNER. 

 

5.07 Waiver of Rights  

 

 A. OWNER and CONTRACTOR intend that all 

policies purchased in accordance with paragraph 5.06 will 

protect OWNER, CONTRACTOR, Subcontractors, 

ENGINEER, ENGINEER’s Consultants, and all other 

individuals or entities identified in the Supplementary 

Conditions to be listed as insureds or additional insureds  

(and the officers, directors, partners, employees, agents, and 

other consultants and subcontractors of each and any of 

them) in such policies and will provide primary coverage for 

all losses and damages caused by the perils or causes of loss 

covered thereby.  All such policies shall contain provisions 

to the effect that in the event of payment of any loss or 

damage the insurers will have no rights of recovery against 

any of the insureds or additional insureds thereunder.  

OWNER and CONTRACTOR waive all rights against each 

other and their respective officers, directors, partners, 

employees, agents, and other consultants and subcontractors 

of each and any of them for all losses and damages caused 

by, arising out of or resulting from any of the perils or 

causes of loss covered by such policies and any other 

property insurance applicable to the Work; and, in addition, 

waive all such rights against Subcontractors, ENGINEER, 

ENGINEER’s Consultants, and all other individuals or 

entities identified in the Supplementary Conditions to be 

listed as insureds or additional insureds (and the officers, 

directors, partners, employees, agents, and other consultants 

and subcontractors of each and any of them) under such 

policies for losses and damages so caused.  None of the 

above waivers shall extend to the rights that any party 

making such waiver may have to the proceeds of insurance 

held by OWNER as trustee or otherwise payable under any 

policy so issued. 

 

 B.  OWNER waives all rights against CONTRACTOR, 

Subcontractors, ENGINEER, ENGINEER’s Consultants, 

and the officers, directors, partners, employees, agents, and 

other consultants and subcontractors of each and any of 

them for: 

 

1. loss due to business interruption, loss of use, or 

other consequential loss extending beyond direct 

physical loss or damage to OWNER’s property or the 

Work caused by, arising out of, or resulting from fire or 

other peril whether or not insured by OWNER; and 

 

2. loss or damage to the completed Project or part 

thereof caused by, arising out of, or resulting from fire or 

other insured peril or cause of loss covered by any 

property insurance maintained on the completed Project 

or part thereof by OWNER during partial utilization 

pursuant to paragraph 14.05, after Substantial Com-

pletion pursuant to paragraph 14.04, or after final 

payment pursuant to paragraph 14.07. 

 C. Any insurance policy maintained by OWNER cover-

ing any loss, damage or consequential loss referred to in 

paragraph 5.07.B shall contain provisions to the effect that 

in the event of payment of any such loss, damage, or 

consequential loss, the insurers will have no rights of 

recovery against CONTRACTOR, Subcontractors, 

ENGINEER, or ENGINEER’s Consultants and the officers, 

directors, partners, employees, agents, and other consultants 

and subcontractors of each and any of them. 

 

5.08 Receipt and Application of Insurance Proceeds 

  

A. Any insured loss under the policies of insurance 

required by paragraph 5.06 will be adjusted with OWNER 

and made payable to OWNER as fiduciary for the insureds, 

as their interests may appear, subject to the requirements of 

any applicable mortgage clause and of paragraph 5.08.B. 

OWNER shall deposit in a separate account any money so 

received and shall distribute it in accordance with such 

agreement as the parties in interest may reach.  If no other 

special agreement is reached, the damaged Work shall be 

repaired or replaced, the moneys so received applied on 

account thereof, and the Work and the cost thereof covered 

by an appropriate Change Order or Written Amendment. 

 

 B. OWNER as fiduciary shall have power to adjust and 

settle any loss with the insurers unless one of the parties in 

interest shall object in writing within 15 days after the 

occurrence of loss to OWNER’s exercise of this power.  If 

such objection be made, OWNER as fiduciary shall make 

settlement with the insurers in accordance with such 

agreement as the parties in interest may reach.  If no such 

agreement among the parties in interest is reached, OWNER 

as fiduciary shall adjust and settle the loss with the insurers 

and, if required in writing by any party in interest, OWNER 

as fiduciary shall give bond for the proper performance of 

such duties. 

 

5.09 Acceptance of Bonds and Insurance; Option to 

Replace  

 

 A. If either OWNER or CONTRACTOR has any 

objection to the coverage afforded by or other provisions of 

the Bonds or insurance required to be purchased and 

maintained by the other party in accordance with Article 5 

on the basis of non-conformance with the Contract 

Documents, the objecting party shall so notify the other 

party in writing within 10 days after receipt of the 

certificates (or other evidence requested) required by 

paragraph 2.05.C.  OWNER and CONTRACTOR shall each 

provide to the other such additional information in respect of 

insurance provided as the other may reasonably request.  If 

either party does not purchase or maintain all of the Bonds 

and insurance required of such party by the Contract 

Documents, such party shall notify the other party in writing 

of such failure to purchase prior to the start of the Work, or 

of such failure to maintain prior to any change in the 

required coverage.  Without prejudice to any other right or 
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remedy, the other party may elect to obtain equivalent 

Bonds or insurance to protect such other party's interests at 

the expense of the party who was required to provide such 

coverage, and a Change Order shall be issued to adjust the 

Contract Price accordingly. 

 

5.10 Partial Utilization, Acknowledgment of Property 

Insurer  

 

 A. If OWNER finds it necessary to occupy or use a 

portion or portions of the Work prior to Substantial 

Completion of all the Work as provided in paragraph 14.05, 

no such use or occupancy shall commence before the 

insurers providing the property insurance pursuant to 

paragraph 5.06 have acknowledged notice thereof and in 

writing effected any changes in coverage necessitated 

thereby.  The insurers providing the property insurance shall 

consent by endorsement on the policy or policies, but the 

property insurance shall not be canceled or permitted to 

lapse on account of any such partial use or occupancy. 

 

ARTICLE 6 - CONTRACTOR’S RESPONSIBILITIES 

 

6.01 Supervision and Superintendence  

 

 A. CONTRACTOR shall supervise, inspect, and direct 

the Work competently and efficiently, devoting such 

attention thereto and applying such skills and expertise as 

may be necessary to perform the Work in accordance with 

the Contract Documents.  CONTRACTOR shall be solely 

responsible for the means, methods, techniques, sequences, 

and procedures of construction, but CONTRACTOR shall 

not be responsible for the negligence of OWNER or 

ENGINEER in the design or specification of a specific 

means, method, technique, sequence, or procedure of 

construction which is shown or indicated in and expressly 

required by the Contract Documents.  CONTRACTOR shall 

be responsible to see that the completed Work complies 

accurately with the Contract Documents. 

 

 B.  At all times during the progress of the Work, 

CONTRACTOR shall assign a competent resident superin-

tendent thereto who shall not be replaced without written 

notice to OWNER and ENGINEER except under 

extraordinary circumstances.  The superintendent will be 

CONTRACTOR’s representative at the Site and shall have 

authority to act on behalf of CONTRACTOR.  All 

communications given to or received from the superin-

tendent shall be binding on CONTRACTOR. 

 

6.02 Labor; Working Hours  

 

 A. CONTRACTOR shall provide competent, suitably 

qualified personnel to survey, lay out, and construct the 

Work as required by the Contract Documents.  CON-

TRACTOR shall at all times maintain good discipline and 

order at the Site. 

 

 B. Except as otherwise required for the safety or 

protection of persons or the Work or property at the Site or 

adjacent thereto, and except as otherwise stated in the 

Contract Documents, all Work at the Site shall be performed 

during regular working hours, and CONTRACTOR will not 

permit overtime work or the performance of Work on 

Saturday, Sunday, or any legal holiday without OWNER’s 

written consent (which will not be unreasonably withheld) 

given after prior written notice to ENGINEER. 

 

6.03 Services, Materials, and Equipment  

 

 A. Unless otherwise specified in the General Re-

quirements, CONTRACTOR shall provide and assume full 

responsibility for all services, materials, equipment, labor, 

transportation, construction equipment and machinery, tools, 

appliances, fuel, power, light, heat, telephone, water, 

sanitary facilities, temporary facilities, and all other facilities 

and incidentals necessary for the performance, testing, start-

up, and completion of the Work. 

 

 B. All materials and equipment incorporated into the 

Work shall be as specified or, if not specified, shall be of 

good quality and new, except as otherwise provided in the 

Contract Documents.  All warranties and guarantees 

specifically called for by the Specifications shall expressly 

run to the benefit of OWNER.  If required by ENGINEER, 

CONTRACTOR shall furnish satisfactory evidence 

(including reports of required tests) as to the source, kind, 

and quality of materials and equipment.  All materials and 

equipment shall be stored, applied, installed, connected, 

erected, protected, used, cleaned, and conditioned in 

accordance with instructions of the applicable Supplier, 

except as otherwise may be provided in the Contract Docu-

ments. 

 

6.04 Progress Schedule  

 

 A. CONTRACTOR shall adhere to the progress 

schedule established in accordance with paragraph 2.07 as it 

may be adjusted from time to time as provided below. 

 

1. CONTRACTOR shall submit to ENGINEER for 

acceptance (to the extent indicated in paragraph 2.07) 

proposed adjustments in the progress schedule that will 

not result in changing the Contract Times (or 

Milestones).  Such adjustments will conform generally to 

the progress schedule then in effect and additionally will 

comply with any provisions of the General Requirements 

applicable thereto. 

 

2. Proposed adjustments in the progress schedule that 

will change the Contract Times (or Milestones) shall be 

submitted in accordance with the requirements of Article 

12.  Such adjustments may only be made by a Change 

Order or Written Amendment in accordance with Article  
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6.05 Substitutes and “Or-Equals”  

 

 A. Whenever an item of material or equipment is 

specified or described in the Contract Documents by using 

the name of a proprietary item or the name of a particular 

Supplier, the specification or description is intended to 

establish the type, function, appearance, and quality 

required.  Unless the specification or description contains or 

is followed by words reading that no like, equivalent, or “or-

equal” item or no substitution is permitted, other items of 

material or equipment or material or equipment of other 

Suppliers may be submitted to ENGINEER for review under 

the circumstances described below. 

 

1. “Or-Equal” Items: If in ENGINEER’s sole discre-

tion an item of material or equipment proposed by CON-

TRACTOR is functionally equal to that named and 

sufficiently similar so that no change in related Work 

will be required, it may be considered by ENGINEER as 

an “or-equal” item, in which case review and approval of 

the proposed item may, in ENGINEER’s sole discretion, 

be accomplished without compliance with some or all of 

the requirements for approval of proposed substitute 

items.  For the purposes of this paragraph 6.05.A.1, a 

proposed item of material or equipment will be 

considered functionally equal to an item so named if:  

 

a. in the exercise of reasonable judgment 

ENGINEER determines that:  (i) it is at least equal 

in quality, durability, appearance, strength, and 

design characteristics; (ii) it will reliably perform at 

least equally well the function imposed by the design 

concept of the completed Project as a functioning 

whole, and; 

 

b. CONTRACTOR certifies that: (i) there is no 

increase in cost to the OWNER;  and (ii) it will 

conform substantially, even with deviations, to the 

detailed requirements of the item named in the 

Contract Documents. 

 

2. Substitute Items  

 

a. If in ENGINEER’s sole discretion an item of 

material or equipment proposed by CONTRACTOR 

does not qualify as an “or-equal” item under 

paragraph 6.05.A.1, it will be considered a proposed 

substitute item.   

 

b. CONTRACTOR shall submit sufficient infor-

mation as provided below to allow ENGINEER to 

determine that the item of material or equipment 

proposed is essentially equivalent to that named and 

an acceptable substitute therefore.  Requests for 

review of proposed substitute items of material or 

equipment will not be accepted by ENGINEER from 

anyone other than CONTRACTOR.  

 

c. The procedure for review by ENGINEER will 

be as set forth in paragraph 6.05.A.2.d, as 

supplemented in the General Requirements and as 

ENGINEER may decide is appropriate under the 

circumstances. 

  

d. CONTRACTOR shall first make written 

application to ENGINEER for review of a proposed 

substitute item of material or equipment that 

CONTRACTOR seeks to furnish or use.  The 

application shall certify that the proposed substitute 

item will perform adequately the functions and 

achieve the results called for by the general design, 

be similar in substance to that specified, and be 

suited to the same use as that specified.  The appli-

cation will state the extent, if any, to which the use 

of the proposed substitute item will prejudice 

CONTRACTOR’s achievement of Substantial 

Completion on time, whether or not use of the 

proposed substitute item in the Work will require a 

change in any of the Contract Documents (or in the 

provisions of any other direct contract with OWNER 

for work on the Project) to adapt the design to the 

proposed substitute item  and whether or not 

incorporation or use of the proposed substitute item 

in connection with the Work is subject to payment of 

any license fee or royalty.  All variations of the pro-

posed substitute item from that specified will be 

identified in the application, and available 

engineering, sales, maintenance, repair, and 

replacement services will be indicated.  The 

application will also contain an itemized estimate of 

all costs or credits that will result directly or indi-

rectly from use of such substitute item, including 

costs of redesign and claims of other contractors 

affected by any resulting change, all of which will be 

considered by ENGINEER in evaluating the 

proposed substitute item.  ENGINEER may require 

CONTRACTOR to furnish additional data about the 

proposed substitute item. 

 

 B. Substitute Construction Methods or Procedures:  If 

a specific means, method, technique, sequence, or procedure 

of construction is shown or indicated in and expressly 

required by the Contract Documents, CONTRACTOR may 

furnish or utilize a substitute means, method, technique, 

sequence, or procedure of construction approved by ENGI-

NEER. CONTRACTOR shall submit sufficient information 

to allow ENGINEER, in ENGINEER’s sole discretion, to 

determine that the substitute proposed is equivalent to that 

expressly called for by the Contract Documents.  The proce-

dure for review by ENGINEER will be similar to that 

provided in subparagraph 6.05.A.2. 

 

 C. Engineer’s Evaluation:  ENGINEER will be 

allowed a reasonable time within which to evaluate each 

proposal or submittal made pursuant to paragraphs 6.05.A 

and 6.05.B.  ENGINEER will be the sole judge of accept-
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ability.  No “or-equal” or substitute will be ordered, installed 

or utilized until ENGINEER’s review is complete, which 

will be evidenced by either a Change Order for a substitute 

or an approved Shop Drawing for an “or equal.”  

ENGINEER will advise CONTRACTOR in writing of any 

negative determination. 

 

 D. Special Guarantee:  OWNER may require CON-

TRACTOR to furnish at CONTRACTOR’s expense a 

special performance guarantee or other surety with respect 

to any substitute.  

 

 E. ENGINEER’s Cost Reimbursement:  ENGINEER 

will record time required by ENGINEER and ENGINEER’s 

Consultants in evaluating substitute proposed or submitted 

by CONTRACTOR pursuant to paragraphs 6.05.A.2 and 

6.05.B and in making changes in the Contract Documents 

(or in the provisions of any other direct contract with 

OWNER for work on the Project) occasioned thereby.  

Whether or not ENGINEER approves a substitute item so 

proposed or submitted by CONTRACTOR, CON-

TRACTOR shall reimburse OWNER for the charges of 

ENGINEER and ENGINEER’s Consultants for evaluating 

each such proposed substitute. 

 

 F. CONTRACTOR’s Expense: CONTRACTOR shall 

provide all data in support of any proposed substitute or “or-

equal” at CONTRACTOR’s expense. 

 

6.06 Concerning Subcontractors, Suppliers, and Others  

 

 A. CONTRACTOR shall not employ any Subcon-

tractor, Supplier, or other individual or entity (including 

those acceptable to OWNER as indicated in paragraph 

6.06.B), whether initially or as a replacement, against whom 

OWNER may have reasonable objection.  CONTRACTOR 

shall not be required to employ any Subcontractor, Supplier, 

or other individual or entity to furnish or perform any of the 

Work against whom CONTRACTOR has reasonable 

objection. 

 

 B. If the Supplementary Conditions require the identity 

of certain Subcontractors, Suppliers, or other individuals or 

entities to be submitted to OWNER in advance for 

acceptance by OWNER by a specified date prior to the 

Effective Date of the Agreement, and if CONTRACTOR 

has submitted a list thereof in accordance with the Supple-

mentary Conditions, OWNER’s acceptance (either in 

writing or by failing to make written objection thereto by the 

date indicated for acceptance or objection in the Bidding 

Documents or the Contract Documents) of any such Subcon-

tractor, Supplier, or other individual or entity so identified 

may be revoked on the basis of reasonable objection after 

due investigation.  CONTRACTOR shall submit an accept-

able replacement for the rejected Subcontractor, Supplier, or 

other individual or entity, and the Contract Price will be 

adjusted by the difference in the cost occasioned by such 

replacement, and an appropriate Change Order will be 

issued or Written Amendment signed.  No acceptance by 

OWNER of any such Subcontractor, Supplier, or other 

individual or entity, whether initially or as a replacement, 

shall constitute a waiver of any right of OWNER or ENGI-

NEER to reject defective Work. 

 

 C. CONTRACTOR shall be fully responsible to 

OWNER and ENGINEER for all acts and omissions of the 

Subcontractors, Suppliers, and other individuals or entities 

performing or furnishing any of the Work just as 

CONTRACTOR is responsible for CONTRACTOR’s own 

acts and omissions.  Nothing in the Contract Documents 

shall create for the benefit of any such Subcontractor, 

Supplier, or other individual or entity any contractual 

relationship between OWNER or ENGINEER and any such 

Subcontractor, Supplier or other individual or entity, nor 

shall it create any obligation on the part of OWNER or 

ENGINEER to pay or to see to the payment of any moneys 

due any such Subcontractor, Supplier, or other individual or 

entity except as may otherwise be required by Laws and 

Regulations. 

 

 D. CONTRACTOR shall be solely responsible for 

scheduling and coordinating the Work of Subcontractors, 

Suppliers, and other individuals or entities performing or 

furnishing any of the Work under a direct or indirect 

contract with CONTRACTOR.  

 

 E. CONTRACTOR shall require all Subcontractors, 

Suppliers, and such other individuals or entities performing 

or furnishing any of the Work to communicate with ENGI-

NEER through CONTRACTOR. 

 

 F. The divisions and sections of the Specifications and 

the identifications of any Drawings shall not control 

CONTRACTOR in dividing the Work among Subcon-

tractors or Suppliers or delineating the Work to be 

performed by any specific trade. 

 

 G. All Work performed for CONTRACTOR by a 

Subcontractor or Supplier will be pursuant to an appropriate 

agreement between CONTRACTOR and the Subcontractor 

or Supplier which specifically binds the Subcontractor or 

Supplier to the applicable terms and conditions of the 

Contract Documents for the benefit of OWNER and 

ENGINEER.  Whenever any such agreement is with a 

Subcontractor or Supplier who is listed as an additional 

insured on the property insurance provided in paragraph 

5.06, the agreement between the CONTRACTOR and the 

Subcontractor or Supplier will contain provisions whereby 

the Subcontractor or Supplier waives all rights against 

OWNER, CONTRACTOR, ENGINEER, ENGINEER’s 

Consultants, and all other individuals or entities identified in 

the Supplementary Conditions to be listed as insureds or 

additional insureds (and the officers, directors, partners, 

employees, agents, and other consultants and subcontractors 

of each and any of them) for all losses and damages caused 

by, arising out of, relating to, or resulting from any of the 
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perils or causes of loss covered by such policies and any 

other property insurance applicable to the Work.  If the 

insurers on any such policies require separate waiver forms 

to be signed by any Subcontractor or Supplier, CONTRAC-

TOR will obtain the same. 

 

6.07 Patent Fees and Royalties  

 

 A. CONTRACTOR shall pay all license fees and 

royalties and assume all costs incident to the use in the 

performance of the Work or the incorporation in the Work 

of any invention, design, process, product, or device which 

is the subject of patent rights or copyrights held by others.  

If a particular invention, design, process, product, or device 

is specified in the Contract Documents for use in the 

performance of the Work and if to the actual knowledge of 

OWNER or ENGINEER its use is subject to patent rights or 

copyrights calling for the payment of any license fee or 

royalty to others, the existence of such rights shall be 

disclosed by OWNER in the Contract Documents.  To the 

fullest extent permitted by Laws and Regulations, 

CONTRACTOR shall indemnify and hold harmless 

OWNER, ENGINEER, ENGINEER’s Consultants, and the 

officers, directors, partners, employees or agents, and other 

consultants of each and any of them from and against all 

claims, costs, losses, and damages (including but not limited 

to all fees and charges of engineers, architects, attorneys, 

and other professionals and all court or arbitration or other 

dispute resolution costs) arising out of or relating to any 

infringement of patent rights or copyrights incident to the 

use in the performance of the Work or resulting from the 

incorporation in the Work of any invention, design, process, 

product, or device not specified in the Contract Documents. 

 

6.08 Permits  

 

 A. Unless otherwise provided in the Supplementary 

Conditions, CONTRACTOR shall obtain and pay for all 

construction permits and licenses.  OWNER shall assist 

CONTRACTOR, when necessary, in obtaining such permits 

and licenses.  CONTRACTOR shall pay all governmental 

charges and inspection fees necessary for the prosecution of 

the Work which are applicable at the time of opening of 

Bids, or, if there are no Bids, on the Effective Date of the 

Agreement.  CONTRACTOR shall pay all charges of utility 

owners for connections to the Work, and OWNER shall pay 

all charges of such utility owners for capital costs related 

thereto, such as plant investment fees. 

 

6.09 Laws and Regulations  

 

 A. CONTRACTOR shall give all notices and comply 

with all Laws and Regulations applicable to the performance 

of the Work.  Except where otherwise expressly required by 

applicable Laws and Regulations, neither OWNER nor 

ENGINEER shall be responsible for monitoring 

CONTRACTOR’s compliance with any Laws or 

Regulations. 

 B. If CONTRACTOR performs any Work knowing or 

having reason to know that it is contrary to Laws or 

Regulations, CONTRACTOR shall bear all claims, costs, 

losses, and damages (including but not limited to all fees and 

charges of engineers, architects, attorneys, and other 

professionals and all court or arbitration or other dispute 

resolution costs) arising out of or relating to such Work; 

however, it shall not be CONTRACTOR’s primary 

responsibility to make certain that the Specifications and 

Drawings are in accordance with Laws and Regulations, but 

this shall not relieve CONTRACTOR of CONTRACTOR’s 

obligations under paragraph 3.03. 

 

 C. Changes in Laws or Regulations not known at the 

time of opening of Bids (or, on the Effective Date of the 

Agreement if there were no Bids) having an effect on the 

cost or time of performance of the Work may be the subject 

of an adjustment in Contract Price or Contract Times.  If 

OWNER and CONTRACTOR are unable to agree on 

entitlement to or on the amount or extent, if any, of any such 

adjustment, a Claim may be made therefore as provided in 

paragraph 10.05. 

 

6.10 Taxes  

 

 A. CONTRACTOR shall pay all sales, consumer, use, 

and other similar taxes required to be paid by CONTRAC-

TOR in accordance with the Laws and Regulations of the 

place of the Project which are applicable during the 

performance of the Work. 

 

6.11 Use of Site and Other Areas  

 

 A. Limitation on Use of Site and Other Areas 

 

1. CONTRACTOR shall confine construction equip-

ment, the storage of materials and equipment, and the 

operations of workers to the Site and other areas 

permitted by Laws and Regulations, and shall not 

unreasonably encumber the Site and other areas with 

construction equipment or other materials or equipment.  

CONTRACTOR shall assume full responsibility for any 

damage to any such land or area, or to the owner or 

occupant thereof, or of any adjacent land or areas 

resulting from the performance of the Work.   

 

2. Should any claim be made by any such owner or 

occupant because of the performance of the Work, 

CONTRACTOR shall promptly settle with such other 

party by negotiation or otherwise resolve the claim by 

arbitration or other dispute resolution proceeding or at 

law. 

 

3. To the fullest extent permitted by Laws and Regula-

tions, CONTRACTOR shall indemnify and hold 

harmless OWNER, ENGINEER, ENGINEER’s 

Consultant, and the officers, directors, partners, 

employees, agents, and other consultants of each and any 
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of them from and against all claims, costs, losses, and 

damages (including but not limited to all fees and 

charges of engineers, architects, attorneys, and other 

professionals and all court or arbitration or other dispute 

resolution costs) arising out of or relating to any claim or 

action, legal or equitable, brought by any such owner or 

occupant against OWNER, ENGINEER, or any other 

party indemnified hereunder to the extent caused by or 

based upon CONTRACTOR's performance of the Work. 

 

 B. Removal of Debris During Performance of the 

Work:  During the progress of the Work CONTRACTOR 

shall keep the Site and other areas free from accumulations 

of waste materials, rubbish, and other debris.  Removal and 

disposal of such waste materials, rubbish, and other debris 

shall conform to applicable Laws and Regulations. 

 

 C. Cleaning:  Prior to Substantial Completion of the 

Work CONTRACTOR shall clean the Site and make it 

ready for utilization by OWNER.  At the completion of the 

Work CONTRACTOR shall remove from the Site all tools, 

appliances, construction equipment and machinery, and 

surplus materials and shall restore to original condition all 

property not designated for alteration by the Contract 

Documents. 

 

 D. Loading Structures:  CONTRACTOR shall not load 

nor permit any part of any structure to be loaded in any 

manner that will endanger the structure, nor shall 

CONTRACTOR subject any part of the Work or adjacent 

property to stresses or pressures that will endanger it. 

 

6.12 Record Documents  

 

 A. CONTRACTOR shall maintain in a safe place at the 

Site one record copy of all Drawings, Specifications, 

Addenda, Written Amendments, Change Orders, Work 

Change Directives, Field Orders, and written interpretations 

and clarifications in good order and annotated to show 

changes made during construction.  These record documents 

together with all approved Samples and a counterpart of all 

approved Shop Drawings will be available to ENGINEER 

for reference.  Upon completion of the Work, these record 

documents, Samples, and Shop Drawings will be delivered 

to ENGINEER for OWNER. 

 

6.13 Safety and Protection  

 

 A. CONTRACTOR shall be solely responsible for 

initiating, maintaining and supervising all safety precautions 

and programs in connection with the Work.  

CONTRACTOR shall take all necessary precautions for the 

safety of, and shall provide the necessary protection to 

prevent damage, injury or loss to: 

 

1. all persons on the  Site or who may be affected by 

the Work; 

 

2. all the Work and materials and equipment to be 

incorporated therein, whether in storage on or off the 

Site; and 

 

3. other property at the Site or adjacent thereto, 

including trees, shrubs, lawns, walks, pavements, 

roadways, structures, utilities, and Underground Facili-

ties not designated for removal, relocation, or 

replacement in the course of construction. 

 

 B. CONTRACTOR shall comply with all applicable 

Laws and Regulations relating to the safety of persons or 

property, or to the protection of persons or property from 

damage, injury, or loss; and shall erect and maintain all 

necessary safeguards for such safety and protection.  

CONTRACTOR shall notify owners of adjacent property 

and of Underground Facilities and other utility owners when 

prosecution of the Work may affect them, and shall 

cooperate with them in the protection, removal, relocation, 

and replacement of their property.  All damage, injury, or 

loss to any property referred to in paragraph 6.13.A.2 or 

6.13.A.3 caused, directly or indirectly, in whole or in part, 

by CONTRACTOR, any Subcontractor, Supplier, or any 

other individual or entity directly or indirectly employed by 

any of them to perform any of the Work, or anyone for 

whose acts any of them may be liable, shall be remedied by 

CONTRACTOR (except damage or loss attributable to the 

fault of Drawings or Specifications or to the acts or 

omissions of OWNER or ENGINEER or ENGINEER’s 

Consultant, or anyone employed by any of them, or anyone 

for whose acts any of them may be liable, and not 

attributable, directly or indirectly, in whole or in part, to the 

fault or negligence of CONTRACTOR or any 

Subcontractor, Supplier, or other individual or entity directly 

or indirectly employed by any of them).  CONTRACTOR’s 

duties and responsibilities for safety and for protection of 

the Work shall continue until such time as all the Work is 

completed and ENGINEER has issued a notice to OWNER 

and CONTRACTOR in accordance with paragraph 14.07.B 

that the Work is acceptable (except as otherwise expressly 

provided in connection with Substantial Completion). 

 

6.14 Safety Representative  

 

A. CONTRACTOR shall designate a qualified and 

experienced safety representative at the Site whose duties 

and responsibilities shall be the prevention of accidents and 

the maintaining and supervising of safety precautions and 

programs. 

 

6.15 Hazard Communication Programs  

  

 A. CONTRACTOR shall be responsible for coordi-

nating any exchange of material safety data sheets or other 

hazard communication information required to be made 

available to or exchanged between or among employers at 

the Site in accordance with Laws or Regulations. 
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6.16 Emergencies  

 

 A. In emergencies affecting the safety or protection of 

persons or the Work or property at the Site or adjacent 

thereto, CONTRACTOR is obligated to act to prevent 

threatened damage, injury, or loss.  CONTRACTOR shall 

give ENGINEER prompt written notice if CONTRACTOR 

believes that any significant changes in the Work or 

variations from the Contract Documents have been caused 

thereby or are required as a result thereof.  If ENGINEER 

determines that a change in the Contract Documents is 

required because of the action taken by CONTRACTOR in 

response to such an emergency, a Work Change Directive or 

Change Order will be issued. 

 

6.17 Shop Drawings and Samples  

 

 A. CONTRACTOR shall submit Shop Drawings to 

ENGINEER for review and approval in accordance with the 

acceptable schedule of Shop Drawings and Sample 

submittals.  All submittals will be identified as ENGINEER 

may require and in the number of copies specified in the 

General Requirements.  The data shown on the Shop 

Drawings will be complete with respect to quantities, dimen-

sions, specified performance and design criteria, materials, 

and similar data to show ENGINEER the services, materials, 

and equipment CONTRACTOR proposes to provide and to 

enable ENGINEER to review the information for the limited 

purposes required by paragraph 6.17.E. 

 

 B. CONTRACTOR shall also submit Samples to 

ENGINEER for review and approval in accordance with the 

acceptable schedule of Shop Drawings and Sample 

submittals.  Each Sample will be identified clearly as to 

material, Supplier, pertinent data such as catalog numbers, 

and the use for which intended and otherwise as ENGI-

NEER may require to enable ENGINEER to review the 

submittal for the limited purposes required by paragraph. 

  

 C. The numbers of each Sample to be submitted will be 

as specified in the Specifications. 

 

 D. Where a Shop Drawing or Sample is required by the 

Contract Documents or the schedule of Shop Drawings and 

Sample submittals acceptable to ENGINEER as required by 

paragraph 2.07, any related Work performed prior to 

ENGINEER’s review and approval of the pertinent 

submittal will be at the sole expense and responsibility of 

CONTRACTOR. 

 

 E. Submittal Procedures   

 

1. Before submitting each Shop Drawing or Sample, 

CONTRACTOR shall have determined and verified: 

 

a. all field measurements, quantities, dimensions, 

specified performance criteria, installation require-

ments, materials, catalog numbers, and similar 

information with respect thereto; 

 

b. all materials with respect to intended use, 

fabrication, shipping, handling, storage, assembly, 

and installation pertaining to the performance of the 

Work; 

 

c. all information relative to means, methods, tech-

niques, sequences, and procedures of construction 

and safety precautions and programs incident 

thereto; and 

 

d. CONTRACTOR shall also have reviewed and 

coordinated each Shop Drawing or Sample with 

other Shop Drawings and Samples and with the 

requirements of the Work and the Contract Docu-

ments. 

 

2. Each submittal shall bear a stamp or specific written 

indication that CONTRACTOR has satisfied 

CONTRACTOR’s obligations under the Contract 

Documents with respect to CONTRACTOR’s review 

and approval of that submittal. 

 

3. At the time of each submittal, CONTRACTOR shall 

give ENGINEER specific written notice of such 

variations, if any, that the Shop Drawing or Sample 

submitted may have from the requirements of the 

Contract Documents, such notice to be in a written com-

munication separate from the submittal; and, in addition, 

shall cause a specific notation to be made on each Shop 

Drawing and Sample submitted to ENGINEER for 

review and approval of each such variation.  

 

 F. ENGINEER’s Review 

 

1. ENGINEER will timely review and approve Shop 

Drawings and Samples in accordance with the schedule 

of Shop Drawings and Sample submittals acceptable to 

ENGINEER.  ENGINEER’s review and approval will be 

only to determine if the items covered by the submittals 

will, after installation or incorporation in the Work, con-

form to the information given in the Contract Documents 

and be compatible with the design concept of the 

completed Project as a functioning whole as indicated by 

the Contract Documents.   

 

2. ENGINEER’s review and approval will not extend 

to means, methods, techniques, sequences, or procedures 

of construction (except where a particular means, 

method, technique, sequence, or procedure of con-

struction is specifically and expressly called for by the 

Contract Documents) or to safety precautions or 

programs incident thereto.  The review and approval of a 

separate item as such will not indicate approval of the 

assembly in which the item functions. 
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3. ENGINEER’s review and approval of Shop 

Drawings or Samples shall not relieve CONTRACTOR 

from responsibility for any variation from the require-

ments of the Contract Documents unless CONTRAC-

TOR has in writing called ENGINEER’s attention to 

each such variation at the time of each submittal as re-

quired by paragraph 6.17.D.3 and ENGINEER has given 

written approval of each such variation by specific 

written notation thereof incorporated in or accompanying 

the Shop Drawing or Sample approval; nor will any 

approval by ENGINEER relieve CONTRACTOR from 

responsibility for complying with the requirements of 

paragraph 6.17.D.1. 

 

 G. Resubmittal Procedures 

 

1. CONTRACTOR shall make corrections required by 

ENGINEER and shall return the required number of cor-

rected copies of Shop Drawings and submit as required 

new Samples for review and approval. CONTRACTOR 

shall direct specific attention in writing to revisions other 

than the corrections called for by ENGINEER on previ-

ous submittals. 

 

6.18 Continuing the Work  

 

 A. CONTRACTOR shall carry on the Work and adhere 

to the progress schedule during all disputes or disagreements 

with OWNER.  No Work shall be delayed or postponed 

pending resolution of any disputes or disagreements, except 

as permitted by paragraph 15.04 or as OWNER and 

CONTRACTOR may otherwise agree in writing. 

 

6.19 CONTRACTOR’s General Warranty and Guarantee  

 

 A. CONTRACTOR warrants and guarantees to 

OWNER, ENGINEER, and ENGINEER’s Consultants that 

all Work will be in accordance with the Contract Documents 

and will not be defective.  CONTRACTOR’s warranty and 

guarantee hereunder excludes defects or damage caused by: 

 

1. abuse, modification, or improper maintenance or 

operation by persons other than CONTRACTOR, Sub-

contractors, Suppliers, or any other individual or entity 

for whom CONTRACTOR is responsible; or  

 

2. normal wear and tear under normal usage. 

 

 B. CONTRACTOR’s obligation to perform and 

complete the Work in accordance with the Contract 

Documents shall be absolute.  None of the following will 

constitute an acceptance of Work that is not in accordance 

with the Contract Documents or a release of 

CONTRACTOR’s obligation to perform the Work in 

accordance with the Contract Documents: 

 

 1. observations by ENGINEER; 

 

2. recommendation by ENGINEER or payment by 

OWNER of any progress or final payment; 

 

3. the issuance of a certificate of Substantial 

Completion by ENGINEER or any payment related 

thereto by OWNER;  

 

4. use or occupancy of the Work or any part thereof by 

OWNER; 

 

5. any acceptance by OWNER or any failure to do so; 

 

6. any review and approval of a Shop Drawing or 

Sample submittal or the issuance of a notice of accept-

ability by ENGINEER; 

 

 7. any inspection, test, or approval by others; or 

 

8. any correction of defective Work by OWNER. 

 

6.20 Indemnification  

 

 A. To the fullest extent permitted by Laws and Regula-

tions, CONTRACTOR shall indemnify and hold harmless 

OWNER, ENGINEER, ENGINEER’s Consultants, and the 

officers, directors, partners, employees, agents, and other 

consultants and subcontractors of each and any of them from 

and against all claims, costs, losses, and damages (including 

but not limited to all fees and charges of engineers, 

architects, attorneys, and other professionals and all court or 

arbitration or other dispute resolution costs) arising out of or 

relating to the performance of the Work, provided that any 

such claim, cost, loss, or damage: 

 

1. is attributable to bodily injury, sickness, disease, or 

death, or to injury to or destruction of tangible property 

(other than the Work itself), including the loss of use 

resulting there from; and  

 

2.  is caused in whole or in part by any negligent act or 

omission of CONTRACTOR, any Subcontractor, any 

Supplier, or any individual or entity directly or indirectly 

employed by any of them to perform any of the Work or 

anyone for whose acts any of them may be liable, 

regardless of whether or not caused in part by any 

negligence or omission of an individual or entity indem-

nified hereunder or whether liability is imposed upon 

such indemnified party by Laws and Regulations regard-

less of the negligence of any such individual or entity. 

 

 B. In any and all claims against OWNER or ENGI-

NEER or any of their respective consultants, agents, 

officers, directors, partners, or employees by any employee 

(or the survivor or personal representative of such 

employee) of CONTRACTOR, any Subcontractor, any 

Supplier, or any individual or entity directly or indirectly 

employed by any of them to perform any of the Work, or 

anyone for whose acts any of them may be liable, the 
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indemnification obligation under paragraph 6.20.A shall not 

be limited in any way by any limitation on the amount or 

type of damages, compensation, or benefits payable by or 

for CONTRACTOR or any such Subcontractor, Supplier, or 

other individual or entity under workers’ compensation acts, 

disability benefit acts, or other employee benefit acts. 

 

 C. The indemnification obligations of CONTRACTOR 

under paragraph 6.20.A shall not extend to the liability of 

ENGINEER and ENGINEER’s Consultants or to the 

officers, directors, partners, employees, agents, and other 

consultants and subcontractors of each and any of them 

arising out of: 

 

1. the preparation or approval of, or the failure to 

prepare or approve, maps, Drawings, opinions, reports, 

surveys, Change Orders, designs, or Specifications; or 

 

2. giving directions or instructions, or failing to give 

them, if that is the primary cause of the injury or damage. 

 

ARTICLE 7 - OTHER WORK 

 

7.01 Related Work at Site  

 

 A. OWNER may perform other work related to the 

Project at the Site by OWNER’s employees, or let other 

direct contracts therefore, or have other work performed by 

utility owners.  If  such other work is not noted in the Con-

tract Documents, then:  

 

1. written notice thereof will be given to CONTRAC-

TOR prior to starting any such other work; and  

 

2. if OWNER and CONTRACTOR are unable to agree 

on entitlement to or on the amount or extent, if any, of 

any adjustment in the Contract Price or Contract Times 

that should be allowed as a result of such other work, a 

Claim may be made therefore as provided in  paragraph 

10.05.   

 

 B. CONTRACTOR shall afford each other contractor 

who is a party to such a direct contract and each utility 

owner (and OWNER, if OWNER is performing the other 

work with OWNER’s employees) proper and safe access to 

the Site and a reasonable opportunity for the introduction 

and storage of materials and equipment and the execution of 

such other work and shall properly coordinate the Work 

with theirs.  Unless otherwise provided in the Contract 

Documents, CONTRACTOR shall do all cutting, fitting, and 

patching of the Work that may be required to properly 

connect or otherwise make its several parts come together 

and properly integrate with such other work.  CON-

TRACTOR shall not endanger any work of others by 

cutting, excavating, or otherwise altering their work and will 

only cut or alter their work with the written consent of 

ENGINEER and the others whose work will be affected.  

The duties and responsibilities of CONTRACTOR under 

this paragraph are for the benefit of such utility owners and 

other contractors to the extent that there are comparable 

provisions for the benefit of CONTRACTOR in said direct 

contracts between OWNER and such utility owners and 

other contractors. 

 

C.   If the proper execution or results of any part of 

CONTRACTOR’s Work depends upon work performed by 

others under this Article 7, CONTRACTOR shall inspect 

such other work and promptly report to ENGINEER in 

writing any delays, defects, or deficiencies in such other 

work that render it unavailable or unsuitable for the proper 

execution and results of CONTRACTOR’s Work.  

CONTRACTOR’s failure to so report will constitute an 

acceptance of such other work as fit and proper for 

integration with CONTRACTOR’s Work except for latent 

defects and deficiencies in such other work. 

 

7.02 Coordination 

 

 A. If OWNER intends to contract with others for the 

performance of other work on the Project at the Site, the 

following will be set forth in Supplementary Conditions: 

 

1. the individual or entity who will have authority and 

responsibility for coordination of the activities among 

the various contractors will be identified; 

 

2. the specific matters to be covered by such authority 

and responsibility will be itemized; and 

 

3. the extent of such authority and responsibilities will 

be provided. 

 

 B. Unless otherwise provided in the Supplementary 

Conditions, OWNER shall have sole authority and respon-

sibility for such coordination. 

 

ARTICLE 8 - OWNER’S RESPONSIBILITIES 

 

8.01 Communications to Contractor  

 

 A. Except as otherwise provided in these General 

Conditions, OWNER shall issue all communications to 

CONTRACTOR through ENGINEER. 

 

8.02 Replacement of ENGINEER  

 

 A. In case of termination of the employment of ENGI-

NEER, OWNER shall appoint an engineer to whom 

CONTRACTOR makes no reasonable objection, whose 

status under the Contract Documents shall be that of the 

former ENGINEER. 

 

8.03 Furnish Data  

 

 A. OWNER shall promptly furnish the data required of 

OWNER under the Contract Documents. 
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8.04 Pay Promptly When Due  

 

 A. OWNER shall make payments to CONTRACTOR 

promptly when they are due as provided in paragraphs 

14.02.C and 14.07.C. 

 

8.05 Lands and Easements; Reports and Tests  

 

 A. OWNER’s duties in respect of providing lands and 

easements and providing engineering surveys to establish 

reference points are set forth in paragraphs 4.01 and 4.05. 

Paragraph 4.02 refers to OWNER’s identifying and making 

available to CONTRACTOR copies of reports of explora-

tions and tests of subsurface conditions and drawings of 

physical conditions in or relating to existing surface or 

subsurface structures at or contiguous to the Site that have 

been utilized by ENGINEER in preparing the Contract 

Documents. 

 

8.06 Insurance  

 

 A. OWNER’s responsibilities, if any, in respect to pur-

chasing and maintaining liability and property insurance are 

set forth in Article 5. 

 

8.07 Change Orders  

 

 A. OWNER is obligated to execute Change Orders as 

indicated in paragraph 10.03. 

 

8.08 Inspections, Tests, and Approvals  

 

 A. OWNER’s responsibility in respect to certain 

inspections, tests, and approvals is set forth in paragraph 

13.03.B. 

 

8.09 Limitations on OWNER’s Responsibilities  

 

 A. The OWNER shall not supervise, direct, or have 

control or authority over, nor be responsible for, 

CONTRACTOR’s means, methods, techniques, sequences, 

or procedures of construction, or the safety precautions and 

programs incident thereto, or for any failure of CON-

TRACTOR to comply with Laws and Regulations applica-

ble to the performance of the Work.  OWNER will not be 

responsible for CONTRACTOR’s failure to perform the 

Work in accordance with the Contract Documents. 

 

8.10 Undisclosed Hazardous Environmental Condition  

 

 A. OWNER’s responsibility in respect to an undis-

closed Hazardous Environmental Condition is set forth in 

paragraph 4.06. 

 

8.11 Evidence of Financial Arrangements  

 

 A. If and to the extent OWNER has agreed to furnish 

CONTRACTOR reasonable evidence that financial 

arrangements have been made to satisfy OWNER’s 

obligations under the Contract Documents, OWNER’s 

responsibility in respect thereof will be as set forth in the 

Supplementary Conditions. 

 

ARTICLE 9 - ENGINEER’S STATUS DURING 

CONSTRUCTION 

 

9.01 OWNER’S Representative 

 

 A. ENGINEER will be OWNER’s representative 

during the construction period.  The duties and responsi-

bilities and the limitations of authority of ENGINEER as 

OWNER’s representative during construction are set forth in 

the Contract Documents and will not be changed without 

written consent of OWNER and ENGINEER. 

 

9.02 Visits to Site  

 

 A. ENGINEER will make visits to the Site at intervals 

appropriate to the various stages of construction as 

ENGINEER deems necessary in order to observe as an 

experienced and qualified design professional the progress 

that has been made and the quality of the various aspects of 

CONTRACTOR’s executed Work.  Based on information 

obtained during such visits and observations, ENGINEER, 

for the benefit of OWNER, will determine, in general, if the 

Work is proceeding in accordance with the Contract 

Documents.  ENGINEER will not be required to make 

exhaustive or continuous inspections on the Site to check the 

quality or quantity of the Work.  ENGINEER’s efforts will 

be directed toward providing for OWNER a greater degree 

of confidence that the completed Work will conform 

generally to the Contract Documents.  On the basis of such 

visits and observations, ENGINEER will keep OWNER 

informed of the progress of the Work and will endeavor to 

guard OWNER against defective Work. 

 

 B. ENGINEER’s visits and observations are subject to 

all the limitations on ENGINEER’s authority and 

responsibility set forth in paragraph 9.10, and particularly, 

but without limitation, during or as a result of ENGINEER's  

visits or observations of CONTRACTOR's Work 

ENGINEER will not supervise, direct, control, or have 

authority over or be responsible for CONTRACTOR’s 

means, methods, techniques, sequences, or procedures of 

construction, or the safety precautions and programs 

incident thereto, or for any failure of CONTRACTOR to 

comply with Laws and Regulations applicable to the 

performance of the Work. 

 

9.03 Project Representative  

 

 A. If OWNER and ENGINEER agree, ENGINEER 

will furnish a Resident Project Representative to assist 

ENGINEER in providing more extensive observation of the 

Work.  The responsibilities and authority and limitations 

thereon of any such Resident Project Representative and 
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assistants will be as provided in paragraph 9.10 and in the 

Supplementary Conditions.  If OWNER designates another 

representative or agent to represent OWNER at the Site who 

is not ENGINEER’s Consultant, agent or employee, the 

responsibilities and authority and limitations thereon of such 

other individual or entity will be as provided in the Supple-

mentary Conditions. 

 

9.04 Clarifications and Interpretations  

 

A. ENGINEER will issue with reasonable prompt-

ness such written clarifications or interpretations of the 

requirements of the Contract Documents as ENGINEER 

may determine necessary, which shall be consistent with the 

intent of and reasonably inferable from the Contract Docu-

ments.  Such written clarifications and interpretations will be 

binding on OWNER and CONTRACTOR.  If OWNER and 

CONTRACTOR are unable to agree on entitlement to or on 

the amount or extent, if any, of any adjustment in the 

Contract Price or Contract Times, or both, that should be 

allowed as a result of a written clarification or interpretation, 

a Claim may be made therefore as provided in paragraph 

10.05. 

 

9.05 Authorized Variations in Work  

 

 A. ENGINEER may authorize minor variations in the 

Work from the requirements of the Contract Documents 

which do not involve an adjustment in the Contract Price or 

the Contract Times and are compatible with the design 

concept of the completed Project as a functioning whole as 

indicated by the Contract Documents.  These may be 

accomplished by a Field Order and will be binding on 

OWNER and also on CONTRACTOR, who shall perform 

the Work involved promptly.  If OWNER and CONTRAC-

TOR are unable to agree on entitlement to or on the amount 

or extent, if any, of any adjustment in the Contract Price or 

Contract Times, or both, as a result of  a Field Order, a 

Claim may be made therefore as provided in paragraph 

10.05. 

 

9.06 Rejecting Defective Work  

 

 A. ENGINEER will have authority to disapprove or 

reject Work which ENGINEER believes to be defective, or 

that ENGINEER believes will not produce a completed 

Project that conforms to the Contract Documents or that will 

prejudice the integrity of the design concept of the 

completed Project as a functioning whole as indicated by the 

Contract Documents.  ENGINEER will also have authority 

to require special inspection or testing of the Work as 

provided in paragraph 13.04, whether or not the Work is 

fabricated, installed, or completed. 

 

9.07 Shop Drawings, Change Orders and Payments  

 

 A. In connection with ENGINEER’s authority as to 

Shop Drawings and Samples, see paragraph 6.17. 

 B. In connection with ENGINEER’s authority as to 

Change Orders, see Articles 10, 11, and 12. 

 

C.   In connection with ENGINEER’s authority as to 

Applications for Payment, see Article 14. 

 

9.08 Determinations for Unit Price Work  

 

 A. ENGINEER will determine the actual quantities and 

classifications of Unit Price Work performed by 

CONTRACTOR.  ENGINEER will review with CON-

TRACTOR the ENGINEER’s preliminary determinations 

on such matters before rendering a written decision thereon 

(by recommendation of an Application for Payment or 

otherwise).  ENGINEER’s written decision thereon will be 

final and binding (except as modified by ENGINEER to 

reflect changed factual conditions or more accurate data) 

upon OWNER and CONTRACTOR, subject to the 

provisions of paragraph 10.05. 

 

9.09 Decisions on Requirements of Contract Documents 

and Acceptability of Work  

 

 A. ENGINEER will be the initial interpreter of the 

requirements of the Contract Documents and judge of the 

acceptability of the Work thereunder.  Claims, disputes and 

other matters relating to the acceptability of the Work, the 

quantities and classifications of Unit Price Work, the 

interpretation of the requirements of the Contract 

Documents pertaining to the performance of the Work, and 

Claims seeking changes in the Contract Price or Contract 

Times will be referred initially to ENGINEER in writing, in 

accordance with the provisions of paragraph 10.05, with a 

request for a formal decision.    

 

 B. When functioning as interpreter and judge under this 

paragraph 9.09, ENGINEER will not show partiality to 

OWNER or CONTRACTOR and will not be liable in 

connection with any interpretation or decision rendered in 

good faith in such capacity.  The rendering of a decision by 

ENGINEER pursuant to this paragraph 9.09 with respect to 

any such Claim, dispute, or other matter (except any which 

have been waived by the making or acceptance of final 

payment as provided in paragraph 14.07) will be a condition 

precedent to any exercise by OWNER or CONTRACTOR 

of such rights or remedies as either may otherwise have 

under the Contract Documents or by Laws or Regulations in 

respect of any such Claim, dispute, or other matter.  

 

9.10 Limitations on ENGINEER’s Authority and Respon-

sibilities  

 

 A. Neither ENGINEER’s authority or responsibility 

under this Article 9 or under any other provision of the 

Contract Documents nor any decision made by ENGINEER 

in good faith either to exercise or not exercise such authority 

or responsibility or the undertaking, exercise, or 

performance of any authority or responsibility by 
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ENGINEER shall create, impose, or give rise to any duty in 

contract, tort, or otherwise owed by ENGINEER to 

CONTRACTOR, any Subcontractor, any Supplier, any 

other individual or entity, or to any surety for or employee 

or agent of any of them. 

 

 B. ENGINEER will not supervise,  direct, control, or 

have authority over or be responsible for CONTRACTOR’s 

means, methods, techniques, sequences, or procedures of 

construction, or the safety precautions and programs 

incident thereto, or for any failure of CONTRACTOR to 

comply with Laws and Regulations applicable to the perfor-

mance of the Work.  ENGINEER will not be responsible for 

CONTRACTOR’s failure to perform the Work in accor-

dance with the Contract Documents. 

 

 C. ENGINEER will not be responsible for the acts or 

omissions of CONTRACTOR or of any Subcontractor, any 

Supplier, or of any other individual or entity performing  any 

of the Work. 

 

 D. ENGINEER’s review of the final Application for 

Payment and accompanying documentation and all mainte-

nance and operating instructions, schedules, guarantees, 

Bonds, certificates of inspection, tests and approvals, and 

other documentation required to be delivered by paragraph 

14.07.A will only be to determine generally that their 

content complies with the requirements of, and in the case of 

certificates of inspections, tests, and approvals that the 

results certified indicate compliance with, the Contract 

Documents. 

 

 E. The limitations upon authority and responsibility set 

forth in this paragraph 9.10 shall also apply to 

ENGINEER’s Consultants, Resident Project Representative, 

and assistants. 

 

ARTICLE 10 - CHANGES IN THE WORK; CLAIMS 

 

10.01 Authorized Changes in the Work  

 

 A. Without invalidating the Agreement and without 

notice to any surety, OWNER may, at any time or from time 

to time, order additions, deletions, or revisions in the Work 

by a Written Amendment, a Change Order, or a Work 

Change Directive.  Upon receipt of any such document, 

CONTRACTOR shall promptly proceed with the Work 

involved which will be performed under the applicable 

conditions of the Contract Documents (except as otherwise 

specifically provided). 

 

 B. If OWNER and CONTRACTOR are unable to 

agree on entitlement to, or on the amount or extent, if any, of 

an adjustment in the Contract Price or Contract Times, or 

both, that should be allowed as a result of a Work Change 

Directive, a Claim may be made therefore as provided in 

paragraph 10.05. 

 

10.02 Unauthorized Changes in the Work  

 

A. CONTRACTOR shall not be entitled to an increase 

in the Contract Price or an extension of the Contract Times 

with respect to any work performed that is not required by 

the Contract Documents as amended, modified, or 

supplemented as provided in paragraph 3.04, except in the 

case of an emergency as provided in paragraph 6.16 or in 

the case of uncovering Work as provided in paragraph 

13.04.B. 

 

10.03 Execution of Change Orders  

 

 A. OWNER and CONTRACTOR shall execute 

appropriate Change Orders recommended by ENGINEER 

(or Written Amendments) covering: 

 

1. changes in the Work which are: (i) ordered by 

OWNER pursuant to paragraph 10.01.A, (ii) required 

because of acceptance of defective Work under para-

graph 13.08.A or OWNER’s correction of defective 

Work under paragraph 13.09, or (iii) agreed to by the 

parties; 

 

2. changes in the Contract Price or Contract Times 

which are agreed to by the parties, including any 

undisputed sum or amount of time for Work actually 

performed in accordance with a Work Change 

Directive; and 

 

3. changes in the Contract Price or Contract Times 

which embody the substance of any written decision 

rendered by ENGINEER pursuant to paragraph 10.05; 

provided that, in lieu of executing any such Change 

Order, an appeal may be taken from any such decision 

in accordance with the provisions of the Contract 

Documents and applicable Laws and Regulations, but 

during any such appeal, CONTRACTOR shall carry on 

the Work and adhere to the progress schedule as 

provided in paragraph 6.18.A. 

 

10.04 Notification to Surety  

 

 A. If notice of any change affecting the general scope 

of the Work or the provisions of the Contract Documents 

(including, but not limited to, Contract Price or Contract 

Times) is required by the provisions of any Bond to be given 

to a surety, the giving of any such notice will be 

CONTRACTOR’s responsibility. The amount of each 

applicable Bond will be adjusted  to reflect the effect of any 

such change. 

 

10.05 Claims and Disputes  

 

 A. Notice:  Written notice stating the general nature of 

each Claim, dispute, or other matter shall be delivered by the 

claimant to ENGINEER and the other party to the Contract 

promptly (but in no event later than 30 days) after the start 
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of the event giving rise thereto.  Notice of the amount or 

extent of the Claim, dispute, or other matter with supporting 

data shall be delivered to the ENGINEER and the other 

party to the Contract within 60 days after the start of such 

event (unless ENGINEER allows additional time for 

claimant to submit additional or more accurate data in 

support of such Claim, dispute, or other matter).  A Claim 

for an adjustment in Contract Price shall be prepared in 

accordance with the provisions of paragraph 12.01.B.  A 

Claim for an adjustment in Contract Time shall be prepared 

in accordance with the provisions of paragraph 12.02.B.  

Each Claim shall be accompanied by claimant's written 

statement that the adjustment claimed is the entire 

adjustment to which the claimant believes it is entitled as a 

result of said event.  The opposing party shall submit any 

response to ENGINEER and the claimant within 30 days 

after receipt of the claimant’s last submittal (unless 

ENGINEER allows additional time). 

 

 B. ENGINEER’s Decision:   ENGINEER will render 

a formal decision in writing within 30 days after receipt of 

the last submittal of the claimant or the last submittal of the 

opposing party, if any.  ENGINEER’s written decision on 

such Claim, dispute, or other matter will be final and 

binding upon OWNER and CONTRACTOR unless: 

 

1. an appeal from ENGINEER’s decision is taken 

within the time limits and in accordance with the 

dispute resolution procedures set forth in Article 16; or 

 

2. if no such dispute resolution procedures have been 

set forth in Article 16, a written notice of intention to 

appeal from ENGINEER’s written decision is delivered 

by OWNER or CONTRACTOR to the other and to 

ENGINEER within 30 days after the date of such 

decision, and a formal proceeding is instituted by the 

appealing party in a forum of competent jurisdiction 

within 60 days after the date of such decision or within 

60 days after Substantial Completion, whichever is later 

(unless otherwise agreed in writing by OWNER and 

CONTRACTOR), to exercise such rights or remedies 

as the appealing party may have with respect to such 

Claim, dispute, or other matter in accordance with 

applicable Laws and Regulations.  

 

 C. If ENGINEER does not render a formal decision in 

writing within the time stated in paragraph 10.05.B, a 

decision denying the Claim in its entirety shall be deemed to 

have been issued 31 days after receipt of the last submittal 

of the claimant or the last submittal of the opposing party, if 

any. 

 D. No Claim for an adjustment in Contract Price or 

Contract Times (or Milestones) will be valid if not 

submitted in accordance with this paragraph 10.05. 

 

ARTICLE 11 - COST OF THE WORK; CASH 

ALLOWANCES; UNIT PRICE WORK 

 

11.01 Cost of the Work  

 

 A. Costs Included:  The term Cost of the Work means 

the sum of all costs necessarily incurred and paid by CON-

TRACTOR in the proper performance of the Work.  When 

the value of any Work covered by a Change Order or when a 

Claim for an adjustment in Contract Price is determined on 

the basis of Cost of the Work, the costs to be reimbursed to 

CONTRACTOR will be only those additional or 

incremental costs required because of the change in the 

Work or because of the event giving rise to the Claim.  

Except as otherwise may be agreed to in writing by 

OWNER, such costs shall be in amounts no higher than 

those prevailing in the locality of the Project, shall include 

only the following items, and shall not include any of the 

costs itemized in paragraph 11.01.B. 

 

1. Payroll costs for employees in the direct employ of 

CONTRACTOR in the performance of the Work under 

schedules of job classifications agreed upon by 

OWNER and CONTRACTOR.  Such employees shall 

include without limitation superintendents, foremen, 

and other personnel employed full time at the Site.  

Payroll costs for employees not employed full time on 

the Work shall be apportioned on the basis of their time 

spent on the Work.  Payroll costs shall include, but not 

be limited to, salaries and wages plus the cost of fringe 

benefits, which shall include social security 

contributions, unemployment, excise, and payroll taxes, 

workers’ compensation, health and retirement benefits, 

bonuses, sick leave, vacation and holiday pay applica-

ble thereto.  The expenses of performing Work outside 

of regular working hours, on Saturday, Sunday, or legal 

holidays, shall be included in the above to the extent 

authorized by OWNER. 

 

2. Cost of all materials and equipment furnished and 

incorporated in the Work, including costs of 

transportation and storage thereof, and Suppliers’ field 

services required in connection therewith.  All cash 

discounts shall accrue to CONTRACTOR unless 

OWNER deposits funds with CONTRACTOR with 

which to make payments, in which case the cash 

discounts shall accrue to OWNER.  All trade discounts, 

rebates and refunds and returns from sale of surplus 

materials and equipment shall accrue to OWNER, and 

CONTRACTOR shall make provisions so that they may 

be obtained. 

 

3. Payments made by CONTRACTOR to  

Subcontractors for Work performed  by Subcontractors.  

If required by OWNER, CONTRACTOR shall obtain 

competitive bids from subcontractors acceptable to 

OWNER and CONTRACTOR and shall deliver such 

bids to OWNER, who will then determine, with the 

advice of ENGINEER, which bids, if any, will be 

acceptable.  If any subcontract provides that the 

Subcontractor is to be paid on the basis of Cost of the 
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Work plus a fee, the Subcontractor’s Cost of the Work 

and fee shall be determined in the same manner as 

CONTRACTOR’s Cost of the Work and fee as 

provided in this paragraph 11.01. 

 

4. Costs of special consultants (including but not 

limited to engineers, architects, testing laboratories, 

surveyors, attorneys, and accountants) employed for 

services specifically related to the Work. 

 

5. Supplemental costs including the following: 

 

a. The proportion of necessary transportation, 

travel, and subsistence expenses of 

CONTRACTOR’s employees incurred in discharge 

of duties connected with the Work. 

 

b. Cost, including transportation and maintenance, 

of all materials, supplies, equipment, machinery, 

appliances, office, and temporary facilities at the 

Site, and hand tools not owned by the workers, 

which are consumed in the performance of the 

Work, and cost, less market value, of such items 

used but not consumed which remain the property 

of CONTRACTOR. 

 

c. Rentals of all construction equipment and 

machinery, and the parts thereof whether rented 

from CONTRACTOR or others in accordance with 

rental agreements approved by OWNER with the 

advice of ENGINEER, and the costs of 

transportation, loading, unloading, assembly, 

dismantling, and removal thereof.  All such costs 

shall be in accordance with the terms of said rental 

agreements.  The rental of any such equipment, ma-

chinery, or parts shall cease when the use thereof is 

no longer necessary for the Work. 

 

d. Sales, consumer, use, and other similar taxes 

related to the Work, and for which CONTRAC-

TOR is liable, imposed by Laws and Regulations. 

 

e. Deposits lost for causes other than negligence 

of CONTRACTOR, any Subcontractor, or anyone 

directly or indirectly employed by any of them or 

for whose acts any of them may be liable, and 

royalty payments and fees for permits and licenses. 

 

f. Losses and damages (and related expenses) 

caused by damage to the Work, not compensated 

by insurance or otherwise, sustained by 

CONTRACTOR in connection with the perfor-

mance of the Work (except losses and damages 

within the deductible amounts of property 

insurance established in accordance with paragraph 

5.06.D), provided such losses and damages have 

resulted from causes other than the negligence of 

CONTRACTOR, any Subcontractor, or anyone 

directly or indirectly employed by any of them or 

for whose acts any of them may be liable.  Such 

losses shall include settlements made with the 

written consent and approval of OWNER.  No such 

losses, damages, and expenses shall be included in 

the Cost of the Work for the purpose of 

determining CONTRACTOR’s fee. 

 

g. The cost of utilities, fuel, and sanitary facilities 

at the Site. 

 

h. Minor expenses such as telegrams, long 

distance telephone calls, telephone service at the 

Site, expressage, and similar petty cash items in 

connection with the Work. 

 

i. When the Cost of the Work is used to 

determine the value of a Change Order or of a 

Claim, the cost of premiums for additional Bonds 

and insurance required because of the changes in 

the Work or caused by the event giving rise to the 

Claim. 

 

j. When all the Work is performed on the basis of 

cost-plus, the costs of premiums for all Bonds and 

insurance CONTRACTOR is required by the 

Contract Documents to purchase and maintain. 

 

 B. Costs Excluded: The term Cost of the Work shall 

not include any of the following items: 

 

1. Payroll costs and other compensation of 

CONTRACTOR’s officers, executives, principals (of 

partnerships and sole proprietorships), general manag-

ers, engineers, architects, estimators, attorneys, audi-

tors, accountants, purchasing and contracting agents, 

expediters, timekeepers, clerks, and other personnel 

employed by CONTRACTOR, whether at the Site or in 

CONTRACTOR’s principal or branch office for 

general administration of the Work and not specifically 

included in the agreed upon schedule of job classifica-

tions referred to in paragraph 11.01.A.1 or specifically 

covered by paragraph 11.01.A.4, all of which are to be 

considered administrative costs covered by the 

CONTRACTOR’s fee. 

 

2. Expenses of CONTRACTOR’s principal and 

branch offices other than CONTRACTOR’s office at 

the Site. 

 

3. Any part of CONTRACTOR’s capital expenses, 

including interest on CONTRACTOR’s capital 

employed for the Work and charges against CON-

TRACTOR for delinquent payments. 

 

4. Costs due to the negligence of CONTRACTOR, 

any Subcontractor, or anyone directly or indirectly 

employed by any of them or for whose acts any of them 
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may be liable, including but not limited to, the 

correction of defective Work, disposal of materials or 

equipment wrongly supplied, and making good any 

damage to property. 

 

5. Other overhead or general expense costs of any 

kind and the costs of any item not specifically and 

expressly included in paragraphs 11.01.A and 11.01.B. 

 

 C. CONTRACTOR’s Fee:  When all the Work is 

performed on the basis of cost-plus, CONTRACTOR’s fee 

shall be determined as set forth in the Agreement.  When the 

value of any Work covered by a Change Order or when a 

Claim for an adjustment in Contract Price is determined on 

the basis of Cost of the Work, CONTRACTOR’s fee shall 

be determined as set forth in paragraph 12.01.C. 

 

 D. Documentation:  Whenever the Cost of the Work 

for any purpose is to be determined pursuant to paragraphs 

11.01.A and 11.01.B, CONTRACTOR will establish and 

maintain records thereof in accordance with generally 

accepted accounting practices and submit in a form 

acceptable to ENGINEER an itemized cost breakdown 

together with supporting data. 

 

11.02 Cash Allowances  

 

 A. It is understood that CONTRACTOR has included 

in the Contract Price all allowances so named in the 

Contract Documents and shall cause the Work so covered to 

be performed for such sums as may be acceptable to 

OWNER and ENGINEER.  CONTRACTOR agrees that: 

 

 1. the allowances include the cost to CONTRACTOR 

(less any applicable trade discounts) of materials and 

equipment required by the allowances to be delivered at 

the Site, and all applicable taxes; and 

 

2. CONTRACTOR’s costs for unloading and 

handling on the Site, labor, installation costs, overhead, 

profit, and other expenses contemplated for the allow-

ances have been included in the Contract Price and not 

in the allowances, and no demand for additional 

payment on account of any of the foregoing will be 

valid. 

 

 B. Prior to final payment, an appropriate Change 

Order will be issued as recommended by ENGINEER to 

reflect actual amounts due CONTRACTOR on account of 

Work covered by allowances, and the Contract Price shall 

be correspondingly adjusted. 

 

11.03 Unit Price Work  

 

 A. Where the Contract Documents provide that all or 

part of the Work is to be Unit Price Work, initially the 

Contract Price will be deemed to include for all Unit Price 

Work an amount equal to the sum of the unit price for each 

separately identified item of Unit Price Work times the 

estimated quantity of each item as indicated in the Agree-

ment.  The estimated quantities of items of Unit Price Work 

are not guaranteed and are solely for the purpose of 

comparison of Bids and determining an initial Contract 

Price.  Determinations of the actual quantities and 

classifications of Unit Price Work performed by 

CONTRACTOR will be made by ENGINEER subject to the 

provisions of paragraph 9.08. 

 

 B.  Each unit price will be deemed to include an 

amount considered by CONTRACTOR to be adequate to 

cover CONTRACTOR’s overhead and profit for each 

separately identified item. 

 

 C. OWNER or CONTRACTOR may make a Claim 

for an adjustment in the Contract Price in accordance with 

paragraph 10.05 if: 

 

1. the quantity of any item of Unit Price Work 

performed by CONTRACTOR differs materially and 

significantly from the estimated quantity of such item 

indicated in the Agreement; and  

 

2. there is no corresponding adjustment with respect 

any other item of Work; and 

 

3. if CONTRACTOR believes that CONTRACTOR 

is entitled to an increase in Contract Price as a result of 

having incurred additional expense or OWNER 

believes that OWNER is entitled to a decrease in 

Contract Price and the parties are unable to agree as to 

the amount of any such increase or decrease. 

 

ARTICLE 12 - CHANGE OF CONTRACT PRICE; 

CHANGE OF CONTRACT TIMES 

 

12.01 Change of Contract Price  

 

A. The Contract Price may only be changed by a 

Change Order or by a Written Amendment.  Any Claim for 

an adjustment in the Contract Price shall be based on written 

notice submitted by the party making the Claim to the 

ENGINEER and the other party to the Contract in accor-

dance with the provisions of paragraph 10.05.   

 

B. The value of any Work covered by a Change Order 

or of any Claim for an adjustment in the Contract Price will 

be determined as follows: 

 

1. where the Work involved is covered by unit prices 

contained in the Contract Documents, by application of 

such unit prices to the quantities of the items involved 

(subject to the provisions of paragraph 11.03 ); or 

 

2. where the Work involved is not covered by unit 

prices contained in the Contract Documents, by a 

mutually agreed lump sum (which may include an 
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allowance for overhead and profit not necessarily in 

accordance with paragraph 12.01.C.2); or 

 

3. where the Work involved is not covered by unit 

prices contained in the Contract Documents and agree-

ment to a lump sum is not reached under paragraph 

12.01.B.2, on the basis of the Cost of the Work 

(determined as provided in paragraph 11.01) plus a 

CONTRACTOR’s fee for overhead and profit (deter-

mined as provided in paragraph 12.01.C). 

 

 C. CONTRACTOR’s Fee:  The CONTRACTOR’s fee 

for overhead and profit shall be determined as follows: 

 

1. a mutually acceptable fixed fee; or  

 

2. if a fixed fee is not agreed upon, then a fee based 

on the following percentages of the various portions of 

the Cost of the Work: 

 

a. for costs incurred under paragraphs 11.01.A.1 

and 11.01.A.2, the CONTRACTOR’s fee shall be 

15 percent; 

 

  b. for costs incurred under paragraph 11.01.A.3, 

the CONTRACTOR’s fee shall be five percent;  

 

c. where one or more tiers of subcontracts are on 

the basis of Cost of the Work plus a fee and no 

fixed fee is agreed upon, the intent of paragraph 

12.01.C.2.a is that the Subcontractor who actually 

performs  the Work, at whatever tier, will be paid a 

fee of 15 percent of the costs incurred by such 

Subcontractor under paragraphs 11.01.A.1 and 

11.01.A.2 and that any higher tier Subcontractor 

and CONTRACTOR will each be paid a fee of five 

percent of the amount paid to the next lower tier 

Subcontractor; 

 

d. no fee shall be payable on the basis of costs 

itemized under paragraphs 11.01.A.4, 11.01.A.5, 

and 11.01.B;  

 

e. the amount of credit to be allowed by 

CONTRACTOR to OWNER for any change which 

results in a net decrease in cost will be the amount 

of the actual net decrease in cost plus a deduction 

in CONTRACTOR’s fee by an amount equal to 

five percent of such net decrease; and 

 

f. when both additions and credits are involved in 

any one change, the adjustment in 

CONTRACTOR’s fee shall be computed on the 

basis of the net change in accordance with para-

graphs 12.01.C.2.a through 12.01.C.2.e, inclusive. 

 

 

 

12.02 Change of Contract Times  

 

 A. The Contract Times (or Milestones) may only be 

changed by a Change Order or by a Written Amendment.  

Any Claim for an adjustment in the Contract Times (or 

Milestones) shall be based on written notice submitted by 

the party making the claim to the ENGINEER and the other 

party to the Contract in accordance with the provisions of 

paragraph 10.05.  

 

 B. Any adjustment of the Contract Times (or 

Milestones) covered by a Change Order or of any Claim for 

an adjustment in the Contract Times (or Milestones) will be 

determined in accordance with the provisions of this 

Article 12. 

 

12.03 Delays Beyond CONTRACTOR’s Control  

 

 A. Where CONTRACTOR is prevented from 

completing any part of the Work within the Contract Times 

(or Milestones) due to delay beyond the control of 

CONTRACTOR, the Contract Times (or Milestones) will be 

extended in an amount equal to the time lost due to such 

delay if a Claim is made therefor as provided in paragraph 

12.02.A.  Delays beyond the control of CONTRACTOR 

shall include, but not be limited to, acts or neglect by 

OWNER, acts or neglect of utility owners or other 

contractors performing other work as contemplated by 

Article 7, fires, floods, epidemics, abnormal weather 

conditions, or acts of God.   

 

12.04 Delays Within CONTRACTOR’s Control  

 

 A. The Contract Times (or Milestones) will not be 

extended due to delays within the control of 

CONTRACTOR.  Delays attributable to and within the 

control of a Subcontractor or Supplier shall be deemed to be 

delays within the control of CONTRACTOR. 

 

12.05 Delays Beyond OWNER’s and CONTRACTOR’s 

Control  

 

 A. Where CONTRACTOR is prevented from 

completing any part of the Work within the Contract Times 

(or Milestones) due to delay beyond the control of both 

OWNER and CONTRACTOR, an extension of the Contract 

Times (or Milestones) in an amount equal to the time lost 

due to such delay shall be CONTRACTOR’s sole and 

exclusive remedy for such delay. 

 

12.06 Delay Damages  

 

 A. In no event shall OWNER or ENGINEER be liable 

to CONTRACTOR, any Subcontractor, any Supplier, or any 

other person or organization, or to any surety for or 

employee or agent of any of them, for damages arising out 

of or resulting from: 
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1. delays caused by or within the control of CON-

TRACTOR; or  

 

2. delays beyond the control of both OWNER and 

CONTRACTOR including but not limited to fires, 

floods, epidemics, abnormal weather conditions, acts of 

God, or acts or neglect by utility owners or other 

contractors performing other work as contemplated by 

Article 7. 

 

 B. Nothing in this paragraph 12.06 bars a change in 

Contract Price pursuant to this Article 12 to compensate 

CONTRACTOR due to delay, interference, or disruption 

directly attributable to actions or inactions of OWNER or 

anyone for whom OWNER is responsible. 

 

ARTICLE 13 - TESTS AND INSPECTIONS; 

CORRECTION, REMOVAL OR ACCEPTANCE OF 

DEFECTIVE WORK 

 

13.01 Notice of Defects   

 

 A. Prompt notice of all defective Work of which 

OWNER or ENGINEER has actual knowledge will be given 

to CONTRACTOR.  All defective Work may be rejected, 

corrected, or accepted as provided in this Article 13. 

 

13.02 Access to Work  

 

 A. OWNER, ENGINEER, ENGINEER’s Consultants, 

other representatives and personnel of OWNER, 

independent testing laboratories, and governmental agencies 

with jurisdictional interests will have access to the Site and 

the Work at reasonable times for their observation, 

inspecting, and testing.  CONTRACTOR shall provide them 

proper and safe conditions for such access and advise them 

of CONTRACTOR’s Site safety procedures and programs 

so that they may comply therewith as applicable. 

 

13.03 Tests and Inspections  

 

 A. CONTRACTOR shall give ENGINEER timely 

notice of readiness of the Work for all required inspections, 

tests, or approvals and shall cooperate with inspection and 

testing personnel to facilitate required inspections or tests. 

 

 B. OWNER shall employ and pay for the services of 

an independent testing laboratory to perform all inspections, 

tests, or approvals required by the Contract Documents 

except: 

 

1. for inspections, tests, or approvals covered by 

paragraphs 13.03.C and 13.03.D below; 

 

2. that costs incurred in connection with tests or 

inspections conducted pursuant to paragraph 13.04.B  

shall be paid as provided in said paragraph 13.04.B; 

and 

 

3. as otherwise specifically provided in the Contract 

Documents. 

 

 C. If Laws or Regulations of any public body having 

jurisdiction require any Work (or part thereof) specifically 

to be inspected, tested, or approved by an employee or other 

representative of such public body, CONTRACTOR shall 

assume full responsibility for arranging and obtaining such 

inspections, tests, or approvals, pay all costs in connection 

therewith, and furnish ENGINEER the required certificates 

of inspection or approval.   

 

 D. CONTRACTOR shall be responsible for arranging 

and obtaining and shall pay all costs in connection with any 

inspections, tests, or approvals required for OWNER’s and 

ENGINEER’s acceptance of materials or equipment to be 

incorporated in the Work; or acceptance of materials, mix 

designs, or equipment submitted for approval prior to 

CONTRACTOR’s purchase thereof for incorporation in the 

Work.  Such inspections, tests, or approvals shall be 

performed by organizations acceptable to OWNER and 

ENGINEER. 

 

 E. If any Work (or the work of others) that is to be 

inspected, tested, or approved is covered by CONTRAC-

TOR without written concurrence of ENGINEER, it must, if 

requested by ENGINEER, be uncovered for observation. 

 

 F. Uncovering Work as provided in paragraph 

13.03.E shall be at CONTRACTOR’s expense unless CON-

TRACTOR has given ENGINEER timely notice of 

CONTRACTOR’s intention to cover the same and ENGI-

NEER has not acted with reasonable promptness in response 

to such notice. 

 

13.04 Uncovering Work  

 

 A. If any Work is covered contrary to the written 

request of ENGINEER, it must, if requested by ENGI-

NEER, be uncovered for ENGINEER’s observation and 

replaced at CONTRACTOR’s expense. 

 

 B. If ENGINEER considers it necessary or advisable 

that covered Work be observed by ENGINEER or inspected 

or tested by others, CONTRACTOR, at ENGINEER’s 

request, shall uncover, expose, or otherwise make available 

for observation, inspection, or testing as ENGINEER may 

require, that portion of the Work in question, furnishing all 

necessary labor, material, and equipment.  If it is found that 

such Work is defective, CONTRACTOR shall pay all 

Claims, costs, losses, and damages (including but not limited 

to all fees and charges of engineers, architects, attorneys, 

and other professionals and all court or arbitration or other 

dispute resolution costs) arising out of or relating to such 

uncovering, exposure, observation, inspection, and testing, 

and of satisfactory replacement or reconstruction (including 

but not limited to all costs of repair or replacement of work 
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of others); and OWNER shall be entitled to an appropriate 

decrease in the Contract Price.  If the parties are unable to 

agree as to the amount thereof, OWNER may make a Claim 

therefore as provided in paragraph 10.05. If, however, such 

Work is not found to be defective, CONTRACTOR shall be 

allowed an increase in the Contract Price or an extension of 

the Contract Times (or Milestones), or both, directly 

attributable to such uncovering, exposure, observation, 

inspection, testing, replacement, and reconstruction.  If the 

parties are unable to agree as to the amount or extent 

thereof, CONTRACTOR may make a Claim therefore as 

provided in paragraph 10.05. 

 

13.05 OWNER May Stop the Work  

 

 A. If the Work is defective, or CONTRACTOR fails 

to supply sufficient skilled workers or suitable materials or 

equipment, or fails to perform the Work in such a way that 

the completed Work will conform to the Contract 

Documents, OWNER may order CONTRACTOR to stop 

the Work, or any portion thereof, until the cause for such 

order has been eliminated; however, this right of OWNER to 

stop the Work shall not give rise to any duty on the part of 

OWNER to exercise this right for the benefit of 

CONTRACTOR, any Subcontractor, any Supplier, any 

other individual or entity, or any surety for, or employee or 

agent of any of them. 

 

13.06 Correction or Removal of Defective Work  

 

 A. CONTRACTOR shall correct all defective Work, 

whether or not fabricated, installed, or completed, or, if the 

Work has been rejected by ENGINEER, remove it from the 

Project and replace it with Work that is not defective.  

CONTRACTOR shall pay all Claims, costs, losses, and 

damages (including but not limited to all fees and charges of 

engineers, architects, attorneys, and other professionals and 

all court or arbitration or other dispute resolution costs) 

arising out of or relating to such correction or removal 

(including but not limited to all costs of repair or 

replacement of work of others). 

 

13.07 Correction Period  

 

 A. If within one year after the date of Substantial 

Completion or such longer period of time as may be 

prescribed by Laws or Regulations or by the terms of any 

applicable special guarantee required by the Contract 

Documents or by any specific provision of the Contract 

Documents, any Work is found to be defective, or if the 

repair of any damages to the land or areas made available 

for CONTRACTOR’s use by OWNER or permitted by 

Laws and Regulations as contemplated in paragraph 6.11.A 

is found to be defective, CONTRACTOR shall promptly, 

without cost to OWNER and in accordance with OWNER’s 

written instructions: (i) repair such defective land or areas, 

or (ii) correct such defective Work or, if the defective Work 

has been rejected by OWNER, remove it from the Project 

and replace it with Work that is not defective, and (iii) 

satisfactorily correct or repair or remove and replace any 

damage to other Work, to the work of others or other land or 

areas resulting therefrom.  If CONTRACTOR does not 

promptly comply with the terms of such instructions, or in 

an emergency where delay would cause serious risk of loss 

or damage, OWNER may have the defective Work corrected 

or repaired or may have the rejected Work removed and 

replaced, and all Claims, costs, losses, and damages 

(including but not limited to all fees and charges of 

engineers, architects, attorneys, and other professionals and 

all court or arbitration or other dispute resolution costs) 

arising out of or relating to such correction or repair or such 

removal and replacement (including but not limited to all 

costs of repair or replacement of work of others) will be paid 

by CONTRACTOR. 

 

 B. In special circumstances where a particular item of 

equipment is placed in continuous service before Substantial 

Completion of all the Work, the correction period for that 

item may start to run from an earlier date if so provided in 

the Specifications or by Written Amendment. 

 

 C. Where defective Work (and damage to other Work 

resulting there from) has been corrected or removed and 

replaced under this paragraph 13.07, the correction period 

hereunder with respect to such Work will be extended for an 

additional period of one year after such correction or 

removal and replacement has been satisfactorily completed. 

 

 D. CONTRACTOR’s obligations under this paragraph  

13.07 are in addition to any other obligation or warranty.  

The provisions of this paragraph 13.07 shall not be 

construed as a substitute for or a waiver of the provisions of 

any applicable statute of limitation or repose. 

 

13.08 Acceptance of Defective Work  

 

 A. If, instead of requiring correction or removal and 

replacement of defective Work, OWNER (and, prior to 

ENGINEER’s recommendation of final payment,  

ENGINEER) prefers to accept it, OWNER may do so.  

CONTRACTOR shall pay all Claims, costs, losses, and 

damages (including but not limited to all fees and charges of 

engineers, architects, attorneys, and other professionals and 

all court or arbitration or other dispute resolution costs) 

attributable to OWNER’s evaluation of and determination to 

accept such defective Work (such costs to be approved by 

ENGINEER as to reasonableness) and the diminished value 

of the Work to the extent not otherwise paid by 

CONTRACTOR pursuant to this sentence.  If any such 

acceptance occurs prior to ENGINEER’s recommendation 

of final payment, a Change Order will be issued 

incorporating the necessary revisions in the Contract 

Documents with respect to the Work, and OWNER shall be 

entitled to an appropriate decrease in the Contract Price, 

reflecting the diminished value of Work so accepted.  If the 

parties are unable to agree as to the amount thereof, 
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OWNER may make a Claim therefore as provided in 

paragraph 10.05.  If the acceptance occurs after such 

recommendation, an appropriate amount will be paid by 

CONTRACTOR to OWNER. 

 

13.09 OWNER May Correct Defective Work 

 

 A. If CONTRACTOR fails within a reasonable time 

after written notice from ENGINEER to correct defective 

Work or to remove and replace rejected Work as required 

by ENGINEER in accordance with paragraph 13.06.A, or if 

CONTRACTOR fails to perform the Work in accordance 

with the Contract Documents, or if CONTRACTOR fails to 

comply with any other provision of the Contract Documents, 

OWNER may, after seven days written notice to 

CONTRACTOR, correct and remedy any such deficiency. 

 

 B. In exercising the rights and remedies under this 

paragraph, OWNER shall proceed expeditiously.  In 

connection with such corrective and remedial action, 

OWNER may exclude CONTRACTOR from all or part of 

the Site, take possession of all or part of the Work and 

suspend CONTRACTOR’s services related thereto, take 

possession of CONTRACTOR’s tools, appliances, con-

struction equipment and machinery at the Site, and incorpo-

rate in the Work all materials and equipment stored at the 

Site or for which OWNER has paid CONTRACTOR but 

which are stored elsewhere.  CONTRACTOR shall allow 

OWNER, OWNER’s representatives, agents and employees, 

OWNER’s other contractors, and ENGINEER and 

ENGINEER’s Consultants access to the Site to enable 

OWNER to exercise the rights and remedies under this 

paragraph. 

 

 C. All Claims, costs, losses, and damages (including 

but not limited to all fees and charges of engineers, 

architects, attorneys, and other professionals and all court or 

arbitration or other dispute resolution costs) incurred or 

sustained by OWNER in exercising the rights and remedies 

under this paragraph 13.09 will be charged against CON-

TRACTOR, and a Change Order will be issued incorpo-

rating the necessary revisions in the Contract Documents 

with respect to the Work; and OWNER shall be entitled to 

an appropriate decrease in the Contract Price.  If the parties 

are unable to agree as to the amount of the adjustment, 

OWNER may make a Claim therefore as provided in 

paragraph 10.05.  Such claims, costs, losses and damages 

will include but not be limited to all costs of repair, or 

replacement of work of others destroyed or damaged by 

correction, removal, or replacement of CONTRACTOR’s 

defective Work. 

 

 D. CONTRACTOR shall not be allowed an extension 

of the Contract Times (or Milestones) because of any delay 

in the performance of the Work attributable to the exercise 

by OWNER of OWNER’s rights and remedies under this 

paragraph 13.09. 

 

ARTICLE 14 - PAYMENTS TO CONTRACTOR AND 

COMPLETION 

 

14.01 Schedule of Values  

 

 A. The schedule of values established as provided in 

paragraph 2.07.A will serve as the basis for progress 

payments and will be incorporated into a form of Applica-

tion for Payment acceptable to ENGINEER.  Progress 

payments on account of Unit Price Work will be based on 

the number of units completed. 

 

14.02 Progress Payments  

 

 A. Applications for Payments 

 

1. At least 20 days before the date established for 

each progress payment (but not more often than once a 

month), CONTRACTOR shall submit to ENGINEER 

for review an Application for Payment filled out and 

signed by CONTRACTOR covering the Work 

completed as of the date of the Application and 

accompanied by such supporting documentation as is 

required by the Contract Documents.  If payment is 

requested on the basis of materials and equipment not 

incorporated in the Work but delivered and suitably 

stored at the Site or at another location agreed to in 

writing, the Application for Payment shall also be 

accompanied by a bill of sale, invoice, or other docu-

mentation warranting that OWNER has received the 

materials and equipment free and clear of all Liens and 

evidence that the materials and equipment are covered 

by appropriate property insurance or other arrange-

ments to protect OWNER’s interest therein, all of 

which must be satisfactory to OWNER.   

 

2. Beginning with the second Application for 

Payment, each Application shall include an affidavit of 

CONTRACTOR stating that all previous progress 

payments received on account of the Work have been 

applied on account to discharge CONTRACTOR’s 

legitimate obligations associated with prior 

Applications for Payment. 

 

3. The amount of retainage with respect to progress 

payments will be as stipulated in the Agreement. 

 

 B. Review of Applications 

 

1. ENGINEER will, within 10 days after receipt of 

each Application for Payment, either indicate in writing 

a recommendation of payment and present the 

Application to OWNER or return the Application to 

CONTRACTOR indicating in writing ENGINEER’s 

reasons for refusing to recommend payment.  In the 

latter case, CONTRACTOR may make the necessary 

corrections and resubmit the Application. 
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2. ENGINEER’s recommendation of any payment 

requested in an Application for Payment will constitute 

a representation by ENGINEER to OWNER, based on 

ENGINEER’s observations on the Site of the executed 

Work as an experienced and qualified design 

professional and on ENGINEER's review of the Appli-

cation for Payment and the accompanying data and 

schedules, that to the best of ENGINEER’s knowledge, 

information and belief:  

 

a. the Work has progressed to the point indicated; 

 

b. the quality of the Work is generally in accor-

dance with the Contract Documents (subject to an 

evaluation of the Work as a functioning whole prior 

to or upon Substantial Completion, to the results of 

any subsequent tests called for in the Contract 

Documents, to a final determination of quantities 

and classifications for Unit Price Work under 

paragraph 9.08, and to any other qualifications 

stated in the recommendation); and  

 

c. the conditions precedent to CONTRACTOR’s 

being entitled to such payment appear to have been 

fulfilled in so far as it is ENGINEER’s 

responsibility to observe the Work. 

 

3.  By recommending any such payment ENGINEER 

will not thereby be deemed to have represented that: (i) 

inspections made to check the quality or the quantity of 

the Work as it has been performed have been exhaus-

tive, extended to every aspect of the Work in progress, 

or involved detailed inspections of the Work beyond the 

responsibilities specifically assigned to ENGINEER in 

the Contract Documents; or (ii) that there may not be 

other matters or issues between the parties that might 

entitle CONTRACTOR to be paid additionally by 

OWNER or entitle OWNER to withhold payment to 

CONTRACTOR. 

 

4. Neither ENGINEER’s review of CONTRACTOR’s 

Work for the purposes of recommending payments nor 

ENGINEER’s recommendation of any payment, 

including final payment, will impose responsibility on 

ENGINEER to supervise, direct, or control the Work or 

for the means, methods, techniques, sequences, or 

procedures of construction, or the safety precautions 

and programs incident thereto, or for  CON-

TRACTOR’s failure to comply with Laws and Regu-

lations applicable to CONTRACTOR’s performance of 

the Work. Additionally, said review or recommendation 

will not impose responsibility on ENGINEER to make 

any examination to ascertain how or for what purposes 

CONTRACTOR has used the moneys paid on account 

of the Contract Price, or to determine that title to any of 

the Work, materials, or equipment has passed to 

OWNER free and clear of any Liens. 

 

5. ENGINEER may refuse to recommend the whole 

or any part of any payment if, in ENGINEER’s opinion, 

it would be incorrect to make the representations to 

OWNER referred to in paragraph 14.02.B.2.  ENGI-

NEER may also refuse to recommend any such payment 

or, because of subsequently discovered evidence or the 

results of subsequent inspections or tests, revise or 

revoke any such payment recommendation previously 

made, to such extent as may be necessary in 

ENGINEER’s opinion to protect OWNER from loss 

because: 

 

a. the Work is defective, or completed Work has 

been damaged, requiring correction or replacement; 

 

b. the Contract Price has been reduced by Written 

Amendment or Change Orders; 

 

c. OWNER has been required to correct defective 

Work or complete Work in accordance with 

paragraph 13.09; or 

 

d. ENGINEER has actual knowledge of the 

occurrence of any of the events enumerated in para-

graph 15.02.A. 

 

 C. Payment Becomes Due 

 

1. Ten days after presentation of the Application for 

Payment to OWNER with ENGINEER’s recommenda-

tion, the amount recommended will (subject to the 

provisions of paragraph 14.02.D) become due, and 

when due will be paid by OWNER to CONTRACTOR. 

 

 D. Reduction in Payment 

 

1. OWNER may refuse to make payment of the full 

amount recommended by ENGINEER because: 

 

a. claims have been made against OWNER on 

account of CONTRACTOR’s performance or fur-

nishing of the Work; 

 

b. Liens have been filed in connection with the 

Work, except where CONTRACTOR has delivered 

a specific Bond satisfactory to OWNER to secure 

the satisfaction and discharge of such Liens; 

 

c. there are other items entitling OWNER to a set-

off against the amount recommended; or 

 

d. OWNER has actual knowledge of the occur-

rence of any of the events enumerated in para-

graphs 14.02.B.5.a through 14.02.B.5.c or para-

graph 15.02.A. 

 

2. If OWNER refuses to make payment of the full 

amount recommended by ENGINEER, OWNER must 
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give CONTRACTOR immediate written notice (with a 

copy to ENGINEER) stating the reasons for such action 

and promptly pay CONTRACTOR any amount 

remaining after deduction of the amount so withheld.  

OWNER shall promptly pay CONTRACTOR the 

amount so withheld, or any adjustment thereto agreed to 

by OWNER and CONTRACTOR, when CONTRAC-

TOR corrects to OWNER’s satisfaction the reasons for 

such action. 

 

3. If it is subsequently determined that OWNER’s 

refusal of payment was not justified, the amount 

wrongfully withheld shall be treated as an amount due 

as determined by paragraph 14.02.C.1. 

 

14.03 CONTRACTOR’s Warranty of Title  

 

 A. CONTRACTOR warrants and guarantees that title 

to all Work, materials, and equipment covered by any 

Application for Payment, whether incorporated in the 

Project or not, will pass to OWNER no later than the time of 

payment free and clear of all Liens. 

 

14.04 Substantial Completion  

 

 A. When CONTRACTOR considers the entire Work 

ready for its intended use CONTRACTOR shall notify 

OWNER and ENGINEER in writing that the entire Work is 

substantially complete (except for items specifically listed 

by CONTRACTOR as incomplete) and request that 

ENGINEER issue a certificate of Substantial Completion.  

Promptly thereafter, OWNER, CONTRACTOR, and ENGI-

NEER shall make an inspection of the Work to determine 

the status of completion.  If ENGINEER does not consider 

the Work substantially complete, ENGINEER will notify 

CONTRACTOR in writing giving the reasons therefor.  If 

ENGINEER considers the Work substantially complete, 

ENGINEER will prepare and deliver to OWNER a tentative 

certificate of Substantial Completion which shall fix the date 

of Substantial Completion.  There shall be attached to the 

certificate a tentative list of items to be completed or 

corrected before final payment.  OWNER shall have seven 

days after receipt of the tentative certificate during which to 

make written objection to ENGINEER as to any provisions 

of the certificate or attached list.  If, after considering such 

objections, ENGINEER concludes that the Work is not 

substantially complete, ENGINEER will within 14 days 

after submission of the tentative certificate to OWNER 

notify CONTRACTOR in writing, stating the reasons 

therefor.  If, after consideration of OWNER’s objections, 

ENGINEER considers the Work substantially complete, 

ENGINEER will within said 14 days execute and deliver to 

OWNER and CONTRACTOR a definitive certificate of 

Substantial Completion (with a revised tentative list of items 

to be completed or corrected) reflecting such changes from 

the tentative certificate as ENGINEER believes justified 

after consideration of any objections from OWNER.  At the 

time of delivery of the tentative certificate of Substantial 

Completion ENGINEER will deliver to OWNER and 

CONTRACTOR a written recommendation as to division of 

responsibilities pending final payment between OWNER 

and CONTRACTOR with respect to security, operation, 

safety, and protection of the Work, maintenance, heat, 

utilities, insurance, and warranties and guarantees.  Unless 

OWNER and CONTRACTOR agree otherwise in writing 

and so inform ENGINEER in writing prior to ENGINEER’s 

issuing the definitive certificate of Substantial Completion, 

ENGINEER’s aforesaid recommendation will be binding on 

OWNER and CONTRACTOR until final payment. 

 

 B. OWNER shall have the right to exclude 

CONTRACTOR from the Site after the date of Substantial 

Completion, but OWNER shall allow CONTRACTOR 

reasonable access to complete or correct items on the 

tentative list. 

 

14.05 Partial Utilization  

 

 A. Use by OWNER at OWNER’s option of any 

substantially completed part of the Work which has 

specifically been identified in the Contract Documents, or 

which OWNER, ENGINEER, and CONTRACTOR agree 

constitutes a separately functioning and usable part of the 

Work that can be used by OWNER for its intended purpose 

without significant interference with CONTRACTOR’s 

performance of the remainder of the Work, may be 

accomplished prior to Substantial Completion of all the 

Work subject to the following conditions. 

 

1. OWNER at any time may request CONTRACTOR 

in writing to permit OWNER to use any such part of the 

Work which OWNER believes to be ready for its 

intended use and substantially complete.  If 

CONTRACTOR agrees that such part of the Work is 

substantially complete, CONTRACTOR will certify to 

OWNER and ENGINEER that such part of the Work is 

substantially complete and request ENGINEER to issue 

a certificate of Substantial Completion for that part of 

the Work.  CONTRACTOR at any time may notify 

OWNER and ENGINEER in writing that 

CONTRACTOR considers any such part of the Work 

ready for its intended use and substantially complete 

and request ENGINEER to issue a certificate of 

Substantial Completion for that part of the Work.  

Within a reasonable time after either such request, 

OWNER, CONTRACTOR, and ENGINEER shall 

make an inspection of that part of the Work to 

determine its status of completion.  If ENGINEER does 

not consider that part of the Work to be substantially 

complete, ENGINEER will notify OWNER and 

CONTRACTOR in writing giving the reasons 

therefore.  If ENGINEER considers that part of the 

Work to be substantially complete, the provisions of 

paragraph 14.04 will apply with respect to certification 

of Substantial Completion of that part of the Work and 



  

00700 - 38 

the division of responsibility in respect thereof and 

access thereto. 

 

2. No occupancy or separate operation of part of the 

Work may occur prior to compliance with the 

requirements of paragraph 5.10 regarding property 

insurance. 

 

14.06 Final Inspection  

 

 A. Upon written notice from CONTRACTOR that the 

entire Work or an agreed portion thereof is complete, 

ENGINEER will promptly make a final inspection with 

OWNER and CONTRACTOR and will notify CON-

TRACTOR in writing of all particulars in which this 

inspection reveals that the Work is incomplete or defective.  

CONTRACTOR shall immediately take such measures as 

are necessary to complete such Work or remedy such 

deficiencies. 

 

14.07 Final  Payment  

 

 A. Application for Payment 

 

1. After CONTRACTOR has, in the opinion of 

ENGINEER, satisfactorily completed all  corrections 

identified during the final inspection and has delivered, 

in accordance with the Contract Documents, all main-

tenance and operating instructions, schedules, guaran-

tees, Bonds, certificates or other evidence of insurance  

certificates of inspection, marked-up record documents 

(as provided in paragraph 6.12), and other documents, 

CONTRACTOR may make application for final 

payment following the procedure for progress pay-

ments. 

 

2. The final Application for Payment shall be accom-

panied (except as previously delivered) by: (i) all 

documentation called for in the Contract Documents, 

including but not limited to the evidence of insurance 

required by subparagraph 5.04.B.7; (ii) consent of the 

surety, if any, to final payment; and (iii) complete and 

legally effective releases or waivers (satisfactory to 

OWNER) of all Lien rights arising out of or Liens filed 

in connection with the Work. 

 

3. In lieu of the releases or waivers of Liens specified 

in paragraph 14.07.A.2 and as approved by OWNER, 

CONTRACTOR may furnish receipts or releases in full 

and an affidavit of CONTRACTOR that: (i) the releases 

and receipts include all labor, services, material, and 

equipment for which a Lien could be filed; and (ii) all 

payrolls, material and equipment bills, and other 

indebtedness connected with the Work for which 

OWNER or OWNER's property might in any way be 

responsible have been paid or otherwise satisfied.  If 

any Subcontractor or Supplier fails to furnish such a 

release or receipt in full, CONTRACTOR may furnish a 

Bond or other collateral satisfactory to OWNER to 

indemnify OWNER against any Lien. 

 

 B. Review of Application and Acceptance 

 

1. If, on the basis of ENGINEER’s observation of the 

Work during construction and final inspection, and 

ENGINEER’s review of the final Application for 

Payment and accompanying documentation as required 

by the Contract Documents, ENGINEER is satisfied 

that the Work has been completed and 

CONTRACTOR’s other obligations under the Contract 

Documents have been fulfilled, ENGINEER will, 

within ten days after receipt of the final Application for 

Payment, indicate in writing  ENGINEER’s recommen-

dation of payment and present the Application for 

Payment to OWNER for payment.  At the same time 

ENGINEER will also give written notice to OWNER 

and CONTRACTOR that the Work is acceptable 

subject to the provisions of paragraph 14.09.  Other-

wise, ENGINEER will return the Application for 

Payment to CONTRACTOR, indicating in writing the 

reasons for refusing to recommend final payment, in 

which case CONTRACTOR shall make the necessary 

corrections and resubmit the Application for Payment.   

 

 C. Payment Becomes Due 

 

1. Thirty days after the presentation to OWNER of the 

Application for Payment and accompanying docu-

mentation, the amount recommended by ENGINEER 

will become due and, when due, will be paid by OWN-

ER to CONTRACTOR. 

 

14.08 Final Completion Delayed  

 

 A. If, through no fault of CONTRACTOR, final 

completion of the Work is significantly delayed, and if 

ENGINEER so confirms, OWNER shall, upon receipt of 

CONTRACTOR’s final Application for Payment and 

recommendation of ENGINEER, and without terminating 

the Agreement, make payment of the balance due for that 

portion of the Work fully completed and accepted.  If the 

remaining balance to be held by OWNER for Work not fully 

completed or corrected is less than the retainage stipulated 

in the Agreement, and if Bonds have been furnished as 

required in paragraph 5.01, the written consent of the surety 

to the payment of the balance due for that portion of the 

Work fully completed and accepted shall be submitted by 

CONTRACTOR to ENGINEER with the Application for 

such payment.  Such payment shall be made under the terms 

and conditions governing final payment, except that it shall 

not constitute a waiver of Claims. 

 

14.09 Waiver of Claims  

 

 A. The making and acceptance of final payment will 

constitute: 
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1. a waiver of all Claims by OWNER against 

CONTRACTOR, except Claims arising from unsettled 

Liens, from defective Work appearing after final 

inspection pursuant to paragraph 14.06, from failure to 

comply with the Contract Documents or the terms of 

any special guarantees specified therein, or from 

CONTRACTOR’s continuing obligations under the 

Contract Documents; and 

 

2. a waiver of all Claims by CONTRACTOR against 

OWNER other than those previously made in writing 

which are still unsettled. 

 

ARTICLE 15 - SUSPENSION OF WORK AND 

TERMINATION 

 

15.01 OWNER May Suspend Work  

 

 A. At any time and without cause, OWNER may 

suspend the Work or any portion thereof for a period of not 

more than 90 consecutive days by notice in writing to CON-

TRACTOR and ENGINEER which will fix the date on 

which Work will be resumed.  CONTRACTOR shall resume 

the Work on the date so fixed.  CONTRACTOR shall be 

allowed an adjustment in the Contract Price or an extension 

of the Contract Times, or both, directly attributable to any 

such suspension if CONTRACTOR makes a Claim therefore 

as provided in paragraph 10.05. 

 

15.02 OWNER May Terminate for Cause  

 

 A.  The occurrence of any one or more of the 

following events will justify termination for cause: 

 

1.  CONTRACTOR’s persistent failure to perform the 

Work in accordance with the Contract Documents 

(including, but not limited to, failure to supply suffi-

cient skilled workers or suitable materials or equipment 

or failure to adhere to the progress schedule established 

under paragraph 2.07 as adjusted from time to time 

pursuant to paragraph 6.04); 

 

2.  CONTRACTOR’s disregard of Laws or Regula-

tions of any public body having jurisdiction; 

 

3.  CONTRACTOR’s disregard of the authority of 

ENGINEER; or 

 

4.  CONTRACTOR’s violation in any substantial way 

of any provisions of the Contract Documents. 

 

 B. If one or more of the events identified in paragraph 

15.02.A occur, OWNER may, after giving CONTRACTOR 

(and the surety, if any) seven days written notice, terminate 

the services of CONTRACTOR, exclude CONTRACTOR 

from the Site, and take possession of the Work and of all 

CONTRACTOR’s tools, appliances, construction equip-

ment, and machinery at the Site, and use the same to the full 

extent they could be used by CONTRACTOR (without 

liability to CONTRACTOR for trespass or conversion), 

incorporate in the Work all materials and equipment stored 

at the Site or for which OWNER has paid CONTRACTOR 

but which are stored elsewhere, and finish the Work as 

OWNER may deem expedient.  In such case, 

CONTRACTOR shall not be entitled to receive any further 

payment until the Work is finished.  If the unpaid balance of 

the Contract Price exceeds all claims, costs, losses, and 

damages (including but not limited to all fees and charges of 

engineers, architects, attorneys, and other professionals and 

all court or arbitration or other dispute resolution costs) 

sustained by OWNER arising out of or relating to 

completing the Work, such excess will be paid to 

CONTRACTOR.  If such claims, costs, losses, and damages 

exceed such unpaid balance, CONTRACTOR shall pay the 

difference to OWNER.  Such claims, costs, losses, and 

damages incurred by OWNER will be reviewed by 

ENGINEER as to their reasonableness and, when so 

approved by ENGINEER, incorporated in a Change Order.  

When exercising any rights or remedies under this paragraph 

OWNER shall not be required to obtain the lowest price for 

the Work performed. 

 

C.  Where CONTRACTOR’s services have been so 

terminated by OWNER, the termination will not affect any 

rights or remedies of OWNER against CONTRACTOR then 

existing or which may thereafter accrue.  Any retention or 

payment of moneys due CONTRACTOR by OWNER will 

not release CONTRACTOR from liability. 

 

15.03 OWNER May Terminate For Convenience  

 

 A. Upon seven days written notice to CONTRACTOR 

and ENGINEER, OWNER may, without cause and without 

prejudice to any other right or remedy of OWNER, elect to 

terminate the Contract.  In such case, CONTRACTOR shall 

be paid (without duplication of any items): 

 

1. for completed and acceptable Work executed in 

accordance with the Contract Documents prior to the 

effective date of termination, including fair and 

reasonable sums for overhead and profit on such Work; 

 

2. for expenses sustained prior to the effective date of  

termination in performing services and furnishing labor, 

materials, or equipment as required by the Contract 

Documents in connection with uncompleted Work, plus 

fair and reasonable sums for overhead and profit on 

such expenses; 

 

3. for all claims, costs, losses, and damages (including 

but not limited to all fees and charges of engineers, 

architects, attorneys, and other professionals and all 

court or arbitration or other dispute resolution costs)  

incurred in settlement of terminated contracts with 

Subcontractors, Suppliers, and others; and 
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4. for reasonable expenses directly attributable to 

termination. 

 

 B. CONTRACTOR shall not be paid on account of 

loss of anticipated profits or revenue or other economic loss 

arising out of or resulting from such termination. 

 

15.04 CONTRACTOR May Stop Work or Terminate  

 

 A. If, through no act or fault of CONTRACTOR, the 

Work is suspended for more than 90 consecutive days by 

OWNER or under an order of court or other public 

authority, or ENGINEER fails to act on any Application for 

Payment within 30 days after it is submitted, or OWNER 

fails for 30 days to pay CONTRACTOR any sum finally 

determined to be due, then CONTRACTOR may, upon 

seven days written notice to OWNER and ENGINEER, and 

provided OWNER or ENGINEER do not remedy such 

suspension or failure within that time, terminate the Contract 

and recover from OWNER payment on the same terms as 

provided in paragraph 15.03.  In lieu of terminating the 

Contract and without prejudice to any other right or remedy, 

if ENGINEER has failed to act on an Application for 

Payment within 30 days after it is submitted, or OWNER 

has failed for 30 days to pay CONTRACTOR any sum 

finally determined to be due, CONTRACTOR may, seven 

days after written notice to OWNER and ENGINEER, stop 

the Work until payment is made of all such amounts due 

CONTRACTOR, including interest thereon.  The provisions 

of this paragraph 15.04 are not intended to preclude CON-

TRACTOR from making a Claim under paragraph 10.05 for 

an adjustment in Contract Price or Contract Times or other-

wise for expenses or damage directly attributable to 

CONTRACTOR’s stopping the Work as permitted by this 

paragraph. 

 

ARTICLE 16 - DISPUTE RESOLUTION 

 

16.01 Methods and Procedures  

 

 A. Dispute resolution methods and procedures, if any, 

shall be as set forth in the Supplementary Conditions.  If no 

method and procedure has been set forth, and subject to the 

provisions of paragraphs 9.09 and 10.05, OWNER and 

CONTRACTOR may exercise such rights or remedies as 

either may otherwise have under the Contract Documents or 

by Laws or Regulations in respect of any dispute. 

 

ARTICLE 17 - MISCELLANEOUS 

 

17.01 Giving Notice  

 

 A. Whenever any provision of the Contract 

Documents requires the giving of written notice, it will be 

deemed to have been validly given if delivered in person to 

the individual or to a member of the firm or to an officer of 

the corporation for whom it is intended, or if delivered at or 

sent by registered or certified mail, postage prepaid, to the 

last business address known to the giver of the notice. 

 

17.02 Computation of Times  

 

 A. When any period of time is referred to in the 

Contract Documents by days, it will be computed to exclude 

the first and include the last day of such period.  If the last 

day of any such period falls on a Saturday or Sunday or on a 

day made a legal holiday by the law of the applicable 

jurisdiction, such day will be omitted from the computation. 

 

17.03 Cumulative Remedies  

 

 A. The duties and obligations imposed by these 

General Conditions and the rights and remedies available 

hereunder to the parties hereto are in addition to, and are not 

to be construed in any way as a limitation of, any rights and 

remedies available to any or all of them which are otherwise 

imposed or available by Laws or Regulations, by special 

warranty or guarantee, or by other provisions of the Contract 

Documents, and the provisions of this paragraph will be as 

effective as if repeated specifically in the Contract 

Documents in connection with each particular duty, 

obligation, right, and remedy to which they apply. 

 

17.04 Survival of Obligations  

 

A. All representations, indemnifications, warranties, 

and guarantees made in, required by, or given in accordance 

with the Contract Documents, as well as all continuing 

obligations indicated in the Contract Documents, will 

survive final payment, completion, and acceptance of the 

Work or termination or completion of the Agreement. 

 

17.05 Controlling Law  

 

 A. This Contract is to be governed by the law of the 

state in which the Project is located. 



SUPPLEMENTARY CONDITIONS 
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SUPPLEMENTARY CONDITIONS 
 

 

1.   DESCRIPTION OF WORK 

 

The project consists of the rehabilitation of the Blackbeard Lift Station for the City of Jamaica Beach. 

 

The CONTRACTOR shall furnish all labor, materials, equipment, tools, services and supervision 

necessary to perform all the work shown on the Drawings and described in the Specifications and shall 

deliver the work complete in all respects and in full accordance with the Contract Documents.  All 

incidental services and materials which may be reasonably inferred as necessary to accomplish the 

intended end result shall be provided by the CONTRACTOR whether or not specifically shown on the 

Drawings or itemized in the Specifications. 

 

2.   CONSTRUCTION SEQUENCE 

 

Within ten (10) days after receiving a written "Notice to Proceed" the CONTRACTOR will be expected 

to pursue continuous progress of the overall Project from beginning of the work to completion.  The 

CONTRACTOR will, in general, be left to schedule his work as he sees fit in so far as the OWNER 

remains satisfied that an orderly progress is being made on the project to the extent of finishing within the 

stated contract time. 

 

The CONTRACTOR will, however, be required to coordinate the sequencing of this work with the 

OWNER and various utility companies, and any other individual or entity which may suffer 

inconvenience or damage as a result of a lack of cooperation in the construction. 

 

3.   TIME OF COMPLETION 

 

Construction time is to start ten (10) days after receipt of a written "Notice to Proceed".  All items of 

work contemplated in these Specifications and the accompanying drawings are to be substantially 

completed within the time stipulated on the Bid Proposal by the CONTRACTOR. 

           

4.   PROJECT MEETINGS 

 

Prior to starting work, the CONTRACTOR shall attend a pre-construction conference to review 

schedules, to establish procedures for processing applications for payment, and to establish a working 

understanding between OWNER, ENGINEER and CONTRACTOR.  Representatives of all parties shall 

be in attendance.  Other meetings will be scheduled during the construction as need dictates.  

 

5.  ADDENDA 

 

All addenda issued prior to the bid date and time, shall be bound with, and made a part of, the Contract 

Documents. 

 

6.   GUARANTEES 

 

The successful bidder under the terms of this contract shall provide the OWNER with a one-year 

guarantee against defective materials and workmanship for a period of one year from the date of issue of 

certificate of acceptance.  Neither final acceptance nor final payment or any provision in the contract 

documents will relieve CONTRACTOR of above guarantee.  Failure to repair or replace defect upon 
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notice entitles OWNER to repair or replace same and recover reasonable cost thereof from the 

CONTRACTOR and/or his surety. 

 

7.   PERMITS AND RIGHT-OF-WAY 

 

The OWNER will provide right-of-way for the purpose of construction without cost to the 

CONTRACTOR by securing permits in areas of public dedication or by obtaining easements across 

privately owned property.  It shall be the responsibility of the CONTRACTOR prior to the initiation of 

construction on easements through private property, or upon areas of public dedication, to familiarize 

himself with the requirements of the pertinent easement or permit and to abide by all of the stated terms 

of such easements or permits.  The CONTRACTOR shall give notice of intent to begin construction on 

privately owned property or permitted areas as required by the relevant easement or permit but in no case 

less than 48 hours before commencing work. 

 

8.   MATERIALS AND EQUIPMENT 

 

Incorporate into work only new materials and equipment of domestic manufacture unless otherwise 

designated.  Store these materials and equipment in manner to protect them from damages. 

 

9.   REPAIR OF DAMAGE 

 

Driveways, culverts, yards or items of private or public ownership, if damaged during the course of 

construction of this project, shall be, to the greatest extent practicable, repaired or replaced to the 

condition of such items before their being damaged. 

 

10.   SITE MAINTENANCE AND CLEANUP 

 

Maintain work site during construction neat and free of trash, rubbish or other debris.  In cleanup 

operations, remove from site temporary structures, rubbish and waste materials, and leave site in a neat 

and presentable condition throughout.  Dispose of excavated material beyond that which is needed to 

bring site to required final elevations.  

 

11.   MEASUREMENT AND PAYMENT 

 

Payment for this project shall be on the basis of the unit prices for the various items on the Bid Proposal 

and all such unit prices shall include the cost of all labor, materials, fabrication equipment, 

superintendence profit and overhead as may be required to complete the project in accordance with the 

plans and specifications.  The contractor will be required to perform all work as may be reasonably 

inferred as necessary for completion of the work. 

 

12.   COMPENSATION, PUBLIC LIABILITY AND PROPERTY DAMAGE INSURANCE 

 

The Contractor shall not commence work under this contract until he has obtained all the insurance 

required under this paragraph and such insurance has been approved by the OWNER.  Each insurance 

carrier shall be licensed to operate in the State of Texas and listed with the Texas State Board of 

Insurance. 

 

A. Definitions: Certificate of coverage (certificate) - A copy of a certificate of insurance, a 

 certificate of authority to self-insure issued by the commission, or a coverage agreement 

 (TWCC-81, TWCC-82, TWCC-83, OR TWCC 84), showing statutory workers' 
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 compensation insurance coverage for the person's or entity's employees providing 

 services on a project, for the duration of the project. 

 

Duration of the project - includes the time from the beginning of the work on the project 

until the Contractor's/person's work on the project has been completed and accepted by 

the governmental entity. 

 

Persons providing services on the project ("subcontractor" in para. 406.096) - includes all 

persons or entities performing all or part of the services the contractor has undertaken to 

perform on the project, regardless of whether that person contracted directly with the 

contractor and regardless of whether that person has employees.  This includes, without 

limitation, independent contractors, subcontractors, leasing companies, motor carriers, 

owner-operators, employees of any such entity, or employees of any entity which 

furnishes persons to provide services on the project.  "Services" include, without 

limitation, providing, hauling, or delivering equipment or materials, or providing labor, 

transportation, or other service related to a project.  "Services" does not include activities 

unrelated to the project, such as food/beverage vendors, office supply deliveries, and 

delivery of portable toilets. 

 

a. The Contractor shall provide coverage, based on proper reporting of 

 classification codes and payroll amounts and filing of any coverage agreements, 

 which meets the statutory requirements of Texas labor Code, Section 

 401.011(44) for all employees of the contractor providing services on the project, 

 for the duration of the project. 

 

b. The Contractor must provide a certificate of coverage to the governmental entity 

 prior to being awarded the contract. 

 

c. If the coverage period shown on the contractor's current certificate of coverage 

 ends during the duration of the project, the contractor must, prior to the end of 

 the coverage period, file a new certificate of coverage with the governmental 

 entity showing that coverage has been extended. 

 

d. The Contractor shall obtain from each person providing services on a project, and 

 provide to the governmental entity: 

 

(1) a certificate of coverage, prior to that person beginning work on the 

 project, so the governmental entity will have on file certificates of 

 coverage showing coverage for all persons providing services on the 

 project; and 

 

(2)  no later than seven (7) days after receipt by the contractor, a new 

 certificate of coverage showing extension of coverage, if the coverage 

 period shown on the current certificate of coverage ends during the 

 duration of the project. 

 

e. The Contractor shall retain all required certificates of coverage for the duration of 

 the project and for one year thereafter. 

 

f. The Contractor shall notify the governmental entity in writing by certified mail or 

 personal delivery, within 10 days after the contractor knew or should have 
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 known, of any change that materially affects the provision of coverage of any 

 person providing services on the project. 

 

g. The Contractor shall post on each project site a notice, in the test, form and 

 manner prescribed by the Texas Workers' Compensation Commission, informing 

 all personas providing services on the project that they are required to be 

 covered, and stating how a person may verify coverage and report lack of 

 coverage. 

 

h. The Contractor shall contractually require each person with whom it contracts to 

 provide services on a project, to: 

 

(1) provide coverage, based on proper reporting of classification codes and 

 payroll amounts and filing of any coverage agreements, which meets the 

 statutory requirements of Texas labor Code, Section 401.00(44) for all of 

 its employees providing services on the project, for the duration of the 

 project; 

 

(2) provide to the Contractor, prior to that person beginning work on the 

 project, a certificate of coverage showing that coverage is being provided 

 for all employees of the person providing services on the project, for the 

 duration of the project; 

 

(3) provide the Contractor, prior to the end of the coverage period, a new 

 certificate of coverage showing extension of coverage, if the coverage 

 period shown on the current certificate of coverage ends during the 

 duration of the project; 

 

(4) obtain from each other person with whom it contracts, and provide to the 

 contractor: 

 

(a) a certificate of coverage, prior to the other person beginning 

 work on the project; and 

 

(b)  a new certificate of coverage showing extension of coverage, 

 prior to the end of the coverage period.  If the coverage period 

 shown on the current certificate of coverage ends during the 

 duration of the project; 

 

(5) retain all required certificates of coverage on file for the duration of the 

 project and for one year thereafter; 

 

(6) notify the governmental entity in writing by certified mail or personal 

 delivery, within 10 days after the person knew or should have known, of 

 any change that materially effects the provision of coverage of any 

 person providing services on the project; and 

 

(7) contractually require each person with whom it contracts, to perform as 

 required by paragraphs (1) - (7), with the certificates of coverage to be 

 provided to the person for whom they are providing services. 
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i. By signing this contract or providing or causing to be provided a certificate of 

 coverage, the Contractor is representing to the governmental entity that all 

 employees of the contractor who will provide services on the project will be 

 covered by workers' compensation coverage for the duration of the project, that 

 the coverage will be based on proper reporting of classification codes and payroll 

 amounts, and that all coverage agreements will be filed with the appropriate 

 insurance carrier or, in the case of a self-insured, with the Commission's Division 

 of Self-Insurance Regulation.  Providing false or misleading information may 

 subject the contractor to administrative penalties, criminal penalties, civil 

 penalties, or other civil actions. 

 

j.  The Contractor's failure to comply with any of these provisions is a breach of 

 contract by the contractor which entitles the governmental entity to declare the 

 contract void if the contractor does not remedy the breach within ten days after 

 receipt of notice of breach from the governmental entity. 

 

B. Contractor's General Liability and Property Damage Insurance and Vehicle Liability 

 Insurance:  The Contractor shall procure and shall maintain during the life of this contract 

 Contractor's Public Liability Insurance, Contractor's Property Damage Insurance and 

 Vehicle Liability Insurance in the following amounts: 

 

Workmen’s Compensation: Comply in amount with all applicable Texas Statues. 

Public Liability: $500,000 for injuries to 1 person.  $1,000,000 for 

each occurrence. 

Property Damage: $1,000,000. 

Automobile Property Damage: $1,000,000. 

Automobile Public Liability: $500,000 for injuries to 1 person.  $1,000,000 for 

each occurrence. 

   

NOTE:   Automobile insurance shall cover all automobiles and trucks owned by the                                           

CONTRACTOR. 

 

C. Proof of Carriage of Insurance:  The Contractor shall furnish the OWNER with 

 certificates showing the type, amount, class of operations covered, effective date and date 

 of expiration of policies.  Such certificates shall also contain substantially the following 

 statement:  "The insurance covered by this certificated will not be canceled or materially 

 altered, except after thirty (30) days written notice has been received by the Locality." 

 

D. For the terms covered under this contract, the Owner and John D. Mercer & Associates, 

118 E. Main, Edna, TX 77957, shall be named as additional insured with respect to 

general liability.  
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13.  RETAINAGE 

 

The OWNER will retain from the CONTRACTOR'S monthly estimate of production and request for 

payment an amount equal to the following: 

• 10% of the invoiced amount for total contract amounts less than $400,000 or 

• 5% of the invoiced amount for total contract amounts greater than or equal to $400,000 

These amounts shall be retained by the OWNER until final acceptance of the total project, and then paid 

to the CONTRACTOR. 

 

14.   PAYMENT FOR MATERIALS ON SITE 

 

CONTRACTOR shall present to the OWNER with his monthly estimate of production and request for 

payment a list of all material delivered to the project site, but not installed, with the total invoice cost of 

that material and the OWNER shall pay to the CONTRACTOR the invoice cost of such material as has 

been verified by the ENGINEER to be "on site", less retainage.  "On site" shall mean on or immediately 

adjacent to the work area or point of material installation, or a central storage yard or office area which 

has been set up for the project in the immediate project area.  This does not include material in transit to 

the job site, material stored in yards or areas located in other towns, or materials stored in a 

manufacturer’s warehouse, even though CONTRACTOR may have been invoiced for such material. 

 

15. STATE SALES TAX 

 

The Owner qualifies as an exempt organization under the Limited Sales Excise Tax Rules and 

Regulations of the State of Texas.  Since the Owner and the CONTRACTOR shall be exempt from the 

state sales tax, the state sales tax shall not be included in the Bid.  Prior to the execution of the Contract, 

the CONTRACTOR shall obtain a Limited Sales Tax Permit and shall show evidence of this permit when 

signing the Contract.  The Contractor shall then issue Resale Certificates in lieu of payment of the sales 

tax, on material purchased for incorporation into the project.  These instructions are in strict compliance 

with the State Sales Tax Act, Section I, Chapter 20, Title 112A, Taxation General, Revised Civil Statues 

of Texas, 1925, and the Comptroller's Rulings interpreting said Act.  The CONTRACTOR is assumed to 

be fully aware of the sales tax regulations and agrees to cooperate fully with the Owner in claiming its 

lawful exemption from the state sales tax. 

 

16. WAGE RATES 

 

The minimum rates for compensation of the various classifications of personnel utilized by the 

CONTRACTOR or his subcontractors shall be the minimum federally mandated wage rate at the time of 

contract execution. 

 

17.   MATERIALS TESTING 

 

The OWNER will provide for the initial testing of materials to be incorporated into the project to such 

extent as may be desired including the testing of concrete samples taken at the time of concrete 

placement.  The CONTRACTOR shall be responsible for supplying samples of materials as may be 

required for testing. 

 

18.   WATER FOR CONSTRUCTION 

 

Water used for the mixing of concrete, jetting or flooding trenches, or testing, or any other purposes 

incidental to this project, will be furnished by the CONTRACTOR.  If water is obtained from the 

District’s water supply, the CONTRACTOR shall make the necessary arrangements for securing and 



E2493 Supplementary Conditions 7 of 7 

transporting such water and shall take such water in a manner and at such times that will not produce a 

harmful drain or decrease pressure in the District water system.  There will be no charge to 

CONTRACTOR for water used in the construction of this Project. 

 

19.   LINES AND GRADES 

 

The ENGINEER will set control stakes, both horizontal and vertical, but detailed construction staking 

shall be the full responsibility of the CONTRACTOR. 

 

20.   LOCATION OF AND DAMAGE TO EXISTING UTILITIES 

 

The CONTRACTOR shall be solely responsible for all above ground utilities, structures, and 

appurtenances in regard to protection and replacement or repair of same.  The CONTRACTOR shall also 

be solely responsible for visible below ground utilities, structures and appurtenances that may be 

accurately located by removing manhole covers, valve box covers, and other access point coverings, with 

reasonable effort on the part of two workmen, using hand tools for such removal and inspection.  The cost 

of protecting, replacing, or repairing the utilities, structures, and appurtenances covered by this paragraph 

shall be borne solely by the CONTRACTOR and shall be included in the prices bid for the various 

affected items in the Contract. 

 

The CONTRACTOR shall notify all private and public utilities 48 hours prior to performing any work in 

the vicinity of said utilities.  Such 48-hour notice shall not include Saturdays, Sundays and Holidays. 

 

The CONTRACTOR shall not be held responsible for the cost of protecting, repairing, or replacing any 

underground utility, structure, or appurtenance which is (l) not shown on the plans nor locatable as 

specified in the preceding paragraph, (2) shown on the plans in such a way that it was reasonable to 

assume that it would not interfere with the work to be done by the CONTRACTOR and/or replacement 

by the CONTRACTOR, and (3) could not reasonably be located or anticipated to interfere with the work 

to be done by the CONTRACTOR prior to the actual performance of the work. 

 

The ENGINEER shall determine all questions or reasonableness in regard to the preceding paragraphs.  

The preceding paragraphs shall not, in any way, be construed to include subsurface soil conditions 

including but not limited to rock formations and buried boulders or other natural features occurring above 

or below the surface of the ground. 

 

Payment for restoration, repair, replacement and protection of utilities by the OWNER to the 

CONTRACTOR shall be made on the basis of "cost of the work" plus the "CONTRACTORS fee" being 

as defined in Article II of the General Conditions.  The CONTRACTOR and the ENGINEER shall keep 

accurate records of all such force account work performed and shall agree in writing to same at the end of 

each day of work performed. 

 

This section of the specifications is intended to relieve the CONTRACTOR of financial responsibility for 

all unforeseen interferences with the work to be performed under the contract which are caused by man 

made underground utilities, structures, and appurtenances where they could not reasonably be 

investigated and discovered prior to date and time of the bid letting for the work to be performed under 

the Contract. 

 

"Reasonable" shall be as defined in this section and according to the rules of law and equity. 
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SECTION 011000 - SUMMARY OF WORK  

 

PART 1 - GENERAL 

 

1.1 RELATED DOCUMENTS 

 

A. Drawings and general provisions of each prime contract, including General and Supplementary 

 Conditions and other Division 1 Specification Sections, apply to this Section. 

 

1.2 WORK COVERED BY CONTRACT DOCUMENTS 

 

A. The Project consists of the rehabilitation of the Blackbeard Lift Station. 

 

1. Project Location: City of Jamaica Beach. 

2. Owner: City of Jamaica Beach. 

    

B. Contract Documents, dated April 2021, were prepared for the Project by John D. Mercer & 

 Associates. 

 

1.3 CONTRACTS 

 

A. The Project will be constructed under one prime contract.  This contract document is the primary 

 general contract for construction. 

 

1.4 WORK SEQUENCE 

 

A. The Work will be conducted in a sequence as required to complete the project in the time frame 

 given in the Bid Proposal.  

 

1.5 PRIME CONTRACTOR’S USE OF PREMISES 

 

A. General:  During the construction period the Contractor for this contract shall have full use of 

 public rights-of-way for construction operations. 

 

B. Use of the Site:  Limit use of the premises to work in areas indicated.  Confine operations to areas 

 within contract limits indicated.  Do not disturb portions of the site beyond the areas in which the 

 Work is indicated. 

 

1. Driveways and Entrances:  Keep driveways and entrances serving private property clear 

 and available to the Property Owner, and emergency vehicles at all times.  Do not use 

 these areas for parking or storage of materials.  Schedule deliveries to minimize space 

 and time requirements for storage of materials and equipment on-site. 

2.  Utility Easements: Contractor shall protect private property adjacent to utility easements.  

 Vegetation existing within utility easements shall be protected from damage where 

 feasible.  ENGINEER shall be consulted to determine if damage to existing vegetation is 

 unavoidable. 

 

PART 2 - PRODUCTS (Not Applicable) 

PART 3 - EXECUTION (Not Applicable) 

END OF SECTION 011000 



BLACKBEARD  LS REHAB CITY OF JAMAICA BEACH 4/2021 

E2493 COORDINATION 011400 - 1 

SECTION 011400 - COORDINATION 

 

PART 1 - GENERAL 

 

1.1 RELATED DOCUMENTS 

 

A. Drawings and general provisions of the Contract, including General and Supplementary 

 Conditions and other Division 1 Specification Sections, apply to this Section. 

 

1.2 SUMMARY 

 

A. This Section includes administrative and supervisory requirements necessary for coordinating 

 construction operations including, but not necessarily limited to, the following: 

 

  1. General project coordination procedures. 

  2. Conservation. 

  3. Coordination Drawings. 

  4. Administrative and supervisory personnel. 

  5. Cleaning and protection. 

 

B. Related Sections:  The following Sections contain requirements that relate to this Section: 

 

1. Division 1 Section "Project Meetings" for progress meetings, coordination meetings, and 

 reinstallation conferences. 

2. Division 1 Section "Submittal Procedures" for preparing and submitting the Contractor's 

 Construction Schedule.   

 

1.3 COORDINATION 

 

A. Coordinate construction operations included in various Sections of these Specifications to assure 

 efficient and orderly installation of each part of the Work.  Coordinate construction operations 

 included under different Sections that depend on each other for proper installation, connection, 

 and operation. 

 

1. Schedule construction operations in the sequence required to obtain the best results where 

 installation of one part of the Work depends on installation of other components, before 

 or after its own installation. 

2. Coordinate installation of different components to assure maximum accessibility for 

 required maintenance, service, and repair. 

3. Make provisions to accommodate items scheduled for later installation. 

 

B. Where necessary, prepare memoranda for distribution to each party involved, outlining special 

 procedures required for coordination.  Include such items as required notices, reports, and 

 attendance at meetings. 

 

1. Prepare similar memoranda for the Owner and separate contractors where coordination of 

 their work is required. 

 

C. Administrative Procedures:  Coordinate scheduling and timing of required administrative 

 procedures with other construction activities to avoid conflicts and assure orderly progress of the 

 Work.  Such administrative activities include, but are not limited to, the following: 

 

  1. Preparation of schedules. 

  2. Installation and removal of temporary facilities. 

  3. Delivery and processing of submittals. 
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  4. Progress meetings. 

  5. Project closeout activities. 

    

D. Conservation:  Coordinate construction operations to assure that operations are carried out with 

 consideration given to conservation of energy, water, and materials. 

 

1. Salvage materials and equipment involved in performance of, but not actually 

 incorporated in, the Work. 

 

1.4 SUBMITTALS 

 

A. Coordination Drawings:  Prepare coordination drawings where careful coordination is needed for 

 installation of products and materials fabricated by separate entities.  Prepare coordination 

 drawings where limited space availability necessitates maximum utilization of space for efficient 

 installation of different components. 

 

B. Staff Names:  Within 15 days of commencement of construction operations, submit a list of the 

 Contractor's principal staff assignments, including the superintendent and other personnel in 

 attendance at the Project Site.  Identify individuals and their duties and responsibilities.  List their 

 addresses and telephone numbers. 

 

PART 2 - PRODUCTS  (Not Applicable) 

 

PART 3 - EXECUTION 

 

3.1 GENERAL COORDINATION PROVISIONS 

 

A. Inspection of Conditions:  Require the Installer of each major component to inspect both the 

 substrate and conditions under which Work is to be performed.  Do not proceed until 

 unsatisfactory conditions have been corrected in an acceptable manner. 

 

B. Coordinate temporary enclosures with required inspections and tests to minimize the necessity of 

 uncovering completed construction for that purpose.    

 

3.2 CLEANING AND PROTECTION 

 

A. Clean and protect construction in progress and adjoining materials in place, during handling and 

 installation.  Apply protective covering where required to assure protection from damage or 

 deterioration at Substantial Completion. 

 

B. Clean and provide maintenance on completed construction as frequently as necessary through the 

 remainder of the construction period.  Adjust and lubricate operable components to assure 

 operability without damaging effects. 

 

C. Limiting Exposures:  Supervise construction operations to assure that no part of the construction, 

 completed or in progress, is subject to harmful, dangerous, damaging, or otherwise deleterious 

 exposure during the construction period.  Special care must be taken to preclude unnecessary 

 exposure from hurricanes. Where applicable, such exposures include, but are not limited to, the 

 following: 

 

  1. Excessive static or dynamic loading. 

  2. Excessive internal or external pressures. 

  3. Excessively high or low temperatures. 

  4. Thermal shock. 

  5. Excessively high or low humidity. 

  6. Air contamination or pollution. 
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  7. Water or ice. 

  8. Solvents. 

  9. Chemicals. 

  10. Light. 

  11. Radiation. 

  12. Puncture. 

  13. Abrasion. 

  14. Heavy traffic. 

  15. Soiling, staining, and corrosion. 

  16. Bacteria. 

  17. Rodent and insect infestation. 

  18. Combustion. 

  19. Electrical current. 

  20. High-speed operation. 

  21. Improper lubrication. 

  22. Unusual wear or other misuse. 

  23. Contact between incompatible materials. 

  24. Destructive testing. 

  25. Misalignment. 

  26. Excessive weathering. 

  27. Unprotected storage. 

  28. Improper shipping or handling. 

  29. Theft. 

  30. Vandalism. 

 

END OF SECTION 011400 
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SECTION 012900 - PAYMENT PROCEDURES 

 

PART 1 - GENERAL 

 

1.1 RELATED DOCUMENTS 

 

A. Drawings and general provisions of the Contract, including General and Supplementary 

 Conditions and other Division 1 Specification Sections, apply to this Section. 

 

1.2 SUMMARY 

 

A. This Section specifies administrative and procedural requirements governing the Contractor's 

 Applications for Payment. 

 

1. Coordinate the Schedule of Values and Applications for Payment with the Contractor's 

 Construction Schedule, Submittal Schedule, and List of Subcontracts. 

 

1.3 APPLICATIONS FOR PAYMENT 

 

A. Each Application for Payment shall be consistent with previous applications and payments as 

 certified by the Engineer and paid for by the Owner. 

 

B. Payment-Application Times: Applications for payment for work completed by the last day of the 

 preceding month shall be submitted to the Engineer within five (5) days of the last day of the 

 preceding month.  Partial payments for work completed by the last day of the preceding month, 

 based upon engineer’s approval of the Contractor’s estimate, may be approved by the Owner, and 

 payment made as soon as practicable thereafter.  Ten percent (10%) of the total amount due and 

 application for payment shall be retained until final acceptance of the work. 

 

C. Payment-Application Forms:  Use forms approved by Owner and Engineer for Applications for 

 Payment.  Contractor to submit sample format to Engineer for approval prior to first application. 

 

D. Application Preparation:  Complete every entry on the form.  Applications shall be executed 

 by a person authorized to sign legal documents on behalf of the Contractor.  The Engineer will 

 return incomplete applications without action. 

 

1. Entries shall match data on the Bid Proposal. 

2. Include amounts of Change Orders and Construction Change Directives issued prior to 

 the last day of the construction period covered by the application. 

 

E. Transmittal:  Submit signed digital copies of each Application for Payment to the Project Manager 

by a method ensuring receipt within 24 hours.  One copy shall be complete, including waivers of 

lien and similar attachments, when required. 

 

1. Transmit each copy with a transmittal form listing attachments and recording appropriate 

 information related to the application, in a manner acceptable to the Project Manager. 

 

F. Initial Application for Payment:  Administrative actions and submittals, that must precede or 

 coincide with submittal of the first Application for Payment, include the following: 

 

  1. List of subcontractors. 

  2. List of principal suppliers and fabricators. 

  3. Schedule of Values. 

  4. Contractor's Construction Schedule (preliminary if not final). 
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G. Application for Payment at Substantial Completion:  Following issuance of the Certificate of 

 Substantial Completion, submit an Application for Payment. 

 

1. Administrative actions and submittals that shall precede or coincide with this application 

 include: 

 

   a. Warranties (guarantees) and maintenance agreements. 

   b. Test/adjust/balance records. 

   c. Maintenance instructions. 

   d. Application for reduction of retainage and consent of surety. 

e. List of incomplete Work, recognized as exceptions to Engineer’s Certificate of 

 Substantial Completion. 

 

H. Final Payment Application:  Administrative actions and submittals that must precede or coincide 

 with submittal of the final Application for Payment include the following: 

 

  1. Completion of Project closeout requirements. 

  2. Completion of items specified for completion after Substantial Completion. 

  3. Submit Affidavit of All Bills Paid, or similar document. 

  4. Ensure that incomplete Work is not accepted and will be completed without undue delay. 

  5. Transmittal of required Project construction records to the Owner. 

  6. Removal of temporary facilities and services. 

  7. Removal of surplus materials, rubbish, and similar elements. 

  8. Final clean-up. 

 

PART 2 - EXECUTION (Not Applicable) 

 

END OF SECTION 012900 
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SECTION 013100 - PROJECT MANAGEMENT AND COORDINATION 

 

PART 1 - GENERAL 

 

1.1 RELATED DOCUMENTS 

 

A. Drawings and general provisions of the Contract, including General and Supplementary  

 Conditions and other Division 1 Specification Sections, apply to this Section. 

 

1.2 SUMMARY 

 

A. This Section includes administrative and procedural requirements for schedules and reports 

 required for proper performance of the Work, including: 

 

  1. Daily construction reports. 

  2. Special reports. 

 

B. Related Sections:  The following Sections contain requirements that relate to this Section: 

   

1. Division 1 Section "Project Meetings" specifies requirements for submittal and 

 distribution of meeting and conference minutes. 

 

1.3 SUBMITTAL PROCEDURES 

  

A. Coordination:  Coordinate preparation and processing of schedules and reports with performance 

 of other construction activities. 

 

1.4 REPORTS 

 

A. Daily Construction Reports:  Prepare a daily construction report recording the following 

 information concerning events at the site.  Review the daily construction report with the Engineer 

 or his representative within 24 hours of the report date.  Revise or correct the report as may be 

 required following review.  Report must be signed by Engineer or his representative.  Submit 

 duplicate copies to the Engineer at weekly intervals. 

 

  1. List of subcontractors at the site. 

  2. List of separate contractors at the site. 

  3. Approximate count of personnel at the site. 

  4. High and low temperatures, general weather conditions. 

  5. Accidents. 

  6. Meetings and significant decisions. 

  7. Unusual events (refer to special reports). 

  8. Stoppages, delays, shortages, and losses. 

  9. Meter readings and similar recordings. 

  10. Emergency procedures. 

  11. Orders and requests of governing authorities. 

  12. Change Orders received, implemented. 

  13. Services connected, disconnected. 

  14. Equipment or system tests and startups. 

  15. Partial Completions, occupancies. 

  16. Substantial Completions authorized. 

    

B. Material Location Reports:  At weekly intervals, prepare a comprehensive list of materials 

 delivered to and stored at the site.  The list shall be cumulative, showing materials previously 

 reported plus items recently delivered.  Include with the list a statement of progress on and 
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 delivery dates for materials or items of equipment fabricated or stored away from the site.  Submit 

 copies of the list to the Engineer at weekly intervals. 

 

C. Field Correction Reports:  When the need to take corrective action that requires a departure from 

 the Contract Documents arises, prepare a detailed report.  Include a statement describing the 

 problem and recommended changes.  Indicate reasons the Contract Documents cannot be 

 followed.  Submit a copy to the Engineer immediately. 

 

1.5 SPECIAL REPORTS 

 

A. Reporting Unusual Events:  When an event of an unusual and significant nature occurs at the site, 

 prepare and submit a special report.  List the chain of events, persons participating, response by 

 the Contractor's personnel, an evaluation of the results or effects and similar pertinent information.  

 Advise the Engineer in advance when such events are known or predictable. 

 

PART 2 - PRODUCTS  (Not Applicable) 

 

PART 3 - EXECUTION  (Not Applicable) 

 

END OF SECTION 013100 
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SECTION 013110 - PROJECT MEETINGS 

 

PART 1 - GENERAL 

 

1.1 RELATED DOCUMENTS 

 

A. Drawings and general provisions of the Contract, including General and Supplementary 

 Conditions and other Division 1 Specification Sections, apply to this Section. 

 

1.2 SUMMARY 

 

A. This Section specifies administrative and procedural requirements for project meetings, including, 

 but not limited to, the following: 

 

  1. Preconstruction conferences. 

  2. Progress meetings. 

  3. Coordination meetings. 

 

B. Related Sections:  The following Sections contain requirements that relate to this Section: 

 

1. Division 1 Section "Coordination" for procedures for coordinating project meetings with 

 other construction activities. 

2. Division 1 Section "Submittals" for submitting the Contractor's Construction Schedule. 

 

1.3 PRECONSTRUCTION CONFERENCE 

 

A. A preconstruction conference will be scheduled by the Engineer before construction starts at a 

time convenient to the Owner and the Contractor.  The conference will be held at the Project Site 

or another convenient location.  The meeting will be held to review responsibilities and personnel 

assignments. 

 

B. Attendees:  Authorized representatives of the Owner, Engineer, and their consultants; the 

 Contractor and its superintendent; major subcontractors; and other concerned parties shall attend 

 the conference.  All participants at the conference shall be familiar with the Project and authorized 

 to conclude matters relating to the Work. 

 

C. Agenda: Items of significance that could affect progress will be discussed, including the 

 following: 

 

  1. Tentative construction schedule. 

  2. Critical work sequencing. 

  3. Designation of responsible personnel. 

  4. Procedures for processing field decisions and Change Orders. 

  5. Procedures for processing Applications for Payment. 

  6. Distribution of Contract Documents. 

  7. Submittal of Shop Drawings, Product Data, and Samples. 

  8. Preparation of record documents. 

  9. Use of the premises. 

  10. Parking availability. 

  11. Office, work, and storage areas. 

  12. Equipment deliveries and priorities. 

  13. Safety procedures. 

  14. First aid. 

  15. Security. 

  16. Housekeeping. 

  17. Working hours. 



BLACKBEARD  LS REHAB CITY OF JAMAICA BEACH 4/2021 

E2493 PROJECT MEETINGS 013110 - 2 

1.4 PROGRESS MEETINGS 

 

A. The Engineer will conduct progress meetings at the Project Site as necessary.  Engineer will notify 

the Owner and the Contractor of scheduled meeting dates.  Dates of meetings will be coordinated 

with preparation of the payment request. 

 

B. Attendees:  In addition to representatives of the Owner, Engineer and Contractor, each 

 subcontractor, supplier, or other entity concerned with current progress or involved in planning, 

 coordination, or performance of future activities shall be represented at these meetings.  All 

 participants at the conference shall be familiar with the Project and authorized to conclude matters 

 relating to the Work. 

 

C. Agenda:  Review items of significance that could affect progress.  Include topics for discussion as 

appropriate to the status of the Project. 

 

1. Contractor's Construction Schedule:  Review progress since the last meeting.  Determine 

 where each activity is in relation to the Contractor's Construction Schedule, whether on 

 time or ahead or behind schedule.  Determine how construction behind schedule will be 

 expedited; secure commitments from parties involved to do so.  Discuss whether 

 schedule revisions are required to ensure that current and subsequent activities will be 

 completed within the Contract Time. 

2. Review the present and future needs of each entity present, including the following: 

 

   a. Interface requirements. 

   b. Time. 

   c. Sequences. 

   d. Status of submittals. 

   e. Deliveries. 

   f. Site utilization. 

   g. Housekeeping. 

   h. Quality and work standards. 

   i. Change Orders. 

   j. Documentation of information for payment requests. 

 

1.5 COORDINATION MEETINGS 

 

A. Project coordination meetings will be conducted by the Engineer at regular intervals convenient 

 for all parties involved.  Project coordination meetings are in addition to specific meetings held for 

 other purposes, such as regular progress meetings and special pre-installation meetings. 

 

B. Representation at each meeting by every party currently involved in coordination or planning for 

 the construction activities involved will be requested. 

 

C. The Engineer will record meeting results and distribute copies to everyone in attendance and to 

 others affected by decisions or actions resulting from each meeting. 

 

PART 2 - PRODUCTS  (Not Applicable) 

 

PART 3 - EXECUTION  (Not Applicable) 

 

END OF SECTION 013110 
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SECTION 013300 - SUBMITTAL PR0CEDURES 

 

PART 1 - GENERAL 

 

1.1 RELATED DOCUMENTS 

           

A. Drawings and general provisions of the Contract, including General and Supplementary 

 Conditions and other Division 1 Specification Sections, apply to this Section. 

 

1.2 SUMMARY 

 

A. This Section includes administrative and procedural requirements for submittals required for 

 performance of the Work, including the following: 

   

  1. Submittal schedule. 

  2. Shop Drawings. 

  3. Product Data. 

  4. Samples. 

  5. Quality assurance submittals. 

 

B. Administrative Submittals:  Refer to other Division 1 Sections and other Contract Documents for 

 requirements for administrative submittals.  Such submittals include, but are not limited to, the 

 following: 

   

  1. Permits. 

  2. Applications for Payment. 

  3. List of subcontractors. 

 

 C. Related Sections:  The following Sections contain requirements that relate to this Section: 

 

1. Division 1 Section "Applications for Payment" specifies requirements for submittal of the 

 Schedule of Values. 

2. Division 1 Section "Coordination" specifies requirements governing preparation and 

 submittal of required Coordination Drawings. 

3. Division 1 Section "Project Meetings" specifies requirements for submittal and 

 distribution of meeting and conference minutes. 

4. Division 1 Section "Contract Closeout" specifies requirements for submittal of Project 

 Record Documents and warranties at project closeout. 

 

D. Digital copies are portable document Files (PDF) that can be transmitted electronically. 

 

1.3 DEFINITIONS 

 

A. Coordination Drawings show the relationship and integration of different construction elements 

 that require careful coordination during fabrication or installation to fit in the space provided or to 

 function as intended. 

 

1. Preparation of Coordination Drawings is specified in Division 1 Section "Coordination" 

 and may include components previously shown in detail on Shop Drawings or Product 

 Data. 

 

B. Field samples are full-size physical examples erected on-site to illustrate finishes, coatings, or 

 finish materials.  Field samples are used to establish the standard by which the Work will be 

 judged. 
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C. Mockups are full-size assemblies for review of construction, coordination, testing, or operation; 

 they are not Samples. 

 

1.4 SUBMITTAL PROCEDURES 

 

A. Coordination:  Coordinate preparation and processing of submittals with performance of 

 construction activities.  Transmit each submittal sufficiently in advance of performance of related 

 construction activities to avoid delay. 

 

1. Coordinate each submittal with fabrication, purchasing, testing, delivery, other 

 submittals, and related activities that require sequential activity. 

2. Coordinate transmittal of different types of submittals for related elements of the Work so 

 processing will not be delayed by the need to review submittals concurrently for 

 coordination. 

 

a. The Engineer reserves the right to withhold action on a submittal requiring 

 coordination with other submittals until all related submittals are received. 

 

3. Processing:  To avoid the need to delay installation as a result of the time required to 

 process submittals, allow sufficient time for submittal review, including time for 

 resubmittals. 

 

a. Allow 2 weeks for initial review.  Allow additional time if the Engineer must 

 delay processing to permit coordination with subsequent submittals. 

b. If an intermediate submittal is necessary, process the same as the initial 

 submittal. 

c. Allow 2 weeks for reprocessing each submittal. 

d. No extension of Contract Time will be authorized because of failure to transmit 

 submittals to the Engineer sufficiently in advance of the Work to permit 

 processing. 

 

B. Submittal Preparation:  Place a permanent label or title block on each submittal for identification.  

 Indicate the name of the entity that prepared each submittal on the label or title block. 

 

1. Provide a space approximately 3 by 4 inches on the label or beside the title block on Shop 

 Drawings to record the Contractor's review and approval markings and the action taken. 

2. Include the following information on the label for processing and recording action taken. 

 

   a. Project name. 

   b. Date. 

   c. Name and address of the Engineer. 

   d. Name and address of the Contractor. 

   e. Name and address of the subcontractor. 

   f. Name and address of the supplier. 

   g. Name of the manufacturer. 

   h. Number and title of appropriate Specification Section. 

   i. Drawing number and detail references, as appropriate. 

 

C. Submittal Transmittal:  Package each submittal appropriately for transmittal and handling.  

 Transmit each submittal from the Contractor to the Engineer using a transmittal form.  The 

 Engineer will not accept submittals received from sources other than the Contractor. 

 

1. On the transmittal, record relevant information and requests for data.  On the form, or 

 separate sheet, record deviations from Contract Document requirements, including 

 variations and limitations.  Include Contractor's certification that information complies 

 with Contract Document requirements. 
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2. Transmittal Form:  Use AIA Document G810 or other form as may be approved by the 

 Project Manager. 

 

1.5 SUBMITTAL SCHEDULE 

 

A. After development and acceptance of the Contractor's Construction Schedules detailed in Section 

 013100, Contractor shall prepare a complete schedule of submittals.  Submit the schedule within 

 10 days of the date required for initial completion of the Contractor's Construction Schedule. 

 

   

1. Coordinate Submittal Schedule with the list of subcontracts, Schedule of Values, and the 

 list of products as well as the Contractor's Construction Schedule. 

2. Prepare the schedule in chronological order.  Provide the following information: 

 

   a. Scheduled date for the first submittal. 

   b. Related Section number. 

   c. Submittal category (Shop Drawings, Product Data, or Samples). 

   d. Name of the subcontractor. 

   e. Description of the part of the Work covered. 

   f. Scheduled date for resubmittal. 

   g. Scheduled date for the Engineer’s final release or approval. 

 

B. Distribution:  Following response to the initial submittal, submit to the Engineer a digital copy for 

distribution by the Engineer to the Owner, and other parties required to comply with submittal 

dates indicated.  Contractor to submit copies to subcontractors and post printed copies in the 

Project meeting room and field office. 

 

1. When revisions are made, follow the same distribution process and post in the same 

 locations.  Delete parties from distribution when they have completed their assigned 

 portion of the Work and are no longer involved in construction activities. 

 

C. Schedule Updating:  Revise the schedule after each meeting or activity where revisions have been 

 recognized or made.  Issue the updated schedule concurrently with the report of each meeting. 

 

1.6 SHOP DRAWINGS 

 

A. Submit newly prepared information drawn accurately to scale.  Highlight, encircle, or otherwise 

 indicate deviations from the Contract Documents.  Do not reproduce Contract Documents or copy 

 standard information as the basis of Shop Drawings.  Standard information prepared without 

 specific reference to the Project is not a Shop Drawing. 

 

B. Shop Drawings include fabrication and installation Drawings, setting diagrams, schedules, 

 patterns, templates and similar Drawings.  Include the following information: 

 

  1. Dimensions. 

  2. Identification of products and materials included by sheet and detail number. 

  3. Compliance with specified standards. 

  4. Notation of coordination requirements. 

  5. Notation of dimensions established by field measurement. 

6. Sheet Size:  Except for templates, patterns and similar full-size Drawings, submit Shop 

 Drawings on sheets at least 8-1/2 by 11 inches but no larger than 36 by 48 inches. 

7. Initial Submittal:  a digital copy for the Engineer’s review.  The Engineer will return the 

digital copy revised with the appropriate notations.   

8. Final Submittal:  If necessary (ie. Shop drawing noted revise and resubmit), submit 

revised shop drawing for review and approval.  

9. Do not use Shop Drawings without an appropriate final stamp indicating action taken. 
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1.7 PRODUCT DATA 

 

A. Collect Product Data into a single submittal for each element of construction or system.  Product 

 Data includes printed information, such as manufacturer's installation instructions, catalog cuts, 

 standard color charts, roughing-in diagrams and templates, standard wiring diagrams, and 

 performance curves. 

 

1. Mark each copy to show applicable choices and options.  Where printed Product Data 

 includes information on several products that are not required, mark copies to indicate the 

 applicable information.  Include the following information: 

 

   a. Manufacturer's printed recommendations. 

   b. Compliance with trade association standards. 

   c. Compliance with recognized testing agency standards. 

   d. Application of testing agency labels and seals. 

   e. Notation of dimensions verified by field measurement. 

   f. Notation of coordination requirements. 

 

2. Do not submit Product Data until compliance with requirements of the Contract 

 Documents has been confirmed. 

3. Preliminary Submittal:  Submit a preliminary single copy of Product Data where 

 selection of options is required. 

4. Submittals:  Submit a digital copy of each required submittal. The Engineer will mark 

with action to be taken and/or corrections or modifications required. Prior to returning to 

Contractor. 

 

a. Unless noncompliance with Contract Document provisions is observed, the 

 submittal may serve as the final submittal. 

 

5. Distribution:  Furnish copies of final submittal to installers, subcontractors, suppliers, 

 manufacturers, fabricators, and others required for performance of construction activities.  

 Show distribution on transmittal forms. 

 

a. Do not proceed with installation until a copy of Product Data is in the Installer's 

 possession. 

b. Do not permit use of unmarked copies of Product Data in connection with 

 construction. 

 

1.8 SAMPLES 

 

A. Submit full-size, fully fabricated Samples cured and finished as specified and physically identical 

 with the material or product proposed.  Samples include partial sections of manufactured or 

 fabricated components, cuts or containers of materials, color range sets, and swatches showing 

 color, texture, and pattern. 

 

1. Mount or display Samples in the manner to facilitate review of qualities indicated.  

 Include the following: 

 

   a. Specification Section number and reference. 

   b. Generic description of the Sample. 

   c. Sample source. 

   d. Product name or name of the manufacturer. 

   e. Compliance with recognized standards. 

   f. Availability and delivery time. 
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2. Submit Samples for review of size, kind, color, pattern, and texture.  Submit Samples for 

 a final check of these characteristics with other elements and a comparison of these 

 characteristics between the final submittal and the actual component as delivered and 

 installed. 

 

a. Where variation in color, pattern, texture, or other characteristic is inherent in 

 the material or product represented, submit at least 3 multiple units that show 

 approximate limits of the variations. 

b. Refer to other Specification Sections for requirements for Samples that illustrate 

 workmanship, fabrication techniques, details of assembly, connections, 

 operation, and similar construction characteristics.  

c. Refer to other Sections for Samples to be returned to the Contractor for 

 incorporation in the Work.  Such Samples must be undamaged at time of use.  

 On the transmittal, indicate special requests regarding disposition of Sample 

 submittals. 

d. Samples not incorporated into the Work, or otherwise designated as the Owner's 

 property, are the property of the Contractor and shall be removed from the site 

 prior to Substantial Completion. 

 

3. Preliminary Submittals:  Submit a full set of choices where Samples are submitted for 

 selection of color, pattern, texture, or similar characteristics from a range of standard 

 choices. 

 

a. The Engineer will review and return preliminary submittals with the Engineer’s 

 notation, indicating selection and other action. 

 

4. Submittals:  Except for Samples illustrating assembly details, workmanship, fabrication 

 techniques, connections, operation, and similar characteristics, submit 3 sets.  The 

 Engineer will return one set marked with the action taken. 

5. Maintain sets of Samples, as returned, at the Project Site, for quality comparisons 

 throughout the course of construction. 

 

a. Unless noncompliance with Contract Document provisions is observed, the 

 submittal may serve as the final submittal. 

b. Sample sets may be used to obtain final acceptance of the construction 

 associated with each set. 

 

B. Distribution of Samples:  Prepare and distribute additional sets to subcontractors, manufacturers, 

 fabricators, suppliers, installers, and others as required for performance of the Work.  Show 

 distribution on transmittal forms. 

 

1. Field samples are full-size examples erected on-site to illustrate finishes, coatings, or 

 finish materials and to establish the Project standard. 

 

a. Comply with submittal requirements to the fullest extent possible.  Process 

 transmittal forms to provide a record of activity. 

 

1.9 QUALITY ASSURANCE SUBMITTALS 

 

A. Submit quality-control submittals, including design data, certifications, manufacturer's 

 instructions, manufacturer's field reports, and other quality-control submittals as required under 

 other Sections of the Specifications. 

 

B. Certifications:  Where other Sections of the Specifications require certification that a product, 

 material, or installation complies with specified requirements, submit a notarized certification 

 from the manufacturer certifying compliance with specified requirements. 
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1. Signature:  Certification shall be signed by an officer of the manufacturer or other 

 individual authorized to sign documents on behalf of the company. 

 

C. Inspection and Test Reports:  Requirements for submittal of inspection and test reports from 

 independent testing agencies are specified in Division 1 Section "Quality Control." 

 

1.10 PROJECT MANAGER’S/ENGINEER’S ACTION 

 

A. Except for submittals for the record or information, where action and return is required, the 

 Engineer will review each submittal, mark to indicate action taken, and return promptly. 

 

1. Compliance with specified characteristics is the Contractor's responsibility. 

 

B. Action Stamp:  The Engineer will stamp each submittal with a uniform, action stamp.  The 

 Engineer will mark the stamp appropriately to indicate the action taken, as follows: 

 

1. Final Unrestricted Release:  When the Engineer marks a submittal "Approved," the Work 

 covered by the submittal may proceed provided it complies with requirements of the 

 Contract Documents.  Final payment depends on that compliance. 

2. Final-But-Restricted Release:  When the Engineer marks a submittal "Approved as 

 Noted," the Work covered by the submittal may proceed provided it complies with 

 notations or corrections on the submittal and requirements of the Contract Documents.  

 Final payment depends on that compliance. 

3. Returned for Resubmittal:  When the Engineer marks a submittal "Not Approved, Revise 

 and Resubmit," do not proceed with Work covered by the submittal, including 

 purchasing, fabrication, delivery, or other activity.  Revise or prepare a new submittal 

 according to the notations; resubmit without delay.  Repeat if necessary to obtain 

 different action mark. 

 

a. Do not use, or allow others to use, submittals marked "Not Approved, Revise 

 and Resubmit"  at the Project Site or elsewhere where Work is in progress. 

 

4. Other Action:  Where a submittal is for information or record purposes or special 

 processing or other activity, the Engineer will return the submittal marked "Action Not 

 Required." 

 

C. Unsolicited Submittals:  The Engineer will return unsolicited submittals to the sender without 

 action. 

 

PART 2 - PRODUCTS  (Not Applicable) 

 

PART 3 - EXECUTION  (Not Applicable) 

 

END OF SECTION 013300 



DIVISION 3 - CONCRETE 
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SECTION 033000 - CAST-IN-PLACE CONCRETE 

 

PART 1 - GENERAL 

  

1.1 RELATED DOCUMENTS 

 

A. Drawings and general provisions of the Contract, including General and Special Conditions, 

 apply to this Section. 

 

1.2 SUMMARY 

 

A. This Section specifies cast-in place concrete, including form work, reinforcement, concrete 

 materials, mix design, placement procedures, and finishes. 

 

1.3 DEFINITIONS 

 

A. Cementitious Materials:  Portland cement alone or in combination with one or more of blended 

 hydraulic cement, fly ash and other pozzolans, ground granulated blast-furnace slag, and silica 

 fume. 

 

1.4 SUBMITTALS 

 

A. Product Data:  For each type of manufactured material and product indicated. 

 

B. Design Mixes:  For each concrete mix.  Include alternate mix designs when characteristics of 

 materials, project conditions, weather, test results, or other circumstances warrant adjustments. 

 

  1. Indicate amounts of mix water to be withheld for later addition at Project site. 

 

C. Material Certificates:  Signed by manufacturers certifying that each of the following items 

 complies with requirements: 

 

  1. Cementitious materials and aggregates. 

  2. Form materials and form-release agents. 

  3. Steel reinforcement and reinforcement accessories. 

  4. Admixtures. 

  5. Curing materials. 

  6. Adhesives. 

  7. Epoxy joint filler. 

  8. Joint-filler strips. 

 

1.5 QUALITY ASSURANCE 

 

A. Installer Qualifications:  An experienced installer who has completed concrete Work similar in 

 material, design, and extent to that indicated for this Project and whose work has resulted in 

 construction with a record of successful in-service performance. 

   

B. Testing Agency Qualifications: Materials testing will be performed by a qualified testing 

 laboratory secured by the Owner. 

 

1. Personnel conducting field tests shall be qualified as ACI Concrete Field Testing 

 Technician, Grade 1, according to ACI CP-1 or an equivalent certification program. 

 

C. Source Limitations:  Obtain each type or class of cementitious material of the same brand from the 

 same manufacturer's plant, each aggregate from one source, and each admixture from the same 

 manufacturer. 
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D. ACI Publications:  Comply with the following, unless more stringent provisions are indicated: 

 

  1. ACI 301, "Specification for Structural Concrete." 

  2. ACI 117, "Specifications for Tolerances for Concrete Construction and Materials." 

  

1.6 DELIVERY, STORAGE, AND HANDLING 

 

 A. Deliver, store, and handle steel reinforcement to prevent bending and damage. 

  

1.7 FORM-FACING MATERIALS 

 

A. Smooth-Formed Finished Concrete:  Form-facing panels that will provide continuous, true, and 

 smooth concrete surfaces.  Furnish in largest practicable sizes to minimize number of joints. 

 

  1. Plywood, metal, or other approved panel materials. 

   

B. Rough-Formed Finished Concrete:  Plywood, lumber, metal, or another approved material.  

 Provide lumber dressed on at least two edges and one side for tight fit. 

 

 C. Chamfer Strips:  Wood, metal, PVC, or rubber strips, of size and at locations called for on plans. 

 

D. Form-Release Agent:  Commercially formulated form-release agent that will not bond with, stain, 

 or adversely affect concrete surfaces and will not impair subsequent treatments of concrete 

 surfaces. 

 

  1. Formulate form-release agent with rust inhibitor for steel form-facing materials. 

 

E. Form Ties:  Factory-fabricated, removable or snap-off metal or glass-fiber-reinforced plastic form 

 ties designed to resist lateral pressure of fresh concrete on forms and to prevent spalling of 

 concrete on removal. 

 

1. Furnish units that will leave no corrodible metal closer than 1 inch to the plane of the 

 exposed concrete surface. 

2. Furnish ties that, when removed, will leave holes not larger than 1 inch in diameter in 

 concrete surface. 

 

1.8 STEEL REINFORCEMENT 

 

 A. Reinforcing Bars:  ASTM A 615 Grade 60, deformed. 

   

1.9 REINFORCEMENT ACCESSORIES 

 

A. Bar Supports:  Bolsters, chairs, spacers, and other devices for spacing, supporting, and fastening 

 reinforcing bars and welded wire fabric in place.  Manufacture bar supports according to CRSI's 

 "Manual of Standard Practice" from steel wire, plastic, or precast concrete or fiber-reinforced 

 concrete of greater compressive strength than concrete, and as follows: 

 

1. For concrete surfaces exposed to view where legs of wire bar supports contact forms, use 

 CRSI Class 1 plastic-protected or CRSI Class 2 stainless-steel bar supports. 

   

B. Joint Dowel Bars:  Plain-steel bars, ASTM A 615, Grade 60.  Cut bars true to length with ends 

 square and free of burrs. 
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1.10 CONCRETE MATERIALS 

 

 A. Portland Cement:  ASTM C 150, Type I/II. 

     

 B. Normal-Weight Aggregate:  ASTM C 33, uniformly graded, and as follows: 

   

1. Class:  Severe weathering region, but not less than 3S. 

2. Nominal Maximum Aggregate Size:  1-1/2 inches. 

3. Combined Aggregate Gradation:  Well graded from coarsest to finest with not more than 

 18 percent and not less than 8 percent retained on an individual sieve, except that less 

 than 8 percent may be retained on coarsest sieve and on No. 50 sieve, and less than 8 

 percent may be retained on sieves finer than No. 50. 

  

 C. Water:  Potable and complying with ASTM C 94. 

 

1.11 ADMIXTURES 

 

A. General:  Admixtures certified by manufacturer to contain not more than 0.1 percent water-soluble 

 chloride ions by mass of cementitious material and to be compatible with other admixtures and 

 cementitious materials.  Do not use admixtures containing calcium chloride. 

 

 B. Air-Entraining Admixture:  ASTM C 260. 

 

 C. Water-Reducing Admixture:  ASTM C 494, Type A. 

 

 D. High-Range, Water-Reducing Admixture:  ASTM C 494, Type F. 

 

 E. Water-Reducing and Accelerating Admixture:  ASTM C 494, Type E. 

 

 F. Water-Reducing and Retarding Admixture:  ASTM C 494, Type D. 

   

1.12 CURING MATERIALS 

 

A. Absorptive Cover:  AASHTO M 182, Class 2, burlap cloth made from jute or kenaf, weighing 

 approximately 9 oz./sq. yd. dry. 

 

 B. Moisture-Retaining Cover:  ASTM C 171, polyethylene film or white burlap-polyethylene sheet. 

 

 C. Water:  Potable. 

 

 D. Clear, Waterborne, Membrane-Forming Curing Compound:  ASTM C 309, Type 1, Class B. 

 

1.13 RELATED MATERIALS 

 

 A. Joint-Filler Strips:  ASTM D 1751, asphalt-saturated cellulosic fiber. 

   

1.14 CONCRETE MIXES 

 

A. Prepare design mixes for each type and strength of concrete determined by either laboratory trial 

 mix or field test data bases, as follows: 

 

  1. Proportion normal-weight concrete according to ACI 211.1 and ACI 301. 

 

B. Use a qualified independent testing agency for preparing and reporting proposed mix designs for 

 the laboratory trial mix basis. 
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 C. Footings and Foundation Walls:  Proportion normal-weight concrete mix as follows: 

   

  1. Compressive Strength (28 Days):  3500 psi. 

  2. Maximum Slump:  4 inches. 

  

 D. Slab-on-Grade:  Proportion normal-weight concrete mix as follows: 

   

  1. Compressive Strength (28 Days):  3500 psi. 

  2. Maximum Slump:  4 inches. 

  

E. Maximum Water-Cementitious Materials Ratio:  0.40 for corrosion protection of steel 

 reinforcement in concrete exposed to chlorides from salt, saltwater, brackish water, seawater, or 

 spray from these sources. 

 

F. Air Content:  Add air-entraining admixture at manufacturer's prescribed rate to result in concrete 

 at point of placement having an air content of 2 to 4 percent, unless otherwise indicated. 

 

G. Do not air entrain concrete to trowel-finished interior floors and suspended slabs.  Do not allow 

 entrapped air content to exceed 3 percent. 

 

H. Limit water-soluble, chloride-ion content in hardened concrete to 0.15 percent by weight of 

 cement. 

 

I. Admixtures:  Use admixtures according to manufacturer's written instructions. 

 

1. Use water-reducing admixture or high-range water-reducing admixture (superplasticizer) 

 in concrete, as required, for placement and workability. 

2. Use water-reducing and retarding admixture when required by high temperatures, low 

 humidity, or other adverse placement conditions. 

3. Use water-reducing admixture in pumped concrete, concrete for heavy-use industrial 

 slabs and parking structure slabs, concrete required to be watertight, and concrete with a 

 water-cementitious materials ratio below 0.50. 

   

1.15 FABRICATING REINFORCEMENT 

 

A. Fabricate steel reinforcement according to CRSI's "Manual of Standard Practice." 

   

1.16 CONCRETE MIXING 

 

A. Ready-Mixed Concrete:  Measure, batch, mix, and deliver concrete according to ASTM C 94, and 

 furnish batch ticket information. 

 

PART 2 - EXECUTION 

 

2.1 FORMWORK 

 

A. Design, erect, shore, brace, and maintain form work, according to ACI 301, to support vertical, 

 lateral, static, and dynamic loads, and construction loads that might be applied, until concrete 

 structure can support such loads. 

 

B. Construct form work so concrete members and structures are of size, shape, alignment, elevation, 

 and position indicated, within tolerance limits of ACI 117. 

 

C. Limit concrete surface irregularities, designated by ACI 347R as abrupt or gradual. 
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D. Construct forms tight enough to prevent loss of concrete mortar. 

 

E. Fabricate forms for easy removal without hammering or prying against concrete surfaces.  Provide 

 crush or wrecking plates where stripping may damage cast concrete surfaces.  Provide top forms 

 for inclined surfaces steeper than 1.5 horizontal to 1 vertical.  Kerf wood inserts for forming 

 keyways, reglets, recesses, and the like, for easy removal. 

 

  1. Do not use rust-stained steel form-facing material. 

    

F. Set edge forms, bulkheads, and intermediate screed strips for slabs to achieve required elevations 

 and slopes in finished concrete surfaces.  Provide and secure units to support screed strips; use 

 strike-off templates or compacting-type screeds. 

  

G. Provide temporary openings for cleanouts and inspection ports where interior area of formwork is 

 inaccessible.  Close openings with panels tightly fitted to forms and securely braced to prevent 

 loss of concrete mortar.  Locate temporary openings in forms at inconspicuous locations. 

 

H. Chamfer exterior corners and edges of concrete where called for on plans. 

 

I. Form openings, chases, offsets, sinkages, keyways, reglets, blocking, screeds, and bulkheads 

 required in the Work.  Determine sizes and locations from trades providing such items. 

 

J. Clean forms and adjacent surfaces to receive concrete.  Remove chips, wood, sawdust, dirt, and 

 other debris just before placing concrete. 

 

K. Retighten forms and bracing before placing concrete, as required, to prevent mortar leaks and 

 maintain proper alignment. 

 

L. Coat contact surfaces of forms with form-release agent, according to manufacturer's written 

 instructions, before placing reinforcement. 

 

2.2 EMBEDDED ITEMS 

 

A. Place and secure anchorage devices and other embedded items required for adjoining work that is 

 attached to or supported by cast-in-place concrete.  Use Setting Drawings, templates, diagrams, 

 instructions, and directions furnished with items to be embedded. 

 

1. Install anchor bolts, accurately located, to elevations required. 

   

2.3 REMOVING AND REUSING FORMS 

 

A. General:  Formwork, for sides of beams, walls, columns, and similar parts of the Work, that does 

 not support weight of concrete may be removed after cumulatively curing at not less than 50 deg F 

 (10 deg C) for 24 hours after placing concrete provided concrete is hard enough to not be damaged 

 by form-removal operations and provided curing and protection operations are maintained. 

 

B. Leave form work, for beam soffits, joists, slabs, and other structural elements, that supports weight 

 of concrete in place until concrete has achieved the following: 

 

1. At least 70 percent of 28-day design compressive strength. 

2. Determine compressive strength of in-place concrete by testing representative field- or 

 laboratory-cured test specimens according to ACI 301. 

3. Remove forms only if shores have been arranged to permit removal of forms without 

 loosening or disturbing shores. 
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C. Clean and repair surfaces of forms to be reused in the Work.  Split, frayed, delaminated, or 

 otherwise damaged form-facing material will not be acceptable for exposed surfaces.  Apply new 

 form-release agent. 

 

D. When forms are reused, clean surfaces, remove fins and laitance, and tighten to close joints.  Align 

 and secure joints to avoid offsets.  Do not use patched forms for exposed concrete surfaces unless 

 approved by Engineer. 

 

2.4 STEEL REINFORCEMENT 

 

A. General:  Comply with CRSI's "Manual of Standard Practice" for placing reinforcement. 

 

B. Clean reinforcement of loose rust and mill scale, earth, ice, and other foreign materials. 

 

C. Accurately position, support, and secure reinforcement against displacement.  Locate and support 

 reinforcement with bar supports to maintain minimum concrete cover.  Do not tack weld crossing 

 reinforcing bars. 

  

D. Set wire ties with ends directed into concrete, not toward exposed concrete surfaces. 

 

2.5 JOINTS 

 

A. General:  Construct joints true to line with faces perpendicular to surface plane of concrete. 

 

B. Construction Joints:  Install so strength and appearance of concrete are not impaired, at locations 

 indicated or as approved by Engineer. 

 

1. Place joints perpendicular to main reinforcement.  Continue reinforcement across 

 construction joints, unless otherwise indicated.  Do not continue reinforcement through 

 sides of strip placements of floors and slabs. 

2. Locate joints for beams, slabs, joists, and girders in the middle third of spans.  Offset 

 joints in girders a minimum distance of twice the beam width from a beam-girder 

 intersection. 

3. Locate horizontal joints in walls and columns at underside of floors, slabs, beams, and 

 girders and at the top of footings or floor slabs. 

4. Space vertical joints in walls as indicated.  Locate joints beside piers integral with walls, 

 near corners, and in concealed locations where possible. 

5. Use a bonding agent at locations where fresh concrete is placed against hardened or 

 partially hardened concrete surfaces. 

   

C. Contraction Joints in Slabs-on-Grade:  Form weakened-plane contraction joints, sectioning 

 concrete into areas as indicated.  Construct contraction joints for a depth equal to at least one-

 fourth of concrete thickness, as follows: 

 

1. Sawed Joints:  Form contraction joints with power saws equipped with shatterproof 

 abrasive or diamond-rimmed blades.  Cut 1/8-inch- wide joints into concrete when 

 cutting action will not tear, abrade, or otherwise damage surface and before concrete 

 develops random contraction cracks. 

 

D. Isolation Joints in Slabs-on-Grade:  After removing formwork, install joint-filler strips at slab 

 junctions with vertical surfaces, such as column pedestals, foundation walls, grade beams, and 

 other locations, as indicated. 

 

1. Terminate full-width joint-filler strips not less than 1/2 inch or more than 1 inch below 

 finished concrete surface where joint sealants, specified in Division 7 Section "Joint 

 Sealants," are indicated. 
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2. Install joint-filler strips in lengths as long as practicable.  Where more than one length is 

 required, lace or clip sections together. 

 

E. Dowel Joints:  Install dowel sleeves and dowels or dowel bar and support assemblies at joints 

 where indicated. 

 

1. Use dowel sleeves or lubricate or asphalt-coat one-half of dowel length to prevent 

 concrete bonding to one side of joint. 

 

2.6 CONCRETE PLACEMENT 

 

A. Before placing concrete, verify that installation of formwork, reinforcement, and embedded items 

 is complete and that required inspections have been performed. 

 

B. Do not add water to concrete during delivery, at Project site, or during placement, unless approved 

 by Engineer. 

 

 C. Before placing concrete, water may be added at Project site, subject to limitations of ACI 301. 

 

  1. Do not add water to concrete after adding high-range water-reducing admixtures to mix. 

  

D. Deposit concrete continuously or in layers of such thickness that no new concrete will be placed 

 on concrete that has hardened enough to cause seams or planes of weakness.  If a section cannot 

 be placed continuously, provide construction joints as specified.  Deposit concrete to avoid 

 segregation. 

  

E. Deposit concrete in forms in horizontal layers no deeper than 24 inches and in a manner to avoid 

 inclined construction joints.  Place each layer while preceding layer is still plastic, to avoid cold 

 joints. 

 

1. Consolidate placed concrete with mechanical vibrating equipment.  Use equipment and 

 procedures for consolidating concrete recommended by ACI 309R. 

2. Do not use vibrators to transport concrete inside forms.  Insert and withdraw vibrators 

 vertically at uniformly spaced locations no farther than the visible effectiveness of the 

 vibrator.  Place vibrators to rapidly penetrate placed layer and at least 6 inches into 

 preceding layer.  Do not insert vibrators into lower layers of concrete that have begun to 

 lose plasticity.  At each insertion, limit duration of vibration to time necessary to 

 consolidate concrete and complete embedment of reinforcement and other embedded 

 items without causing mix constituents to segregate. 

 

F. Deposit and consolidate concrete for floors and slabs in a continuous operation, within limits of 

 construction joints, until placement of a panel or section is complete. 

 

1. Consolidate concrete during placement operations so concrete is thoroughly worked 

 around reinforcement and other embedded items and into corners. 

  2. Maintain reinforcement in position on chairs during concrete placement. 

  3. Screed slab surfaces with a straightedge and strike off to correct elevations. 

  4. Slope surfaces uniformly to drains where required. 

5. Begin initial floating using bull floats or darbies to form a uniform and open-textured 

 surface plane, free of humps or hollows, before excess moisture or bleedwater appears on 

 the surface.  Do not further disturb slab surfaces before starting finishing operations. 

 

G. Cold-Weather Placement:  Comply with ACI 306.1 and as follows.  Protect concrete work from 

 physical damage or reduced strength that could be caused by frost, freezing actions, or low 

 temperatures. 
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1. When air temperature has fallen to or is expected to fall below 40 deg F, uniformly heat 

 water and aggregates before mixing to obtain a concrete mixture temperature of not less 

 than 50 deg F and not more than 80 deg F at point of placement. 

2. Do not use frozen materials or materials containing ice or snow.  Do not place concrete 

 on frozen subgrade or on subgrade containing frozen materials. 

3. Do not use calcium chloride, salt, or other materials containing antifreeze agents or 

 chemical accelerators, unless otherwise specified and approved in mix designs. 

 

H. Hot-Weather Placement:  Place concrete according to recommendations in ACI 305R and as 

 follows, when hot-weather conditions exist: 

 

1. Cool ingredients before mixing to maintain concrete temperature below 90 deg F  at time 

 of placement.  Chilled mixing water or chopped ice may be used to control temperature, 

 provided water equivalent of ice is calculated to total amount of mixing water.  Using 

 liquid nitrogen to cool concrete is Contractor's option. 

2. Cover steel reinforcement with water-soaked burlap so steel temperature will not exceed 

 ambient air temperature immediately before embedding in concrete. 

3. Fog-spray forms, steel reinforcement, and subgrade just before placing concrete.  Keep 

 subgrade moisture uniform without standing water, soft spots, or dry areas. 

  

2.7 FINISHING FORMED SURFACES 

 

A. Rough-Formed Finish:  As-cast concrete texture imparted by form-facing material with tie holes 

 and defective areas repaired and patched.  Remove fins and other projections exceeding ACI 347R 

 limits for class of surface specified. 

  

B. Smooth-Formed Finish:  As-cast concrete texture imparted by form-facing material, arranged in an 

 orderly and symmetrical manner with a minimum of seams.  Repair and patch tie holes and 

 defective areas.  Remove fins and other projections exceeding 1/8 inch in height. 

 

1. Apply to concrete surfaces exposed to public view or to be covered with a coating or 

 covering material applied directly to concrete, such as waterproofing, damp proofing, 

 veneer plaster, or painting. 

   

C. Rubbed Finish:  Apply the following to smooth-formed finished concrete: 

 

1. Grout-Cleaned Finish:  Wet concrete surfaces and apply grout of a consistency of thick 

 paint to coat surfaces and fill small holes.  Mix one part portland cement to one and one-

 half parts fine sand with a 1:1 mixture of bonding admixture and water.  Add white 

 portland cement in amounts determined by trial patches so color of dry grout will match 

 adjacent surfaces.  Scrub grout into voids and remove excess grout.  When grout whitens, 

 rub surface with clean burlap and keep surface damp by fog spray for at least 36 hours. 

   

D. Related Unformed Surfaces:  At tops of walls, horizontal offsets, and similar unformed surfaces 

 adjacent to formed surfaces, strike off smooth and finish with a texture matching adjacent formed 

 surfaces.  Continue final surface treatment of formed surfaces uniformly across adjacent unformed 

 surfaces, unless otherwise indicated. 

 

 

2.8 FINISHING FLOORS AND SLABS 

 

A. General:  Comply with recommendations in ACI 302.1R for screeding, restraightening, and 

 finishing operations for concrete surfaces.  Do not wet concrete surfaces. 
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B. Float Finish:  Consolidate surface with power-driven floats or by hand floating if area is small or 

 inaccessible to power driven floats.  Restraighten, cut down high spots, and fill low spots.  Repeat 

 float passes and restraightening until surface is left with a uniform, smooth, granular texture. 

 

1. Apply float finish to surfaces indicated, to surfaces to receive trowel finish, and to floor 

 and slab surfaces to be covered with fluid-applied or sheet waterproofing, built-up or 

 membrane roofing, or sand-bed terrazzo. 

 

C. Trowel Finish:  After applying float finish, apply first trowel finish and consolidate concrete by 

 hand or power-driven trowel.  Continue troweling passes and restraighten until surface is free of 

 trowel marks and uniform in texture and appearance.  Grind smooth any surface defects that would 

 telegraph through applied coatings or floor coverings. 

 

1. Apply a trowel finish to surfaces indicated and to floor and slab surfaces exposed to view. 

2. Finish and measure surface so gap at any point between concrete surface and an 

 unleveled freestanding 10-foot-long straightedge, resting on two high spots and placed 

 anywhere on the surface, does not exceed 1/8 inch. 

 

D. Trowel and Fine-Broom Finish:  Apply a partial trowel finish, stopping after second troweling, to 

 surfaces indicated.  Immediately after second troweling, and when concrete is still plastic, slightly 

 scarify surface with a fine broom. 

 

E. Broom Finish:  Apply a broom finish to exterior concrete platforms, steps, and ramps, and 

 elsewhere as indicated. 

 

1. Immediately after float finishing, slightly roughen trafficked surface by brooming with 

 fiber-bristle broom perpendicular to main traffic route.  Coordinate required final finish 

 with Engineer before application. 

 

2.9 MISCELLANEOUS CONCRETE ITEMS 

 

A. Filling In:  Fill in holes and openings left in concrete structures, unless otherwise indicated, after 

 work of other trades is in place.  Mix, place, and cure concrete, as specified, to blend with in-place 

 construction.  Provide other miscellaneous concrete filling indicated or required to complete 

 Work. 

  

B. Curbs:  Provide monolithic finish to interior curbs by stripping forms while concrete is still green 

 and by steel-troweling surfaces to a hard, dense finish with corners, intersections, and terminations 

 slightly rounded. 

 

2.10 CONCRETE PROTECTION AND CURING 

 

A. General:  Protect freshly placed concrete from premature drying and excessive cold or hot 

 temperatures.  Comply with ACI 306.1 for cold-weather protection and with recommendations in 

 ACI 305R for hot-weather protection during curing. 

 

B. Unformed Surfaces:  Begin curing immediately after finishing concrete.  Cure unformed surfaces, 

 including floors and slabs, concrete floor toppings, and other surfaces, by one or a combination of 

 the following methods: 

  

1. Moisture Curing:  Keep surfaces continuously moist for not less than seven days with the 

 following materials: 

 

a. Water. 

b. Continuous water-fog spray. 
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c. Absorptive cover, water saturated, and kept continuously wet.  Cover concrete 

 surfaces and edges with 12-inch lap over adjacent absorptive covers. 

 

2. Moisture-Retaining-Cover Curing:  Cover concrete surfaces with moisture-retaining 

 cover for curing concrete, placed in widest practicable width, with sides and ends lapped 

 at least 12 inches, and sealed by waterproof tape or adhesive.  Cure for not less than 

 seven days.  Immediately repair any holes or tears during curing period using cover 

 material and waterproof tape. 

 

a. Moisture cure or use moisture-retaining covers to cure concrete surfaces to 

 receive floor coverings. 

b. Moisture cure or use moisture-retaining covers to cure concrete surfaces to 

 receive penetrating liquid floor treatments. 

c. Cure concrete surfaces to receive floor coverings with either a moisture-

 retaining cover or a curing compound that the manufacturer recommends for use 

 with floor coverings. 

 

3. Curing Compound:  Apply uniformly in continuous operation by power spray or roller 

 according to manufacturer's written instructions.  Recoat areas subjected to heavy rainfall 

 within three hours after initial application.  Maintain continuity of coating and repair 

 damage during curing period. 

 

2.11 JOINT FILLING 

 

A. Prepare, clean, and install joint filler according to manufacturer's written instructions. 

 

  1.   Do not fill joints until construction traffic has permanently ceased. 

 

B. Remove dirt, debris, saw cuttings, curing compounds, and sealers from joints; leave contact faces 

 of joint clean and dry. 

 

2.12 CONCRETE SURFACE REPAIRS 

 

A. Defective Concrete:  Repair and patch defective areas when approved by Engineer. Remove and 

 replace concrete that cannot be repaired and patched to Engineer’s approval. 

  

B. Patching Mortar:  Mix dry-pack patching mortar, consisting of one part portland cement to two 

 and one-half parts fine aggregate passing a No. 16 sieve, using only enough water for handling and 

 placing. 

 

C. Repairing Formed Surfaces:  Surface defects include color and texture irregularities, cracks, spalls, 

 air bubbles, honeycombs, rock pockets, fins and other projections on the surface, and stains and 

 other discolorations that cannot be removed by cleaning. 

   

1. Immediately after form removal, cut out honeycombs, rock pockets, and voids more than 

 1/2 inch in any dimension in solid concrete but not less than 1 inch in depth.  Make edges 

 of cuts perpendicular to concrete surface.  Clean, dampen with water, and brush-coat 

 holes and voids with bonding agent.  Fill and compact with patching mortar before 

 bonding agent has dried.  Fill form-tie voids with patching mortar or cone plugs secured 

 in place with bonding agent. 

2. Repair defects on surfaces exposed to view by blending white portland cement and 

 standard portland cement so that, when dry, patching mortar will match surrounding 

 color.  Patch a test area at inconspicuous locations to verify mixture and color match 

 before proceeding with patching.  Compact mortar in place and strike off slightly higher 

 than surrounding surface. 
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3. Repair defects on concealed formed surfaces that affect concrete's durability and 

 structural performance as determined by Engineer. 

 

D. Repairing Unformed Surfaces:  Test unformed surfaces, such as floors and slabs, for finish and 

 verify surface tolerances specified for each surface.  Correct low and high areas.  Test surfaces 

 sloped to drain for trueness of slope and smoothness; use a sloped template. 

 

1. Repair finished surfaces containing defects.  Surface defects include spalls, popouts, 

 honeycombs, rock pockets, crazing and cracks in excess of 0.10 inch wide or that 

 penetrate to reinforcement or completely through unreinforced sections regardless of 

 width, and other objectionable conditions. 

2. After concrete has cured at least 14 days, correct high areas by grinding. 

3. Correct localized low areas during or immediately after completing surface finishing 

 operations by cutting out low areas and replacing with patching mortar.  Finish repaired 

 areas to blend into adjacent concrete. 

4. Correct other low areas scheduled to receive floor coverings with a repair underlayment.  

 Prepare, mix, and apply repair underlayment and primer according to manufacturer's 

 written instructions to produce a smooth, uniform, plane, and level surface.  Feather 

 edges to match adjacent floor elevations. 

5. Correct other low areas scheduled to remain exposed with a repair topping.  Cut out low 

 areas to ensure a minimum repair topping depth of 1/4 inch to match adjacent floor 

 elevations.  Prepare, mix, and apply repair topping and primer according to 

 manufacturer's written instructions to produce a smooth, uniform, plane, and level 

 surface. 

6. Repair defective areas, except random cracks and single holes 1 inch or less in diameter, 

 by cutting out and replacing with fresh concrete.  Remove defective areas with clean, 

 square cuts and expose steel reinforcement with at least 3/4 inch clearance all around.  

 Dampen concrete surfaces in contact with patching concrete and apply bonding agent.  

 Mix patching concrete of same materials and mix as original concrete except without 

 coarse aggregate.  Place, compact, and finish to blend with adjacent finished concrete.  

 Cure in same manner as adjacent concrete. 

7. Repair random cracks and single holes 1 inch or less in diameter with patching mortar.  

 Groove top of cracks and cut out holes to sound concrete and clean off dust, dirt, and 

 loose particles.  Dampen cleaned concrete surfaces and apply bonding agent.  Place 

 patching mortar before bonding agent has dried.  Compact patching mortar and finish to 

 match adjacent concrete.  Keep patched area continuously moist for at least 72 hours. 

 

E. Perform structural repairs of concrete, subject to Engineers approval, using epoxy adhesive and 

 patching mortar. 

 

F. Repair materials and installation not specified above may be used, subject to Engineer’s approval. 

 

2.13 FIELD QUALITY CONTROL 

 

A. Testing Agency:  Owner will engage a qualified independent testing and inspecting agency to 

 sample materials, perform tests, and submit test reports during concrete placement.  Sampling and 

 testing for quality control may include those specified in this Article. 

 

B. Testing Services:  Testing of composite samples of fresh concrete obtained according to ASTM C 

 172 shall be performed according to the following requirements: 

   

1. Testing Frequency:  Obtain one composite sample (three cylinders) for each day's pour of 

 each concrete mix exceeding 5 cu. yd., but less than 25 cu. yd., plus one set for each 

 additional 50 cu. yd. or fraction thereof. 
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a. When frequency of testing will provide fewer than five compressive-strength 

 tests for each concrete mix, testing shall be conducted from at least five 

 randomly selected batches or from each batch if fewer than five are used. 

 

2. Slump:  ASTM C 143; one test at point of placement for each composite sample, but not 

 less than one test for each day's pour of each concrete mix.  Perform additional tests when 

 concrete consistency appears to change. 

3. Air Content:  ASTM C 231, pressure method, for normal-weight concrete; ASTM C 173, 

 volumetric method, for structural lightweight concrete; one test for each composite 

 sample, but not less than one test for each day's pour of each concrete mix. 

4. Concrete Temperature:  ASTM C 1064; one test hourly when air temperature is 40 deg F  

 and below and when 80 deg F and above, and one test for each composite sample. 

5. Compression Test Specimens:  ASTM C 31/C 31M; cast and field cure one set of four 

 standard cylinder specimens for each composite sample. 

6. Compressive-Strength Tests:  ASTM C 39; test one field-cured specimen at 7 days and 

 two at 28 days. 

 

a. Should either specimen fail to meet the required strength of concrete when 

 tested, the fourth specimen shall be tested to verify the failed test. 

 

C. Strength of each concrete mix will be satisfactory if every average of any three consecutive 

 compressive-strength tests equals or exceeds specified compressive strength and no compressive-

 strength test value falls below specified compressive strength by more than 500 psi. 

 

D. Test results shall be reported in writing to Project Manager 48 hours of testing.  Reports of 

 compressive-strength tests shall contain Project identification name and number, date of concrete 

 placement, name of concrete testing and inspecting agency, location of concrete batch in Work, 

 design compressive strength at 28 days, concrete mix proportions and materials, compressive 

 breaking strength, and type of break for both 7-and 28-day tests. 

 

E. Additional Tests:  Testing and inspecting agency shall make additional tests of concrete when test 

 results indicate that slump, air entrainment, compressive strengths, or other requirements have not 

 been met, as directed by Engineer.  Testing and inspecting agency may conduct tests to determine 

 adequacy of concrete by cored cylinders complying with ASTM C 42 or by other methods as 

 directed by Engineer. 

 

PART 3 - MEASUREMENT AND PAYMENT 

  

3.1  No separate payment shall be allocated for cast-in-place concrete.  Payment for concrete shall be included 

 in the prices bid for items of which this work is a component part in accordance with these specifications. 

 

END OF SECTION 033000 



DIVISION 22 - PLUMBING 
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SECTION 221315 - SANITARY SEWERAGE 

 

PART 1 - GENERAL 

 

1.1 RELATED DOCUMENTS 

     

A. Drawings and general provisions of the Contract, including General and Special Conditions, apply 

to this Section. 

  

1.2 SUMMARY 

 

 A. Related Sections include the following: 

 

  1. Section 033000 "Cast-in-Place Concrete" for concrete structures. 

  

1.3 DEFINITIONS 

 

 A. PVC:  Polyvinyl chloride plastic. 

 

 B. HDPE: High Density Polyethelene 

 

 C. DIP: Ductile Iron Pipe 

   

1.4 PERFORMANCE REQUIREMENTS 

 

 A. Ductile Iron Pipe: Thickness Class 51. 

 

 B. PVC Pipe: Minimum pressure rating of 150 psig. 

  

1.5 DELIVERY, STORAGE, AND HANDLING 

 

 A. Do not store plastic structures, pipe, and fittings in direct sunlight. 

 

 B. Protect pipe, pipe fittings, and seals from dirt and damage. 

 

C. Handle precast concrete manholes and other structures according to manufacturer's written rigging 

instructions. 

  

1.6 PROJECT CONDITIONS 

 

A. Site Information:  Perform site survey, research public utility records, and verify existing utility 

locations. 

 

B. Locate existing structures and piping to be closed and abandoned. 

 

C. Existing Utilities:  Do not interrupt utilities serving facilities occupied by Owner or others unless 

permitted under the following conditions and then only after arranging to provide temporary utility 

services according to requirements indicated: 

 

  1. Notify Engineer not less than two days in advance of proposed utility interruptions. 

  2. Do not proceed with utility interruptions without Engineer’s written permission. 
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PART 2 - PRODUCTS 

 

2.1 MANUFACTURERS 

 

A. Available Manufacturers:  Subject to compliance with requirements, manufacturers offering 

products that may be incorporated into the Work include, but are not limited to, the following: 

 

 1. Polyvinyl Chloride Pipe (PVC) 

 

   a. JM Manufacturing 

   b. North American Pipe Company 

   c. Cartex Industries 

   d. Diamond Plastics 

   e. H&W Industries 

 

  2. High Density Polyethelene (HDPE) 

 

   a. Poly Pipe Industries, Inc. 

   b. Chevron Phillips chemical Company, LP. 

 

  3. Ductile Iron Pipe 

 

   a.  US Pipe 

   

2.2 PIPING MATERIALS 

 

 A. Refer to Part 3 "Piping Applications" Article for applications of pipe and fitting materials. 

 

2.3 PIPES AND FITTINGS 

 

A. PVC Pipe: NPS 4 and larger, AWWA C900, DR18, for gasketed joints and NPS 3 and smaller, 

ASTM 2241, SDR 21, Class 200 for gasketed joints. 

   

  1. Gaskets for PVC Piping:  ASTM F 477, elastomeric seals. 

  2. Ductile-Iron, Compact Fittings:  AWWA C153, for push-on joints. 

  3. Gaskets for Ductile-Iron Fittings:  AWWA C111, rubber. 

 

 B. HDPE Pipes & Fittings: According to the following: 

 

  1. Cell classification 345464, PE 3408 

  2. Color: Black 

  3. Dimensions in accordance with ASTM 3350 

  4. SDR 19 

  5. Heat fusion joints 

6. MJ adapters must have stainless stiffner 

 

 D. Ductile Iron Pipe and Fittings: According to the following: 

 

1. Ductile-Iron Pipe:  AWWA C151, with epoxy interior coating according to AWWA 

C550.  

  2. Ductile Iron Pipe Fittings of the type called for on plans and according to the following: 

 

a. Ductile-Iron, Mechanical-Joint Fittings:  AWWA C110, with epoxy interior 

coating according to AWWA C550.  Include gaskets and bolts and nuts. 

b. Ductile-Iron, Flanged Fittings:  AWWA C110, with epoxy interior coating 

according to AWWA C550.  Include gaskets and bolts and nuts. 
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2.4 MANHOLES 

 

A. Normal-Traffic Precast Concrete Manholes:  ASTM C 478, precast, reinforced concrete, of depth 

indicated, with provision for rubber gasketed joints. 

 

1. Diameter:  48 inches minimum, unless otherwise indicated. 

2. Base Section:  6-inch minimum thickness for floor slab and 4-inch minimum thickness 

for walls and base riser section, and having separate base slab or base section with 

integral floor. 

3. Riser Sections:  4-inch minimum thickness, and lengths to provide depth indicated. 

4. Top Section: Concentric -cone type, unless eccentric-cone or flat-slab-top type is 

indicated.  Top of cone of size that matches grade rings. 

5. Gaskets:  ASTM C 443, rubber. 

6. Pipe Connectors:  ASTM C 923, resilient, of size required, for each pipe connecting to 

base section. 

 

B. Manhole Frames and Covers:  ASTM  A395, ductile-iron castings designed for standard service.  

East Jordan Iron Works #1230 30-inch manhole cover and frame, or approved equal. 

  

2.5 CONCRETE 

 

 A. General:  Cast-in-place concrete according to Section 033000. 

   

PART 3 - EXECUTION 

  

3.1 EARTHWORK 

 

 A. Excavating, trenching, and backfilling are specified in Division 31 Section "Earth Moving." 

   

3.2 PIPING APPLICATIONS 

 

 A. General:  Include watertight joints. 

 

B. Refer to Part 2 of this Section for detailed specifications for pipe and fitting products listed below.  

Use pipe, fittings, and joining methods according to applications indicated. 

 

 C. Gravity-Flow Piping:  Use the following: 

 

  1. NPS 4 and NPS 6:  PVC sewer pipe and fittings, gaskets and gasketed joints. 

  2. NPS 8 and NPS 10:  PVC sewer pipe and fittings, or gaskets and gasketed joints. 

  3. NPS 12 and NPS 15: PVC sewer pipe and fittings, gaskets and gasketed joints. 

  4. NPS 18 to NPS 24: PVC sewer pipe and fittings, gaskets and gasketed joints. 

    

 D. Force-Main Piping:  Use the following where called for on plans: 

 

  1. Size and material as called for on Construction Drawings. 

   

3.3 INSTALLATION, GENERAL 

 

A. General Locations and Arrangements:  Drawing plans and details indicate general location and 

arrangement of underground sanitary sewerage piping.  Location and arrangement of piping layout 

take design considerations into account.  Install piping as indicated, to extent practical. 

 

B. Install piping beginning at low point, true to grades and alignment indicated with unbroken 

continuity of invert.  Place bell ends of piping facing upstream.  Install gaskets, seals, sleeves, and 
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couplings according to manufacturer's written instructions for using lubricants, cements, and other 

installation requirements. 

    

C. Use manholes for changes in direction, unless fittings are indicated.  Use fittings for branch 

connections, unless direct tap into existing sewer is indicated. 

 

D. Use proper size increasers, reducers, and couplings where different sizes or materials of pipes and 

fittings are connected.  Reducing size of piping in direction of flow is prohibited. 

 

E. Install gravity-flow piping of sizes and in locations indicated.  Terminate piping as indicated. 

 

1. Install piping pitched down in direction of flow, at elevations and slopes indicated on 

plans. 

 

 F. Install PVC force-main piping according to AWWA M23. 

  

G. Instal color coded tracer tape concurrently with buried PVC pipe.  Color of tracer tape shall 

comply with color code established in Section 099102. 

 

3.4 PIPE JOINT CONSTRUCTION AND INSTALLATION 

 

 A. General:  Join and install pipe and fittings according to installations indicated. 

 

 B. PVC Sewer Pipe and Fittings:  As follows: 

 

  1. Join pipe and gasketed fittings with gaskets according to ASTM D 2321. 

  2. Install according to ASTM D 2321. 

 

C. System Piping Joints:  Make joints using system manufacturer's couplings, unless otherwise 

indicated. 

 

D. Join piping made of different materials or dimensions with couplings made for this application.  

Use couplings that are compatible with and that fit both systems' materials and dimensions. 

  

E. Install with top surfaces of components, except piping, flush with finished surface. 

 

F. All bolts above and below ground for MJ fittings and connections shall be stainless steel. 

 

G. All underground fittings to be wrapped with 6 mil polyethene prior to backfilling. 

 

3.5 MANHOLE INSTALLATION 

 

 A. General:  Install manholes, complete with appurtenances and accessories indicated. 

 

B. Set tops of frames and covers flush with finished surface of manholes that occur in pavements.  

Set tops 3 inches above finished surface elsewhere, unless otherwise indicated. 

  

C. Install precast concrete manhole sections with gaskets according to ASTM C 891. 

 

3.6 CONCRETE PLACEMENT 

 

 A. Place cast-in-place concrete according to ACI 318, ACI 350R, and Section 033000. 

 

3.7 CLEAN OUT INSTALLATION 
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A. Install Clean out and riser extension from sewer pipe to Clean out at grade. Install piping so Clean 

out open in direction of flow in sewer pipe. 

 

 B. Set Clean out frames and covers in concrete pavement with tops flush with pavement surface. 
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3.8 TAP CONNECTIONS 

 

A. Make connections to existing piping and underground structures so finished Work complies as 

nearly as practical with requirements specified for new Work. 

 

 B. Use commercially manufactured wye fittings for piping branch connections. 

 

3.9 CLOSING ABANDONED SANITARY SEWERAGE SYSTEMS 

 

A. Abandoned Piping:  Close open ends of abandoned underground piping indicated to remain in 

place.  Include closures strong enough to withstand hydrostatic and earth pressures that may result 

after ends of abandoned piping have been closed.  Use either procedure below: 

 

  1. Close open ends of piping with at least 8-inch- thick, brick masonry bulkheads. 

 

PART 4 - MEASUREMENT AND PAYMENT 

  

4.1 No separate payment will be made for sanitary sewage work. Payment for this work shall be included in the 

price(s) bid for items of which this work is a component part in accordance with these specifications. 

 

END OF SECTION 221315 
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SECTION 221340 - SANITARY SEWAGE BYPASS PUMPING 

 

PART 1 - SCOPE 

 

1.1 Under this item the Contractor is required to furnish all materials, labor, equipment, power, maintenance, 

etc. to implement a temporary pumping system for the purpose of diverting the existing flow around the 

work area for the duration of the project. 

 

1.2 The design, installation and operation of the temporary pumping system shall be the Contractor’s 

responsibility.  The Contractor shall employ the services of a vendor who can demonstrate to the Engineer 

that he specializes in the design and operation of temporary bypass pumping systems.  The vendor shall 

provide at least five (5) references of project of a similar size and complexity as this project performed by 

his firm within the past three years.  The bypass system shall meet the requirements of all codes and 

regulatory agencies having jurisdiction. 

 

PART 2 - SUBMITTALS 

 

2.1 The Contractor shall submit to the Engineer detailed plans and description outlining all provisions and 

precautions to be taken by the Contractor regarding the handling of existing wastewater flows.  This plan 

must be specific and complete, including such items as schedules, locations, elevations, capacities of 

equipment, materials and all other incidental items necessary and/or required to insure proper protection of 

the facilities, including protection of the access and bypass pumping locations from damage due to the 

discharge flows, and compliance with the requirements and permit conditions specified in these Contract 

Documents.  No construction shall begin until all provisions and requirements have been reviewed by the 

Engineer. 

 

2.2 The plan shall include but not be limited to details of the following: 

 

 A. Staging areas for pumping; 

 B. Sewer plugging method and types of plugs; 

 C. Number, size, material, location and method of installation of suction piping; 

 D. Number, size, material, method of installation and location of installation of discharge piping; 

 E. Bypass pump sizes, capacity, number of each size to be on site and power requirements; 

F. Calculations of static lift, friction losses, and flow velocity (pump curve showing pump operating 

range shall be submitted); 

 G. Standby power generator size, location; 

 H. Downstream discharge plan; 

 I. Method of protecting discharge manholes or structures from erosion and damage; 

 J. Thrust and restraint block sizes and locations; 

 K. Sections showing suction and discharge pipe depth, embedment, select fill and special backfill; 

 L. Method of noise control for each pump and/or generator; 

 M. Any temporary pipe supports and anchoring required; 

 N. Design plans and computation for access to bypass pumping locations indicated on the drawings; 

 O. Calculations for selection of bypass pumping pipe size; 

 P. Schedule for installation of and maintenance of bypass pumping lines; 

 Q. Plan indicating selection location of bypass pumping line locations. 

 

 

PART 3 - EQUIPMENT 

 

3.1 All pumps used shall be fully automatic self-priming units that do not require the use of foot-valves or 

vacuum pumps in the priming system.  The pumps may be electric or diesel powered.  All pumps used must 

be constructed to allow dry running for long periods of time to accommodate the cyclical natures of 

effluent flows. 

 

3.2 The Contractor shall provide the necessary stop/start controls for each pump. 
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3.3 The Contractor shall include one stand-by pump for each size to be maintained on site.  Back-up pumps 

shall be on-line, isolated from the primary system by a valve. 

 

3.4 Discharge Piping- In order to prevent the accidental spillage of flows all discharge systems shall be 

temporarily constructed of rigid pipe with positive, restrained joints.  Under no circumstances will 

aluminum “irrigation” type piping or glued PVC pipe be allowed.  Discharge hose will only be allowed in 

short sections and by specific permission from the Engineer. 

 

PART 4 - SYSTEM DESCRIPTION 

 

4.1 DESIGN REQUIREMENTS 

 

A. Bypass pumping systems shall have sufficient capacity to pump 500 gpm at 21' TDH.  The 

Contractor shall provide all pipeline plugs, pumps of adequate size to handle peak flow, and 

temporary discharge piping to ensure that the total flow of the main can be safely diverted around 

the section to be repaired.  Bypass pumping system will be required to be operated 24 hours per 

day. 

 

B. The Contractor shall have adequate standby equipment available and ready for immediate 

operation and use in the event of an emergency or breakdown.  One standby pump for each size 

pump utilized shall be installed at the mainline flow bypassing locations, ready for use in the event 

of primary pump failure. 

 

C. Bypass pumping system shall be capable of bypassing the flow around the work area and of 

releasing any amount of flow up to full available flow into the work area as necessary for 

satisfactory performances of work. 

 

D. The Contractor shall make all arrangements for bypass pumping during the time when the main is 

shut down for any reason.  System must overcome any existing force main pressure on discharge. 

 

4.2 PERFORMANCE REQUIREMENTS  

 

A. It is essential to the operation of the existing sewerage system that there be no interruption in the 

flow of sewage throughout the duration of the project.  To this end, the Contractor shall provide, 

maintain and operate all temporary facilities such as dams, plugs, pumping equipment (both 

primary and back-up units as required), conduits, all necessary power, and all other labor and 

equipment necessary to intercept the sewage flow before it reaches the point where it would 

interfere with his work, carry it past his work and return it to the existing sewer downstream of his 

work. 

 

B. The design, installation and operation of the temporary bypass pumping system shall be the 

Contractor’s responsibility.  The bypass system shall meet the requirements of all codes and 

regulatory agencies having jurisdiction. 

 

C. The Contractor shall provide all necessary means to safely convey the sewage past the work area.  

The Contractor will not be permitted to stop or impede the main flows under any circumstances. 

 

D. The Contractor shall maintain sewer flow around the work area in a manner that will not cause 

surcharging of sewers, damage to sewers and that will protect public and private property from 

damage and flooding. 

 

E. The Contractor shall protect water resources, wetlands and other natural resources. 
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PART 5 - FIELD QUALITY CONTROL AND MAINTENANCE 

 

5.1 TEST 

 

A. The Contractor shall perform leakage and pressure tests of the bypass pumping discharge piping 

using clean water prior to actual operation.  The Engineer will be given 24 hours notice prior to 

testing. 

 

5.2 INSPECTION 

 

A. Contractor shall inspect bypass pumping system daily to ensure that the system is working 

correctly. 

 

5.3 MAINTENANCE SERVICE 

 

A. The Contractor shall ensure that the temporary pumping system is properly maintained. 

 

PART 6 - PREPARATION 

 

6.1 PRECAUTIONS 

 

A. Contractor is responsible for locating any existing utilities in the area the Contractor selects to 

locate the bypass pipelines.  The Contractor shall locate his bypass pipelines to minimize any 

disturbance to existing utilities and shall obtain approval of the pipeline locations from the City 

and the Engineer.  All costs associated with relocating utilities and obtaining all approvals shall be 

paid by the Contractor. 

 

B. During all bypass pumping operation, the Contractor shall protect the Pumping Station and main 

and all local sewer lines from damage inflicted by any equipment.  The Contractor shall be 

responsible for all physical damage to the Pumping Station and main and all local sewer lines 

caused by human or mechanical failure. 

 

PART 7 - INSTALLATION AND REMOVAL 

 

7.1 The Contractor shall remove manhole sections or make connections to the existing sewer and construct 

temporary bypass pumping structures only at the access location indicated on the Drawings and as may be 

required to provide adequate suction conduit. 

 

7.2 Plugging or blocking of sewage flows shall incorporate a primary and secondary plugging device.  When 

plugging or blocking is no longer needed for performance and acceptance of work, it is to be removed in a 

manner that permits the sewage flow to slowly return to normal without surge, to prevent surcharging or 

causing other major disturbances downstream. 

 

7.3 When working inside manhole or force main, the Contractor shall exercise caution and comply with OSHA 

requirements when working in the presence of sewer gases, combustible or oxygen-deficient atmospheres, 

and confined spaces. 

 

7.4 The installation of the bypass pipelines is prohibited in all saltmarsh/wetland areas.  The pipeline must be 

located off streets and sidewalks and on shoulders of the roads.  When the bypass pipeline crosses local 

streets and private driveways, the Contractor must place the bypass pipelines in trenches and cover with 

temporary pavement.  Upon completion of the bypass pumping operations, and after the receipt of written 

permission from the Engineer, the Contractor shall remove all the piping, restore all property to pre-

construction condition and restore all pavement.  The Contractor is responsible for obtaining any approvals 

for placement of the temporary pipeline within public ways from the City. 
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PART 8 - MEASUREMENT AND PAYMENT 

 

8.1 Payment for sanitary sewage bypass pumping will be at the lump sum price bid for bypass pumping. 

 

END OF SECTION 221340 
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SECTION 221768 - LINING INSTALLATIONS IN CORROSIVE MUNICIPAL ENVIRONMENTS

 

PART 1 GENERAL 

 

1.1. General: This specification defines the method and material for the rehabilitation of sanitary sewer 

structures (manholes, wet wells, lift/pump stations, large diameter concrete pipe, etc.) utilizing a spray 

applied calcium aluminate cementitious structural rehabilitation system.  The purpose of this project is to 

obtain a dense and durable concrete lining that is resistant to biosulfuric acid attack and meets the strength 

requirements described elsewhere in this specification.   The work covered in this specification consists of 

furnishing all labor, equipment, materials, and supervision necessary to accomplish the rehabilitation as 

specified.  When complete the rehabilitated structure shall: 

 

A. Provide for a uniformly smooth surface of specified thickness.  

 

B. Minimize, if not eliminate sources of inflow/infiltration (I/I). 

 

C. Provide a service life that is supported by documented test analysis. 

 

1.2. Contractors Sequence of Operation 

 

A. The Contractor's sequence of operation relative to structural rehabilitation shall include, but not be 

limited to the following: 

 

B. Eliminate all sources of groundwater infiltration and voids in walls. 

 

C. Rehabilitate all interior surfaces including walls, ceilings and floors in accordance with 

specification and nature of the sub-surfaces. 

 

D. Provision to "cure" the installed lining material.   

 

E. Provision to “test” lining and structural rehabilitation materials.   

 

1.3. Submittals 

 

A. The Contractor shall furnish detailed and complete data pertaining to the surfaces of the structure 

to be rehabilitated, the rehabilitation product, surface preparation and installation to the engineer 

for approval.  The submission of this data shall be made in a timely manner to prevent project 

delay.  At the request of the Engineer, the Contractor shall test for adverse chemical conditions 

that may hinder overall product performance. 

 

B. Prior to initiating the work, the Contractor shall submit specific technical data with complete 

physical properties of the structure to be rehabilitated and the proposed product for the 

rehabilitation of the structure, as well as a specific plan for sub-surface preparation. 

 

C. A work plan. 

 

D. A safety plan.  It is the contractor's responsibility to comply with OSHA standards and all 

regulations pertaining to the work including confined space entry. 

  

PART 2 – PRODUCTS 

 

2.1 Materials 

 

A. Lining material furnished under this specification shall be a prepackaged mortar mix, including all 

cement, aggregates, and any required additives.  It is the intent of this specification that the 

Contractor only be required to add the proper amount of potable water so as to produce concrete 
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suitable for spray application.  Do not add portland cement, other aggregates, or any unapproved 

admixtures whatsoever to lining material.  Typical package weights shall not be less than 50 lbs 

and shall be identical for all material furnished on this project. 

 

B. The chemical composition of the cement portion as well as the aggregates of the mortar mix shall 

be as follows: 

  

Al2O3 CaO FeO + Fe2O3 SiO2 

39-44% 34-38% 9-15% 6-8% 

 

 

C. The properties of the mortar mix under standard laboratory conditions are typically as follows: 

 

Compressive Strength (ASTM C109) > 5,500 psi 24 hours 

Flexural Strength (ASTM C348) > 900 psi 24 hours 

Splitting Tensile Strength (ASTM C496) >   550 psi 24 hours 

Slant Shear test (ASTM C882) > 2,500 psi 28 days 

Shrinkage at 28 days (ASTM C157)  < 0.07%  

Freeze/Thaw after 300 Cycles (ASTM C666) > 102 

 

 

D. The mortar mix shall be either “SewperCoat PG” or “SewperCoat 2000HS Regular”, both as 

manufactured by Kerneos Inc. – Chesapeake, Virginia. 

 

E. Mortar mix must have at least fifteen (15) years of successful performance in similar applications 

and manufacturer shall be ISO 9001:2008 certified for quality management.  Manufacturer’s ISO 

9001:2008 certificate shall be submitted to engineer and owner. 

 

F. Mortar mix manufacturer shall offer to the Owner a labor and materials replacement limited 

warranty for a period of no less than 10 years from the date of Owner acceptance of the 

installation.   

 

G. In addition, the mortar mix shall be designed to withstand long-term exposure to a bacterially 

corrosive hydrogen sulfide environment that may be expected to produce a pH of 1 on normal 

Portland cement based concrete or typical brick and mortar surfaces. 

 

H. Water used in mixing shall be fresh, clean, potable water, free from injurious amounts of oil, acid, 

alkali, vegetable, sewage and/or organic matter.  Water shall be considered as weighing 8.32 

pounds per gallon. 

 

I. Mortar mix shall be stored with adequate provisions for the prevention of absorption of moisture.  

It shall be stored in a manner that will permit easy access for inspection and identification of each 

shipment. 

 

PART 3 – EXECUTION 

 

3.1 Sampling and Testing 

 

A. A recognized independent testing laboratory shall test mortar materials used on the project.  The 

Manufacturer, instead of an independent laboratory, may test project sample specimens, provided 

the Owner, Engineer, and Manufacturer are in agreement of this testing method prior to project 

commencement.  Specific materials recommended by the Engineer shall then be tested. 
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B. The cost of sampling and testing of the mortar mix during placement and the surface to which it is 

applied shall be born by the Contractor.  Other testing required showing conformance with these 

specifications shall be the responsibility of the Contractor.  Certified test reports and certificates, 

when so directed, shall be submitted in duplicate to the Engineer and to such other agencies or 

persons the Engineer may designate. 

 

C. Any materials failing to meet the requirements of these specifications shall not be incorporated 

into the work plan. 

 

3.2 Qualification of Work Crew 

 

A. The lining material Manufacturer shall maintain a listing of competent contractors that have 

demonstrated requisite skill and training to be qualified applicators of their materials.     

 

B. Prior to project commencement, the Contractor must satisfy the Engineer that all Contractor’s 

work crew personnel have performed satisfactory work in similar capacities elsewhere for a 

sufficient period of time to be fully qualified to properly perform the work in accordance with the 

requirements of the related specifications.  

 

C. Foreman shall have at least 4 years experience with similar work and project conditions. 

 

D. Nozzlemen shall be qualified by having had similar work experience.   

 

E. Work Crew responsibilities prior to application of lining material shall include the following: 

 

a) Surface preparation as discussed in section 4.1. 

b) Ensure the operating air pressure is uniform and provides adequate nozzle velocity for 

proper compaction. 

c) Continuously regulate the water content so that the applied materials consistently achieve 

proper compaction with a low percentage of rebound and no visible “sag”. 

d) Ensure that the installation equipment nozzle is held at the proper distance away from and 

as nearly perpendicular to the prepared sub-surface as the working conditions will permit 

to secure maximum material compaction with minimum rebound and no visible “sag”. 

e) Follow a sequence routine that will fill corners with adequately compacted material 

applied at a maximum practicable layer thickness. 

f) Determine necessary operating procedures for placement in confined spaces, extended 

distances or around unusual obstructions where placement velocities and mix consistency 

may need to be adjusted. 

g) Direct the crew as to when to start and stop the flow of materials during installation and 

to immediately stop all work when material is not arriving uniformly at the nozzle. 

h) Ensure that slough pockets are removed and prepared for installation of replacement 

material. 

i) Bring the installed materials to established finished elevations in a neat and timely 

manner and within established tolerances.   

 

F. Applicator’s job foreman shall operate the mixing/placing equipment and direct the work of 

mixing crew personnel. Applicator’s work crew shall also maintain proper line pressures 

throughout the mixing/placing equipment to ensure the necessary consistent nozzle velocity. 

Applicator’s work crew shall further see that all material fed to the nozzle is uniformly fed through 

this equipment. 

 

3.3 EQUIPMENT 

 

A. Equipment shall be of spray type and approved by the material manufacturer.  Alternate 

equipment may be utilized provided it meets the performance requirements of the specification.  

All equipment must be kept in operating condition and good repair. 
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PART 4 - CONSTRUCTION METHODS 

 

4.1 SURFACE PREPARATION 

 

A. Ensure all sub-surfaces are clean and free of laitance, loose material, residue and all existing 

coating and lining materials.  See Section 4.4 for Inflow and Infiltration Prevention.  For detailed 

explanation of the required surface preparation see ACI RAP-3 “Spall Repair by Low Pressure 

Spraying” page 2.  ACI 546R “Concrete Repair Guide”, chapter 2 also provides a good reference 

for important considerations for repairing concrete surfaces using mortar. 

 

B. Sub-surfaces shall be thoroughly saturated with water prior to the application of the lining 

materials.  In no instance shall shotcrete be applied in an area where running water exists.  It is the 

intent of this specification that the existing surface be saturated and free of any running water just 

prior to installation – or SSD, “saturated surface dry condition.”  To achieve this condition it may 

be necessary to presoak the sub-surface for a at least 24 hours. 

 

4.2  OPERATIONS 

 

A. The Contractor shall provide all equipment necessary to individually gauge, control, and monitor 

the actual amounts of all component materials necessary to complete the lining installation.  The 

type of equipment and methods used to gauge, control, and monitor component materials shall be 

subject to approval by the Engineer and Manufacturer. 

 

B. All lining materials shall be thoroughly mixed by mechanical means to ensure all agglomerated 

particles are reduced to original size or removed prior to placement into the application equipment 

(i.e. the hopper).  Each batch of material should be entirely discharged before recharging with 

fresh material.  Mixing equipment shall be cleaned at regular intervals to remove all adherent 

materials.   

 

C. The addition of water to the mix shall be in strict accordance with the Manufacturer’s 

recommendations. 

 

D. Re-mixing or tempering shall not be permitted.  Rebound materials shall not be reused. 

 

4.3 PROTECTION OF ADJACENT SURFACES 

  

A. During progress of the work, adjacent areas or grounds which may be permanently discolored, 

stained or otherwise damaged by dust and rebound material, shall be adequately protected and, if 

contacted, shall be cleaned by early scraping, brushing or washing as the surroundings permit. 

 

4.4 INFLOW and INFILTRATION PREVENTION 

 

A. If inflow or infiltration is observed within the structure after surface preparation is complete, a 

rapid setting crystalline enhanced hydraulic cement product specifically formulated for infiltration 

control shall be used to stop minor infiltration flows in accordance with the manufacturer's 

recommendations.  The material shall meet the following strength requirements: 

  

  

Compressive Strength (ASTM C597B) 
  600 psi (24 hours) 

1,000 psi (7 days) 

Bond Strength (ASTM C321) 
    30 psi (1 hour) 

    80 psi (1 day) 
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B. The material shall be Preco Plug, Octocrete, Burke Plug or Engineer approved equal. Where 

infiltration flows are more severe, pressure grouting may be required.  The material for pressure 

grouting shall be Avanti A-220, DeNeef or Engineer approved equal installed in accordance with 

the manufacturer's written instructions. 

 

C. All materials, labor, equipment, and incidentals required to correct inflow and infiltration 

conditions will be considered incidental to rehabilitation. 

 

4.5. APPLICATION OF MATERIALS 

 

A. Lining material shall not be applied to a frozen surface or to a surface that may freeze within 24 

hours of application.  Frozen conditions shall be defined as ambient temperatures of 32 degrees 

Fahrenheit or below. 

 

B. Sequence of application may be from bottom to top or vice versa if rebound is properly removed. 

 

C. Application shall be from an angle as nearly perpendicular to the surface as practicable, with the 

nozzle held at least 1 foot from the working sub-surface (except in confined control).  If the flow 

of material at the nozzle is not uniform and slugs, sand spots, or wet sloughs result, the nozzleman 

shall direct the nozzle away from the work until the faulty conditions are corrected.  Such defects 

shall be replaced as the work progresses. 

 

D. Application shall be suspended if: 

 

1) Air velocity separates the cement from the aggregate at the nozzle. 

2) Ambient temperature approaches freezing and the newly placed SewperCoat cannot be 

protected and insulated. 

 

E. The time interval between successive layers of material application must be sufficient to allow 

“tackiness” to develop but not final set.  If final set does occur, this surface shall be prepared in 

accordance with Sections 4.1. A. of this document. 

 

F. Construction joints within a manhole shall be avoided.  In the event a construction joint is 

necessary and approved by the Engineer, it shall be sloped off to a thin, clean, regular edge, at a 

45-degree angle.  Prior to placement of the adjoining materials, the sloped portion and adjacent 

applied material shall be thoroughly cleaned as necessary, then moistened and scoured with an air 

jet. 

 

G. Nozzleman shall bring the material to an even plane and to well-formed corners. 

 

H. After the body coat has been placed, the surface shall be trued with a thin-edge screed to remove 

high areas and expose low areas.  Low areas shall be properly filled with additional material to 

insure a true, flat surface in accordance with Section 4.5 E. of this document.  

 

I. For manhole applications, the recommended thickness of SewperCoat shall be a ½-inch cover over 

all surfaces, unless substrate conditions and other factors require additional thickness.  For other 

larger structures (lift stations, wet wells, treatment plant structures, etc.), the recommended 

thickness of SewperCoat shall be a 1-inch cover over all surfaces, unless substrate conditions and 

other factors require additional thickness.   

 

J. CURING 

 If the material has been applied and furnished in accordance to the specifications, and it has been 

determined that the environment is not moist enough for natural curing, the contractor will be 

required to apply a curing compound to all coated surfaces.  Curing compound shall meet the 

requirements of ASTM C309 and have the approval of the lining material Manufacturer and the 

Engineer prior to use. 



BLACKBEARD  LS REHAB CITY OF JAMAICA BEACH 4/2021 

E2493 LINING INSTALLATIONS IN CORROSIVE MUNICIPAL ENVIRONMENTS 221768 - 6 

 Moist curing may also be used in lieu of curing compound.  If moist curing is selected, it should 

be implemented just after the notice of uniform heat generation of the installed lining.  Moist 

curing can consist of the use of soaker hoses, water sprinklers, or vapor/misting machines.  

Regardless of delivery method, moist curing should continue for a minimum of 18 hours. 

 

END OF SECTION 



DIVISION 32 – EXTERIOR IMPROVEMENTS 
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SECTION 323113 - CHAIN-LINK FENCES AND GATES 

 

PART 1 - GENERAL 

 

1.1 RELATED DOCUMENTS 

 

A. Drawings and general provisions of the Contract, including General and Supplementary 

 Conditions and Division 1 Specification Sections, apply to this Section. 

 

1.2 SUMMARY 

 

 A. This Section includes the following: 

 

  1. Galvanized steel chain-link fabric. 

  2. Galvanized steel framework. 

  3. Barbed wire. 

 

 B. Related Sections include the following: 

 

  1. Division 3 Section "Cast-in-Place Concrete" for post footings. 

 

1.3 SUBMITTALS 

 

 A. Product Data:  Material descriptions for the following: 

 

  1. Fence and gate posts, rails, and fittings. 

  2. Chain-link fabric, reinforcements, and attachments. 

  3. Gates and hardware. 

  4. Barbed wire. 

 

B. Shop Drawings:  Show locations of fence, each gate, posts, rails, and tension wires and details of 

 extended posts, extension arms, gate swing, or other operation, hardware, and accessories.  

 Indicate materials, dimensions, sizes, weights, and finishes of components.  Include plans, 

 elevations, sections, gate swing and other required installation and operational clearances, and 

 details of post anchorage and attachment and bracing. 

 

1.4 QUALITY ASSURANCE 

 

A. Installer Qualifications:  An experienced installer who has completed chain-link fences and gates 

 similar in material, design, and extent to those indicated for this Project and whose work has 

 resulted in construction with a record of successful in-service performance. 

 

B. Source Limitations for Chain-Link Fences and Gates:  Obtain each color, grade, finish, type, and 

 variety of component for chain-link fences and gates from one source with resources to provide 

 chain-link fences and gates of consistent quality in appearance and physical properties. 

 

1.5 PROJECT CONDITIONS 

 

A. Field Measurements:  Verify layout information for chain-link fences and gates shown on 

 Drawings in relative to property survey and existing structures.  Verify by field measurements. 
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PART 2 - PRODUCTS 

 

2.1 MANUFACTURERS 

 

A. Manufacturers:  Subject to compliance with requirements, provide products of domestic 

 manufacture. 

 

2.2 CHAIN-LINK FENCE FABRIC 

 

A. Steel Chain-Link Fence Fabric:  Provide fabric fabricated in one-piece widths for fencing in height 

 of 6 feet.  Comply with CLFMI's "Product Manual" and with requirements indicated below: 

 

  1. Mesh and Wire Size:  2-inch mesh,  9 gauge. 

2. Zinc-Coated Fabric: ASTM A 392, with zinc coating applied to steel wire before weaving 

 according to ASTM A 817, Type II, zinc coated (galvanized), mesh fabric after weaving 

 with the following minimum coating weight: 

 

Class 1:  Not less than 1.2 oz./sq. ft. of coated wire surface. 

 

3. Selvage of fabric twist at top and knuckle at bottom.  

 

2.3 INDUSTRIAL FENCE FRAMING 

 

A. Round Steel Pipe:  Standard weight, Schedule 40, galvanized steel pipe complying with ASTM F 

 1083.  Comply with ASTM F 1043, Material Design Group IA, external and internal coating Type 

 A, consisting of not less than 1.8-oz./sq. ft. zinc; and the following strength and stiffness 

 requirements: 

 

  1. End and corner posts; 2 7/8” OD schedule 40. 

  2. Line (intermediate) posts; 2 3/8” OD schedule 40. 

  3. Top Rail and Braces; 1-5/8” OD; schedule40. 

 

B. Post Brace Rails:  Match top rail for coating and strength and stiffness requirements.  Provide 

 brace rail with truss rod assembly for each gate, end, and pull post.  Provide two brace rails 

 extending in opposing directions, each with truss rod assembly, for each corner post and for pull 

 posts.  Provide rail ends and clamps for attaching rails to posts. 

 

C. Top Rails:  Fabricate top rail from lengths 21 feet or longer, with wedged-end or fabricated for 

 expansion-type coupling, forming a continuous rail along top of chain-link fabric. 

 

D. Extended Members:  Extend end and corner posts above top of chain-link fabric 12 inches as 

 required to attach barbed wire assemblies. 

 

2.4 TENSION WIRE 

 

A. General:  Provide horizontal tension wire at the following locations: 

 

1. Location:  Extended along bottom of fence fabric. 

 

B. Metallic-Coated Steel Wire:  7 Gauge (0.177-inch-diameter), marcelled tension wire complying 

with ASTM A 824 and the following: 

 

1. Coating:  Type II, zinc coated (galvanized) by the electrolytic process, with the following 

 minimum coating weight: 

 

a. Matching chain-link fabric coating weight. 
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2.5 INDUSTRIAL SWING GATES 

 

A. Metal Pipe and Tubing:  Galvanized steel.  Comply with ASTM F 1083 and ASTM F 1043 for 

 materials and protective coatings for the following:    2.50 inch O.D.  

 

B. Frames and Bracing:  Fabricate members from round galvanized steel tubing with outside 

 dimension and weight according to ASTM F 900 for the following gate fabric height: 

 

1. Gate Fabric Height:  6 feet or less. 

 

C. Frame Corner Construction:  As follows: 

 

1. Welded. 

 

D. Gate Posts:  Fabricate members from 4” diameter Schedule 40 galvanized steel pipe. 

 

E. Extended Gate Posts and Frame Members:  Extend gate posts and frame end members above top 

 of chain-link fabric at both ends of gate frame as required to attach barbed wire assemblies. 

 Hardware:  Latches permitting operation from both sides of gate, hinges, and, for each gate leaf 

 more than 5 feet wide, keepers.  Fabricate latches with integral eye openings for padlocking; 

 padlock accessible from both sides of gate. 

 

2.6 FITTINGS 

 

A. General:  Provide fittings for a complete fence installation, including special fittings for corners.  

 Comply with ASTM F 626. 

 

B. Post and Line Caps:  Hot-dip galvanized pressed steel or hot-dip galvanized cast iron.  Provide 

 weather tight closure cap for each post. Rail and Brace Ends:  Hot-dip galvanized pressed steel or 

 hot-dip galvanized cast iron.  Provide rail ends or other means for attaching rails securely to each 

 gate, corner, pull, and end post. 

 

 C. Rail Fittings:  Provide the following: 

 

1. Top Rail Sleeves:  Hot-dip galvanized pressed steel or round steel tubing.  Not less than 6 

 inches long. 

2. Rail Clamps:  Hot-dip galvanized pressed steel.  Provide line and corner boulevard 

 clamps for connecting intermediate rails in the fence line-to-line posts. 

 

D. Tension and Brace Bands:  Hot-dip galvanized pressed steel. 

 

E. Tension Bars:  Hot-dip galvanized steel, length not less than 2 inches shorter than full height of 

 chain-link fabric.  Provide one bar for each gate and end post, and two for each corner and pull 

 post, unless fabric is integrally woven into post. 

 

F. Truss Rod Assemblies:  Hot-dip galvanized 3/8” diameter steel rod and turnbuckle or other means 

of adjustment. 

 

G. Barbed Wire Arms:  Hot-dip galvanized pressed steel or hot-dip galvanized cast iron.  Provide the 

 following type, according to ASTM F 626, with clips, slots, or other means for attaching strands 

 of barbed wire, integral with post cap; one for each post, unless otherwise indicated.  Provide line 

 posts with arms designed with opening to accommodate top rail.  Provide corner arms at fence 

 corner posts, unless extended posts are indicated. 

 

1. Type I, single slanted arm. 
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H. Tie Wires, Clips, and Fasteners:  Provide the following types according to ASTM F 626:  Standard 

 Round Wire Ties:  For attaching chain-link fabric to posts, rails, and frames, complying with the 

 following: 

 

1. Hot-Dip Galvanized Steel:  0.148-inch-diameter wire; galvanized coating thickness 

 matching coating thickness of chain-link fence fabric. 

 

2.7 BARBED WIRE 

 

A. Zinc-Coated Steel Barbed Wire:  Comply with ASTM A 121 Chain-Link Fence grade for the 

 following two-strand barbed wire: 

 

1. Standard Size and Construction:  12 ½ gauge (0.099-inch-diameter) twisted strand wire 

with 0.080-inch-diameter, 2-point round barbs spaced not more than 5 inches o.c. 

 

2.8 CAST-IN-PLACE CONCRETE 

 

A. General:  Comply with ACI 301 for cast-in-place concrete.  At contractor’s option, use one of the     

 following mix designs. 

 

B. Materials:  Portland cement complying with ASTM C 150 Type I or II, aggregates complying with     

 ASTM C 33, and potable water for ready-mixed concrete complying with ASTM C 94.  Measure, 

 batch, and mix Project-site-mixed concrete according to ASTM C 94. 

 

C. Concrete Mixes:  Normal-weight concrete with not less than 3000-psi compressive strength (28 

 days), 3- inch slump, and 1-inch maximum size aggregate. Materials:  Dry-packaged concrete mix 

 complying with ASTM C 387 for normal-weight concrete mixed with potable water according to 

 manufacturer's written instructions. 

 

PART 3 - EXECUTION 

 

3.1 EXAMINATION 

 

A.      Examine areas and conditions, with Installer present, for compliance with requirements site clearing, 

 earthwork, pavement work, and other conditions affecting performance. 

 

1. Do not begin installation before final grading is completed, unless otherwise permitted by 

 Engineer. 

 

B. Proceed with installation only after unsatisfactory conditions have been corrected. 

 

3.2 PREPARATION 

 

 A. Stake locations of fence lines, gates, and terminal posts.   

 

3.4 INSTALLATION, GENERAL 

 

A. General:  Install chain-link fencing to comply with ASTM F 567 and more stringent requirements

 specified. 

 

1. Install fencing at locations as required by construction plans. 

 

B. Post Excavation:  Drill or hand-excavate holes for posts to diameters and spacings indicated, in 

 firm, undisturbed or compacted soil. 
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C. Post Setting:  Hand-excavate holes for post foundations in firm, undisturbed or compacted soil.  

 Set all posts in concrete footing.  Protect portion of posts aboveground from concrete splatter.  

 Place concrete around posts and vibrate or tamp for consolidation.  Verify that posts are set plumb, 

 aligned, and at correct height and spacing, and hold in position during placement and finishing 

 operations until concrete is sufficiently cured. 

 

1. Exposed Concrete Footings: Extend concrete 2 inches above grade, smooth, and shape to 

 shed water. 

 

3.5 CHAIN-LINK FENCE INSTALLATION 

 

A. Terminal Posts:  Locate terminal end, corner, and gate posts per ASTM F 567 and terminal pull 

 posts at changes in horizontal or vertical alignment as indicated on Drawings. 

 

B. Line Posts:  Space line posts uniformly at maximum 8 feet o.c. 

 

C. Post Bracing Assemblies:  Install according to ASTM F 567, maintaining plumb position and 

 alignment of fencing.  Install braces at end and gateposts and at both sides of corner and pull 

 posts.  Locate horizontal braces at mid height of fabric on fences with top rail and at two-thirds 

 fabric height on fences without top rail.  Install so posts are plumb when diagonal rod is under 

 proper tension. 

 

D. Tension Wire:  Install according to ASTM F 567, maintaining plumb position and alignment of 

 fencing. Pull wire taut, without sags.  Fasten fabric to tension wire with 0.120-inch- diameter hog 

 rings of same material and finish as fabric wire, spaced a maximum of 24 inches o.c.  Install 

 tension wire in locations indicated before stretching fabric. 

 

1.     Bottom Tension Wire:  Install tension wire within 6 inches of bottom of fabric and tie to each 

 post    with not less than same gage and type of wire. 

 

E. Top Rail:  Install according to ASTM F 567, maintaining plumb position and alignment of 

 fencing.  Run rail continuously through line post caps, bending to radius for curved runs and 

 terminating into rail end attached to posts or post caps fabricated to receive rail at terminal posts.  

 Provide expansion couplings as recommended by fencing manufacturer. 

 

F. Fabric:  Apply fabric to outside of enclosing framework.  Leave 2 inches between finish grade or 

 surface and bottom selvage, unless otherwise indicated.  Pull fabric taut and tie to posts, rails, and 

 tension wires.  Anchor to framework so fabric remains under tension after pulling force is 

 released. 

 

G. Tension or Stretcher Bars:  Thread through fabric and secure to end, corner, pull, and gate posts 

 with tension bands spaced not more than 15 inches o.c. 

 

H. Tie Wires:  Use wire of proper length to firmly secure fabric to line posts and rails.  Attach wire at 

 one end to chain-link fabric, wrap wire around post a minimum of 180 degrees, and attach other 

 end to chain-link fabric per ASTM F 626.  Bend ends of wire to minimize hazard to individuals 

 and clothing. 

 

1. Maximum Spacing:  Tie fabric to line posts 12 inches o.c. and to braces 24 inches o.c. 

 

I. Fasteners:  Install nuts for tension bands and carriage bolts on the side of the fence opposite the 

 fabric side. 

 

J. Privacy Slats:  Install slats in direction indicated, securely locked in place. 

 

1. Diagonally, for privacy factor of 80 to 85. 
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K. Barbed Wire:  Install barbed wire uniformly spaced angled toward security side of fence.  Pull 

 wire taut and install securely to extension arms and secure to end post or terminal arms. 

 

3.6 GATE INSTALLATION 

 

A. General:  Install gates according to manufacturer's written instructions, level, plumb, and secure 

 for full opening without interference.  Attach fabric as for fencing.  Install ground-set items in 

 concrete for anchorage.  Adjust hardware for smooth operation and lubricate where necessary. 

 

3.7 ADJUSTING 

 

A. Gate:  Adjust gate to operate smoothly, easily, and quietly, free from binding, warp, excessive 

 deflection, distortion, nonalignment, misplacement, disruption, or malfunction, throughout entire 

 operational range.  Confirm that latches and locks engage accurately and securely without forcing 

 or binding. 

 

END OF SECTION 323113 


	001 Cover
	002 TABLE OF CONTENTS
	003 NOTICE TO BIDDERS
	004 INSTRUCTIONS TO BIDDERS
	005 STATEMENT OF BIDDERS QUALIFICATIONS
	006 BID PROPOSAL
	006a Pictures of Repairs
	007 BID BOND
	008 STANDARD FORM OF AGREEMENT
	009 Performance Bond 2018
	010 Payment Bond 2018
	011 Certificate of Insurance
	012 CERTIFICATE OF INTERESTED PARTIES FORM 1295 - CDBG June 2018
	013 CERT OF INTERESTED PARTIES - FORM 1295 ONLINE - CDBG Feb 2018
	014 STANDARD GENERAL CONDITIONS non grant 12-12-13 - PRINTABLE
	015 SUPPLEMENTARY CONDITIONS
	101 TECHNICAL SPECIFICATIONS TITLE
	102 TOC
	103 DIVISION 1 TITLE
	103 SECTION 011000 - SUMMARY OF WORK
	104 SECTION 011400 - COORDINATION
	105 SECTION 012900 - PAYMENT PROCEDURES
	106 SECTION 013100 - PROJECT MANAGEMENT AND COORDINATION
	107 SECTION 013110 - PROJECT MEETINGS
	108 SECTION 013300 - SUBMITTAL PROCEDURES
	114 DIVISION 3 TITLE
	116 SECTION 033000 - CAST IN PLACE CONCRETE
	117 DIVISION 22 TITLE
	118 SECTION 221315 - SANITARY SEWERAGE
	119 SECTION 221340 - SANITARY SEWERAGE BYPASS PUMPING
	120 SECTION 221768 - LINING INSTALLATIONS IN CORROSIVE MUNICIPAL ENVIRONMENTS
	124 DIVISION 32 TITLE
	125 SECTION 323113 - CHAIN LINK FENCES AND GATES

